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Abstract: Concerning Nearly Zero Energy Buildings, it is important to 
guarantee energy efficiency, thermal comfort and indoor environmental 
quality, while keeping construction and operational costs low. In this 
framework, this paper explores the efficacy of applying different 
scenarios, for reducing construction costs of new nearly zero energy 
multi-family houses in a life cycle perspective. Conversely to the 
standard cost-optimal approach, a real Italian case study building was 
chosen. Alternative and unconventional combinations of solutions for 
envelope and technical systems were adopted. Calculations were performed 
in two Italian cities (Rome and Turin). Three types of analysis were 
developed thermal comfort, energy performance and financial calculation. 
Results of the thermal analysis show that the installation of active 
cooling to prevent summer overheating can be avoided by applying low-cost 
passive strategies. All the proposed low-cost scenarios (4 alternative 
scenarios in Rome and 5 in Turin) reached the highest grade of energy 
performance, with a reduction of the non-renewable primary energy 
consumption up to 46% compared to the base case in Rome and 18% in Turin. 
From the economic perspective, all the scenarios in the two climate zones 
allow both reductions in the construction costs, up to 26% in Rome and 
15% in Turin, and a Net Present Value after 50 years up to 163 €/m2 in 
Rome and 158 €/m2 in Turin. 
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Cover Letter
 Identification of solution sets to reduce construction costs in nearly zero 
energy houses 
 15% maximum reduction of energy related construction cost in 
Continental Italy  
 26% maximum reduction of energy related construction cost in 
Mediterranean Italy 
 Net present values up to 163 €/m
2
 after 50 years building lifetime 
Highlights (for review)
Reviewer #1:  
 
Lifecycle performance of nZEB is important for promoting its practical 
applications which will lead to substantial benefits of energy conservation and 
environmental protections. In the study, a comparative study has been conducted 
to explore the efficacy of combining alternative and unconventional solution 
sets for reducing construction costs of nZEBs in a life cycle perspective. A 
real case building was standardized and adapted to the minimum nZEB requirements 
of the two reference climatic zones.  Three types of performance have been 
considered and systematically analyzed by the authors in terms of thermal 
comfort, energy performance and financial calculation. The study results showed 
significant performance differences as alternative solutions were implemented. 
They are helpful for the future nZEB planning, design and system operation. The 
study is well organized it is of significant scientific contributions. To 
further improve the quality of the study, the following minor 
revisions are provided for the consideration of the authors. 
 
First, energy performance may also significantly influence the financial 
calculation. The impacts and dependence between these two performance may need 
some elaboration. 
 
We are not sure we got the point raised by the reviewer, apologies. However we 
try to explain the framework we moved, for what concerns the NZEB fulfillment 
and the associated costs. 
The Italian NZEB is not based on energy performances, but on the compliance with 
prescriptive requirements (e.g. U-values of envelope, heating system efficiency, 
share of renewable energies etc.); this implies that NZEB configurations for a 
specific building might have quite significantly different energy performances. 
In this sense the raised question is difficult to be addressed. Moreover, in our 
case the main target it minimize the costs once the NZEB requirements are 
respected and the relation between cost and performance is not crucial. In any 
case these aspects are also included in the revised text.   
 
Second, energy performance could change in building lifecycle due to system 
performance degradation and building aging. Have the author considered the 
impacts of system degradation on the building energy use? Or, the authors 
assumed the well maintenance could keep the system efficiency at a 
good/unchanged level. 
This is an important issue e the suggested reference are well included in the 
text, however we followed the current procedures in Italy (and in Europe), where 
aging of energy related product in not taken into account. To be noted that also 
the while we included the cost for a proper and timely maintenance, which reduce 
risks of energy depauperation with aging. 
 
Third, the following studies could be considered to be included in the 
introduction part since they are closely related to the study. "A robust design 
of nearly zero energy building systems considering performance degradation and 
maintenance"" Uncertainty-based life-cycle analysis of near-zero energy 
buildings for performance improvements". 
Very relevant, thanks. They are included now. 
 
Fourth, the authors could present some limitations of the study in their future 
work stated in the conclusion part. 
Done  
 
Last, Figure-7 and -8 should use the same x-scale. 
Done 
 
 
 
 
 
Detailed Response to Reviewers
Reviewer #2:  
 
Revision of APEN-D-19-01207, titled "Identification and assessment of solutions 
to reduce construction cost of Italian nearly zero energy building in a life 
cycle perspective", submitted for consideration on Applied Energy Journal, Issue 
VSI:ICAE2018. 
The papers concern strategies for reducing initial costs of zero energy 
buildings, with reference to two Italian climates, and thus the northern climate 
of Turin (near Alpes) and the central Italian climate of Rome quite close to the 
Italian coastline). The paper is fully within aims and scope of the Journal. The 
written English is very readable, the contents are worthy of investigations and 
the outcomes are relevant. According to me, the paper is almost ready for 
publication and I recommend MINOR REVISION. Indeed, I have to evidence only 
minor possible improvements. Finally, my opinion is quite favourable. 
 
* Highlights are not provided. 
Highlights were included 
 
* Some elements of nomenclature require units, and thus COP (Wth/Wel), ACH (h-
1), EP (kWh/m2y) and so on. Please, check it. 
Done 
 
* In the abstract, when you cite cost savings of 163 €/m2 in Rome and 158 €/m2 
in Turin, specify also that these savings are the X% and Y% of the construction 
costs of the base case. In this way, you can show, immediately, also the 
percentage saving. 
In the abstract it was specified that these two values are not costs savings by 
they represent the NPV over the 50 years life time of the building. According to 
this they were not expressed in terms of percentage difference.  
 
* I suggest you to avoid multiple citations, and thus [8] [9] [10] in the same 
sentence. Please, describe each paper singularly; this is more useful for the 
reader. About this sentence, I agree strongly about the fact that too high 
insulation can worsening the summer comfort performance of the building! 
Multiple citations were avoided. 
 
* Avoid multiple citations also for references [12][13][14] and for 
[18][19][20]. 
Multiple citations were avoided. 
 
* First line page 5 of the pdf. Please, after methodology, ad a comma ",". In 
general, revise the punctuation even if the written English is readable and 
pleasant, a further re-reading can provide a further improvement. 
Done 
 
* Split multiple citations also at page 5 ([27][28][29][30][31]).  
Done 
 
* Line 48, page 5. It is not clear what happens starting from 01/01/2018 (in 
Europe, the key dates are 01/01/2019 and 01/01/2021). 
Done 
 
* The section 2, Objective and method, provides a very good summary of contents. 
If possible, you can use the same criterion for a flow chart, that could be the 
graphical abstract of the paper. 
Done 
 
* Page 8 (two times) and rest of paper. Please, correct Kw in kW (also line 20 
of page 9). 
Done 
 
* Page 8, please, replace ° with °C. These are temperatures' values. Please, be 
careful in correcting these typos.  
Done 
 
* Page 8, check the sentence "They were selected being large cities…". Please, 
revise. 
Done 
 
* It is not clear why MVHR was installed in Turin and not in Rome. 
It was clarified in section 3.2.2 
 
* Section 4: several strategies and alternatives concerning building envelope 
and active energy systems are proposed. I suggest a Table for summarizing it. It 
could be very helpful for the readers. For example, move here Tables 4 and 5. 
Tables 4 and 5 were moved from section 5 to section 4. 
 
* Page 12, line 42. Please, specify that the relevant standard is the EN 15251. 
Done 
 
* Page 12, line 52, consider to replace "handicapped" with "persons with 
disabilities". 
Done 
 
* Page 13. It is not clear for which scopes you have used TRNSYS (transient 
energy simulation) and for which scopes you have used EDILCLIMA (steady state 
energy simulation). Please, clarify better. 
This was clarified better in the paper.  
 
* In Tables 4 and 5, add U values of building components and peak power of PV. 
It could be very helpful for the readers. 
Done 
 
* Results are very interesting, mainly for what concerns the discomfort in hyper 
insulated buildings and the improvements due to night ventilation and shadings? 
Please, again, specify properly when you have used TRNSYS and when EDILCLIMA. 
Done 
 
* Line 52 of page 16 and Table 9. Unit of Natural gas should be €/m3 (not 
€/Smc). (mettere Sm3) 
Done 
 
* Line 15 of page 19 and caption of figure 5. Add a blank space before "for 
heating". 
Done 
 
* Figures 7 and 8, very clear and well-done. What happens around year 15? (an 
accentuated cash flow saving occur). I have understood that this is due to 
differences compared to the base case, but, please, specify better. 
It was clarified better in section 6.3 
 
* Finally, why you have calculated NPV and not the global costs, as required by 
Delegated regulation 244/2012? 
We are aware of the mentioned EU document, however we opted for NPV for a 
several reason: 1) NPV was used for LCC and LCA analysis in H2020 CoNZEBs 
Project, which provide the framework for the present study; 2) NPV still remain 
one of the most used financial indicator for energy related issues in buildings, 
2) since the objective of the study is the reduction of construction costs - 
hence savings; we chose a LCC indicator focused on gains (coming from savings) 
instead of costs. If considered necessary, however, the results might also 
presented in terms of total costs. 
 
As said, my opinion is favorable. Indeed, I have underlined several things, but 
these are minor advices. The paper is exhaustive, comprehensive, and it is a 
relevant presentation of nZEB effectiveness under the point of view of costs. 
MINOR REVISION. 
 
 
 
Editors:      
 
In addition to the comments from the above reviewers, please also pay attention 
to some of the following aspects while improving the quality of your manuscript:  
 
- The relevance to Applied Energy should be enhanced with the considerations of 
scope and readership of the Journal. 
The relevance to the Journal is made more explicit in Chapter 2  Objective and 
method   
 
- A proof reading by a native English speaker should be conducted to improve 
both language and organization quality.   
The text was reviewed and edited by a native English speaker 
 
Please avoid using abbreviations in the TITLE, HIGHLIGHTS, ABSTRACT and 
CONCLUSION if possible.  
Abbreviations were avoided. 
 
Please also avoid "lump sum references", such as¬ XXXXX [1-5]; all references 
should be cited with detailed and specific description.  In the references, all 
authors should be included, avoiding using "et. al.";  
Lump sum references were avoided and all authors have been included. 
 
Please use 'Highlights' in the file name and include 3 to 5 bullet points 
(maximum 85 characters, including spaces, per bullet point). 
Identification of solution sets to reduce construction costs in nearly zero 
energy houses 
15% maximum reduction of energy related construction cost in Continental Italy  
26% maximum reduction of energy related construction cost in Mediterranean Italy 
Net present values up to 163 €/m2 after 50 years building lifetime 
 
 
TITLE: It normally consists of about 12-15 keywords which shall not be too 
general or too narrow. 
It was changed in :Assessment of construction cost reduction of nearly zero 
energy dwellings in a life cycle perspective 
 
ABSTRACT: It should be about 150-250 words with concise text in a single 
paragraph. Answer the questions: What problem did you study and why is it 
important? What methods did you use? What were your main results? And what 
conclusions can you draw from your results? Please make your abstract with more 
specific and quantitative results while it suits broader audiences. Abstract 
stands alone, no references, figures, tables or equations are cited.  
The abstract was changed according to the suggestions 
 
CAPTIONS: Captions for figures and tables should be presented with more specific 
description rather than a general sentence like "Results of the experiments 
...", "A studied system ...." 
Captions were described in a more detailed way. 
 
- The originality of the paper needs to be further clarified. It is of 
importance to have sufficient results to justify the novelty of a high quality 
journal paper.  
The originality was made more explicit in Chapter 2  Objective and method, 
stressing the novelty elements introduced by our study   
 
- An updated and complete literature review should be conducted to present the 
state-of-the-art and knowledge gaps of the research with strong relevance to the 
topic of the paper.  
The literature review was extended and the gaps of the research were highlighted  
 
- The results should be further elaborated to show how they could be used for 
the real applications. Modeling results should be validated by experiments. 
We would point out that this is not a merely calculation study. In fact, the 
data we started from for the analysis come from a real building, which is built 
in Italy, whose energy performances are proved by the Energy Performance 
Certificate and costs by the capitolato, made available by the building designer 
and owner. Of course experiments, as we normally intend, are not possible here, 
since this would have meant to rebuild the same building in different localities 
and with several different technologies. 
 
- The paper should be written from the international perspective rather than 
focusing on the issues of one country. 
In chapter two we also state that the implemented methodology is of general 
validity but the application is, in this case, tailored to a specific country 
(namely Italy), because the multiple boundary conditions (climate, legislation, 
costs, building technologies) make almost impossible to approach the problem in 
a wider geographical framework. 
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Assessment of construction cost reduction of Italian nearly zero energy dwellingsbuildings in 
a life cycle perspective Identification and assessment of solutions to reduce construction cost 
of Italian nearly zero energy building in a life cycle perspective
1
 
Michele Zinzi
a
*, Benedetta Mattoni 
ab
 
a-ENEA, Via Anguillarese 301, 00123 Rome, Italy 
b-SAPIENZA University of Rome, Department of Astronautical, Electrical and Energy Engineering, Via Eudossiana 
18-00184 Rome, Italy 
 
Nomenclature and abbreviations 
EPBD:     Energy Performance of Buildings Directive 
NZEB:     Nearly Zero Energy Building 
EEM:       Energy Efficiency Measures 
MFH:       Multi-Family Houses 
ETICS:     External Thermal Insulation Composite Systems 
XPS:         Extruded polystyrene 
EPS:         Expanded polystyrene 
DHW:      Domestic How Water 
COP:       Coefficient of Performance (Wth/Wel) 
PV:          Photovoltaic 
MVHR:   Mechanical Ventilation with Heat Recovery 
MEV:      Mechanical Extract Ventilation 
ACH:      Air change per hour (h
-1
) 
NPV:       Net Present Value (€/m
2
) 
EP:          Indicator of Primary Energy consumption Indicator (kWh/m
2
 year) 
EPHnonren;   Indicator of Primary non-renewable Energy for Heating Indicator (kWh/m
2
 year) 
EPWnren;   Primary non-renewable Energy for DHW Indicator (kWh/m
2
 year) 
EPVnren;   Primary non-renewable Energy for Ventilation Indicator (kWh/m
2
 year) 
 
EPglnonrengl Indicator of Global Primary non-renewable Energy (kWh/m
2
 year) 
 
Abstract 
Concerning Nearly Zero Energy Buildings, the most important issue is to guarantee it is important to 
guarantee energy efficiency, thermal comfort for users and indoor environmental quality, while keeping low 
construction and operational costs low. The cost-optimality target, defined in the EPBD Energy Performance 
of Buildings Directive as “the energy performance level which leads to the lowest cost during the estimated 
economic lifecycle”, is therefore a a key issue for public and private housing sectors, which the economic 
aspect is quite relevant for.  In this framework, this paper explores the efficacy of applyingcombining 
alternative and unconventionaldifferent solution setsscenarios,  for reducing construction costs of new nearly 
zero energy multi-family houses in a life cycle perspective. Conversely to the standard cost-optimal 
approach,   a real Italian case study building , located in the centre of Italy, was chosen. Alternative and 
unconventional combinations of solutions for envelope and technical systems were adopted.  Calculations 
were performed in two Italian cities (Rome and Turin). Three types of analysis were developed : thermal 
comfort, energy performance and financial calculation.  Results of the thermal analysis show that the 
installation of active cooling to prevent summer overheating can be avoided by applying low-cost passive 
strategies. All the proposed low-cost scenarios (4 alternative scenarios in Rome and 5 in Turin) reached the 
                                                            
1
 The short version of the paper was presented at ICAE2018, Aug 22-25, Honk Kong, China. This paper is a substantial 
extension of the short version of the conference paper. 
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highest grade of energy performance, with a reduction of the non-renewable primary energy consumption up 
to 46% compared to the base case in Rome and 18% in Turin. From the economic perspective, all the 
scenarios in the two climate zones allow both reductions in the construction costs, up to 26% in Rome and 
15% in Turin, and savings over the 50-year life time of the buildinga Net Present Value after 50 years, up to 
163 €/m2 in Rome and 158 €/m2 in Turin. 
 
Keywords: nearly zero energy buildings, building energy technologies, construction cost, life cycle cost 
 
 
1. Introduction 
After the target of Horizon 2020 set in 2007 The target reduction of primary energy and emissions by 
buildings and consequent increase of renewable energy production set in the Horizon 2020 Program [1], was 
updated in the new 2030 Climate & Energy framework. [1], regarding the reduction of buildings primary 
energy and emissions and the increase of renewable energy production, in the 2030 Climate & Energy 
framework new goals have been introduced [2][2]. According to this package, the aims are to reduce the 
greenhouse gas emissions by 40% from 1990 levels, to increase the production from renewable energy up to 
27% and to improve energy efficiency of buildings up to 27%. In a long-term perspective, in 2050 gas 
emissions are expected to be reduced by at least 80% compared to 1990 levels [3][3]. In this framework, 
building sector plays a relevant role, accounting for the largest part of energy consumption and gas emissions 
at local and global level and representing, on the other side, a huge potential for energy savings [1][4][1][4].  
European Standard defined the requirements for achieving high savings in buildings: according to the Energy 
performance of Buildings Directive (EPBD) Directive, requires that new public buildings from 01/01/2019 
and new private constructions from 01/01/2021, have to comply with Nearly zero energy buildings (NZEB) 
targets [5][5].  The definition on NZEBs provided in the Directive is quite general and is not technical. This 
responsibility : the characterization of NZEBs is delegated to each European Member State which that has to 
define what an NZEB represents at national level and to set the specific targets for buildings to be in 
compliance with European description. What is common to all the Member states is that NZEBs do have to 
certify a “very high energy performance”, covering “a very significant extent” of building energy needs with 
renewable energy sources, partially produced on site or nearby the building  [5][5]. Being the common 
guidelines provided by the European Standards so general, there are still ambiguities in the implementation 
phase of NZEBs in European member states due to the different interpretations of the definition. 
Furthermore, misalignments among countries are emphasized due to the climatic, social, technological and 
economic differences  [6][6]. According to this, it is difficult to propose a minimum common threshold for 
energy efficiency for all the Member States. Different climatic conditions between Southern and Northern 
European countries lead to the highest differences in the definition of NZEB parameters.: Tthe former can 
easily meet low energy needs thresholds for heating compared to the latter  [7][7] ; but,  on the other side, 
they cannot comply with the same limits for cooling demand due to high outdoor ambient temperature, high 
solar radiation and heat island effect in cities. Several studies have been developed in literature about 
potential overheating in southern and north-western countries due to the increase of thermal insulation, 
which can lead to an increase in consumption for air-conditioning [8][8][8] [8][9] [10],  but it was also stated 
that passive strategies for reducing cooling needs can be successfully applied to overcome this problem 
.[9][9][9], like solar shading and ventilation [10][10][10].  As an example, in [11] [11] an analysis on three 
different NZEB building types (single-family house, apartment block and office building) in two different 
Italian climatic locations (Milan and Palermo) was developed to assess the imbalance of energy needs for 
heating and cooling when U-values of the building envelope are gradually reduced. It was found that, by 
reducing transmittance values, cooling need increases up to 5-6% in all the analysed cases but it can be 
effectively reduced by using high performing shading devices.  
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Basing on these assumptions, NZEB should provide specific heating-cooling balance for each climatic 
condition [12][12][12], taking also into account the thermal comfortcomfort [13][13][13],  and the indoor 
environmental quality and building sustainability [16][14][14] during the entire building life-
time[12][13][14]. Concerning the analysis of the building in a life cycle perspective, high relevance was also 
attributed in [15][15][15] and [17][17] [16] to the effect of degradation on NZEBs performance in terms of 
thermal comfort, energy balance and grid independence. 
Another important issue concerning NZEB development is related to construction costs. In [17] an extensive 
investigation on the construction cost differences between Zero Energy Buildings, Conventional Buildings 
and Green Buildings in United States was carried out. In this analysis, results show that the statistical 
difference between actual ZEB cost and modelled Conventional Buildings cost is not significant. 
Nevertheless, the authors highlight the limitations of the study and the need to further investigate the 
relations between investment costs and energy performance of buildings. In fact, ensuring: in particular how 
to ensure the fulfilment of NZEBs requirements and contemporary guaranteeingrequirements, guaranteeing 
users comfort, but also covering the involved investments and enhancing the reduction in costs are 
particularly relevant   [17][18][18][19]. Although many studies and demonstration actions have demonstrated 
that it is possible to achieve NZEB targets, the design choices are not always proven to be cost effective both 
from an environmental and economic perspective Although many studies and demonstration actions have 
demonstrated that it is possible to achieve NZEB targets, the design choices are not always proven to be cost 
effective both from an environmental and economic perspective [17][18].  
This economic issue was raised up in the EPBDEPBD [5] [5]: in the Delegated Regulation No 244/2012 [19] 
[20], which supplemented the EPBD regulation, a methodology framework scheme to calculate cost-optimal 
levels for buildings is provided. The cost optimality is defined as “the energy performance level which leads 
to the lowest cost during the estimated economic lifecycle”. In the methodology,  energy efficiency measures 
are applied to reference buildings to contemporary reduce primary energy consumption and identify the most 
economically advantageous solutions [21][21][20] [18][19][20]. Many studies in literature applied the cost-
optimal methodology proposed in the EPBD standard to derive cost-optimal energy efficiency measures for 
NZEB buildings [21][22][21][22] [22][22][23][23]and clusters of NZEB buildings [23][24][24][24][25][25], 
[23][24], highlighting the need of taking into consideration the whole building life cycle.   In [25][26][26], 
the comparative methodology presented in the EPBD is applied to assess the cost-optimality level of several 
office buildings located in a warm climate, while in  [26][27][27] the procedure is applied to multi-
residential buildings in the Mediterranean Area. Results of both papers show high decrease of primary 
energy consumption and CO
2
 emissions, keeping the operational and construction costs on the safe side. In 
[18] [17] a simulation-based framework was applied to a residential building prototype in 14 locations across 
Europe in order to assess how to best assess theachieve the optimal NZEB design configuration at the lowest 
cost in 14 locations across Europe. Results demonstrated that optimal solutions do strongly depend on 
climate condition, but a common aspect to all locations is the need of to integrating integrate renewables and 
energy efficiency measures to reach cost-effective NZEBs. Authors in [28] [27] applied a model for 
supporting designers in the design phase of a residential building, developing a cost optimal analysis of 
different scenarios to evaluate the best solution in terms ofthe balance between life cycle costs and energy 
performance.  In [28] [29] the cost-optimality and replicability on building market of different HVAC system 
configurations were evaluated for a residential building, taking into account the costs incurred during the 
whole building life-cycle. In [30], an economic analysis for developing four types of new existing residential 
NZEB buildings across different locations in UK was assessed. Different combinations of renewable energy 
technologies were evaluated. Results show that most of the analysed cases are profitable, achieving a benefit-
cost ratio (ratio between the costs and benefits) that ranges between -12% and 53% across different regions.  
What emerges from literature studies is that cost-optimal levels and packages of energy efficient measures 
strongly depend on national conditions[29][30] [31][32]. These differences are due to many variables such 
as: climatic conditions, energy, material and labour prices, available technologies and building types 
[27][28][29][31][32][33]. Among the different building types, high importance is given to the development 
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of residential NZEB buildings, which account for about the 75% of the total European Building stock 
[34][33]. In fact, in the residential sector the issue of cost reduction of new NZEBs is crucial, in particular 
for social housing multi-family houses, where the economic aspect is quite relevant, due to limited financial 
resources.  
An extensive review was developed by the authors in [34] [35], focused on the application of cost-optimal 
analysis in European literature studies, pointing out the differences among them based on several categories:  
methods and tools for optimization, energy efficiency measures, building type. It was found that with regard 
to the building typology, 68% of the reviewed reference buildings in the studies were residential and multi-
family buildings represented the 34% of this share. It shows the importance of identifying the right balance 
between costs and energy performance in the residential sector. In [35] [34] it was also found that the most 
common energy efficiency measure for the envelope is to increase/decrease the thickness of insulation but 
this solution is not a driver for cost-optimal building design: efficiency measures on the building envelope 
have much lower impact on cost optimality compared to measures related to the energy systems.  
This aspect makes an issue arise: the solutions proposed as energy efficiency measures (EEM) in the cost-
optimal framework are common and standard and the investigation of constructive alternative solutions is 
rarely pursued. The cost trade-off could be reached by simplifying the envelope design and the construction 
technologies [35] [36], taking advantage of issues like modularity, prefabrication and on-site assembly [32] 
[31] but application of these strategies in the cost-optimality studies has not been yet explored.  
Regarding the national application of NZEBs in Italy, the law ascertains several requirements for new 
buildings, that can be reached through different strategies, technologies and operational means [37] [36]. 
Starting from 01/01/20198, in accordance to [37] [38], , energy performance of minimum requirements 
buildings and NZEB buildings will vary only in terms of small differences in transmittance values. This 
implies that, from this date, very small cost differences can be expected to arise between a conventional and 
a nearly zero-energy building; also, reducing the costs of new nearly zero-energy multi-family houses means 
reducing the costs for such houses in general. Currently, according to the national document developed in 
2016 [39],, [38] the extra cost in Italy for the construction of multifamily residential buildings compared to 
the conventional building strongly depends on the climatic region and was assessed to be about 60 €/m2 on 
average. There is therefore ample room for improvement, reducing this extra-cost gap. Starting from these 
assumptions, the target of this paper is to preliminary exploresexplore the possibility of reducing 
construction and life cycle costs keeping high energy target in new Italian multifamily buildingshouses,  as 
investigated in, within the activities of the CoNZEBs (Solution sets for the cost reduction of new Nearly 
Zero-Energy Buildings) Project [40][39]. The Project is funded by the European Union in the framework of 
the Horizon 2020 Program and aims at identifying and evaluating technology solution sets, leading to 
significant cost reductions of new Nearly Zero-Energy Multi-Family Houses (MFH).  
 
2. Objective and method 
This study aims at identifying solution sets for the specific sector of new nearly zero energy multi-family 
houses at reduced costs respect to mainstream options and assessed in a life cycle cost perspective. The cost 
issue in single family houses is less relevant, due to higher economic availability of potential clients for this 
building segment. The situation is different for multi-family houses, which is the most recurrent typology in 
social housing, and other public and private housing sectors, which theto whom this economic issue is more 
relevant for. In this framework, the objective of the study is relevant for the construction sector in Italy and 
the implemented methodology could be usefully applied in other countries, with the duly boundary 
conditions. 
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This work also introduces an innovative approach. The literature presented in the introduction proves that 
most of the studies are aligned to the approach The typical methodology in these studies is that implemented 
in EU member states for the cost optimal energy performance of buildings, as required by [5][5]: first typical 
standard and recurrent building technologies are definedidentified, then the cost effectiveness is tested for 
improved efficiency levels of the selected technologies [41][40]. The approach has some limitations, since it 
does not take into account several aspects that might be critical for cost redcutionreduction, e.g.: technical 
and economic trade-off between building envelope versus technical and renewable energy performances, 
indetificationidentification of alternative technology bundles instead of simple efficiency scaling, the role of 
the design in optimising the different energy uses in the buildings. The innovative contribution of the present 
work is to expand the technical and economic analyses of NZEB including the above cited issues, with a 
broader approach respect to existing studies.This method, however, does not allow to include alternative and 
unconventional solutions, and their combination, in the assessment. 
Due to very different definitions and approaches of nearly zero energy buildings, the methodology is applied 
to the Italian context, defined in [37][38]. It has to be noted that The NZEB requirements, as defined in the 
relevant Italian standard [36][37] [37][38], are not based on energy performances but on the compliance of 
several prescriptions, including: 
● Maximum values for defined buidlingbuilding envelope indicators; 
● Minimum efficiency of the energy systems (space heating and cooling, ventilation, domestic hot water); 
● 50% of energy uses provided by renewable sources. 
The method allows searching different solutions sets complying with NZEB requirements without being 
forced to respect mandatory energy performances, opening the ground for different cost-effective solutions. 
 
According to the aboveTo overcome these limits, the methodology here developed consists of the following 
steps: 
I. Identification of a real building, whose typology can be considered sufficiently representative of 
current multifamily houses in Italy. The choice of real buildings is necessary to have all the technical 
and economic data, needed for next analyses; as well as to have economic costs based on real market 
instead of on average values. This choice is also important because of the calculation and simulation 
analyses are framed in a real application, so that a building constructed according the given technical 
and economical specifications avoid the limitations  of a purely theoretical study. 
II. Adjustments of the real building to selected climatic conditions and to specific NZEB requirements, 
for construction elements and fossil and renewable energy systems. This step allows to have 
standardised typical buildings, upon which it is possible to develop cost effective variants.  
III. Identification of low costs solution sets for the different building envelope and energy system 
technologies. The solutions are developed taking into account all the energy services covered by 
NZEB requirements for residential buildings, fixed by national regulation. 
IV. Energy and economic assessment of the building variants, in terms of construction and life cycle 
costs. Comparison of final and primary energy performances starting from field applications, as well 
as initial construction investment and Net present value at the end of the building life service are 
carried out. 
NZEB requirements, defined in the relevant Italian standard [35][36], are not based on energy performances 
but on the compliance of the following prescriptions: 
 Maximum thermal transmittance, including thermal bridges, of the envelope components; 
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 Minimum efficiency of the energy systems (space heating and cooling, ventilation, domestic hot water); 
 50% of energy uses provided by renewable sources. 
The limit of the research relays on: the boundary conditions set in the analysis, the reference buildings and 
the identified low-cost solutions. Although the described methodology is tailored to the Italian reality, it can 
be applied to other countries once the energy, construction and economic boundary conditions are accounted 
for.; on the other side, it has to be noted that the methodology here defined is tailored to the Italian, however 
the approach might be applied in other countries once the energy, construction and economic boundary 
conditions are taken into account. the relevance of the approach relays on the general validity of the 
methodology, which can be applied according to different boundary conditions, in Italy and elsewhere. This 
is an important value for designers, planners, contractors and construction companies, able to optimise costs 
for any construction project. Moreover, working at the intersection of: construction technologies, energy 
systems and economic assessment in real applications, the study is well aligned with the journal objective 
and scopes. 
 
3. The case study building 
Minimum efficiency of the energy systems (space heating and cooling, ventilation, domestic hot wat50% of 
energy uses provided by renewable sour 
The San Giusto building, located in the outskirts of Prato, Tuscany, was selected after a nearly zero energy 
multi-family houses screening carried out in Italy in the framework of the EU CoNZEBs project [40][39]. 
The building can be considered representative of a consistent portion of the building stock. The building was 
commissioned by Edilizia Pubblica Pratese, a local social housing company. It is a L-shaped four-storey 
building with 29 apartments served by four staircases. Private cellars, a public civic centre and the utility 
rooms are located at the ground floor. The building is also equipped with public parking and green areas 
which show the multifunctional character of this project. The design plan and a picture of the building are 
shown in Figures 1 and 2. 
 
 
Fig. 1. Design plan of the case study building; the red square delimits the portion of building where the analysis of the thermal comfort was 
performed.  
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Fig. 2. Case study building  
 
The total area of the apartments is 2207 m
2 
and the volume is 5960 m
3
, the apartments ranges betweenrange 
from 45 and 95 m
2
, with an average net area of 76 m
2
. The presence existence of apartments with different 
sizes shows the purpose of meeting the needs of the different low-income users, from couples to large 
families.  
 The main target of the project was to realize create a new high-performance building with low 
environmental impacts, and cost effective in the construction, operation and maintenance phases. The design 
kept this approach with the adoption of simple and low environment impact solutions. An example of this is 
the , as the use of recycled insulation materials from local textile companies. Bioclimatic approaches were 
adopted to maximise solar protection and natural ventilation in summer. 
Concerning the building structure, the external walls consist of ETICS (External Thermal Insulation 
Composite Systems), with 8 cm EPS (Expanded polystyrene) thermal insulation, a double brick layer with 
insulation in between (8 cm of recycled insulation in textile fibre), and internal finishing.  The base floor is a 
masonry slab with an XPS (Extruded polystyrene) insulation layer of 8 cm, a thermal coating in EPS of 4 cm 
and an additional insulating layer of EPS (4 cm) included in the floor heating system and the covering is of 
ceramic tiles ; covering is ceramic tiles. The rooftop is a masonry tilted roof with an XPS thermal coating of 
12 cm covered by steel plate mounted on wooden planks. Transmittances of the envelope are 0.20 W/m
2
K 
for roof and 0.17 W/m
2
K for walls and base floor. The continuous external insulation eliminates thermal 
bridge. Argon-filled double-glazed windows with aluminium frame are installedare in place with thermal 
transmittance of 1.4 W/m
2
K and solar transmittance of 0.67.  
The Domestic Hot Water (DHW) system is fed by 43 m
2
 of vacuum solar thermal collectors mounted on the 
south-east and south-west oriented pitches and coupled with two tanks of 2000 litres. A 94 kKWw 
condensing boiler is used as back of solar collectors. The heating supply is centralized, and the main heat 
generator is the 171 kWKw air water heat pump. When outdoor temperatures decrease below the working 
conditions of the heat pump, the condensing boiler and the solar thermal collectors work as back-up system, 
supporting the heat pump with keeping the seasonal coefficient of performance high.for keeping high the 
seasonal coefficient of performance. The Coefficient of Performance (COP) in standard conditions is 3.28. 
The outlet temperature of the heat pump, which supplies a room-controlled floor heating system, is 40-45 °C 
and its cut-off temperatures are 3°-45 °C. The system is equipped with an inertial tank of 2000 litres to cope 
with thermal demand peaks. Here,  in which the heated water is sent from the heat pump and, if necessary, 
from the condensing boiler; within boiler. Within the tank, when demand of domestic hot water is lower than 
production, high temperature fluid from solar collectors flows in a coil to additionally support heating 
supply. Part of the electricity needed by the heat pump is produced by a 22 kWp PV system (163 m
2
). Both 
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the solar thermal collectors and photovoltaic system are mounted on the tilted roof, on the south-east and 
south-west oriented pitches.  
According to the most common construction rules in Italian buildings, especially for social housing, active 
cooling and mechanical ventilation systems are not installed in the case study building.  
3.1.  Climatic condition 
Italy has a wide variety of climatic conditions. ; Tthe national building energy codes identifyidentifiese six 
classes, based on the heating degree days, calculated in base 20 °C. The classes range from A (below 600 
degree days) to F (above 3000 degree days). No zoning exists for the cooling season. In order to simplify the 
analysis, two macro-classes were identified and represented by two large cities in this study: 
● Turin, 2617 degree days, representative of climatic zone E (northern and mountain zones) and F 
(alpine zone) 
● Rome, 1440 degree days, representative of zones from A to D, with milder climatic conditions, 
typical of central and southern zones. 
 
They were selected being large citiesThese are large cities, whose degree days are very close to average 
degree days of the relatedthe climatic zones they belong to weighted with the population.  
3.2. Building’s adjustments to reference climate conditions 
The characteristics of the real building are adjusted to the minimum NZEB requirements in the reference 
climatic zones in this section. Changes in the building envelope, energy systems and renewable sources are 
following described below. To be noted Nno changes were made on windows, since different requirements 
have close to negligible impact on costs. 
3.2.1. Rome climatic zone 
Envelope components insulation was brought to the standard requirements, as indicated in table 1, hence the 
structures were modified as follows:  the external wall is covered with an 8 cm EPS thermal coating; the first 
floor between apartments and ground floor has an XPS thermal coating of 4 cm and an additional insulating 
layer of EPS (4 cm) included in the floor heating system; the rooftop has an XPS thermal coating of 9 cm.  
Table 1. Transmittance values of the building envelope of the reference buildings in Rome and Turin  
City U-roof  [W/m2K] U-wall  [W/m2K] U-first floor  [W/m2K] 
Rome 0.26 0.28 0.28 
Turin 0.21 0.25 0.24 
 
The number of solar thermal collectors and PV panels was reduced up to exactly meet tto meet the 
requirements of the Standard [36][37] precisely. This was done : to guarantee the 50% of DHW production 
from renewable sources and contemporarily to cover the 50% of total energy demand (heating, cooling and 
DHW) with renewable sources. According to this, solar collectors were reduced from 43 m
2 
to 27 m
2 
and the 
PV panels from 163 to 142 m
2
. This number of PV panels is also the minimum amount to meet the standard 
of Appendix 3 [37] [38] which requires an installed peak power of 22 kWKw for this building. Results of the 
energy calculation will be shown in paragraph 6.2 to be compared with energy results of the low-cost 
scenarios.  
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3.2.2. Turin climatic zone 
The insulation thickness of the envelope components was brought to the NZEB requirements, as shown in 
Table 1. The structures were modified as follows: the external wall is a double brick walls with an EPS 
thermal coating of 13 cm; the first floor between apartments and ground floor has an XPS thermal coating of 
7 cm and an additional insulating layer of EPS (4 cm) included in the floor heating system. ; Tthe roof 
toprooftop is insulated with 11 cm of XPS.  
As for the previous case, solar thermal collectors were reduced from 43 to 40 m
2 
and the PV panels from 163 
to 142 m
2
. The Mechanical Ventilation with Heat recovery (MVHR) system was here included in the 
reference case: one system in each apartment was provided. e,T this is still a cutting-edge solution in Italy 
dwellings but recently often used in very high energy performing buildings in colder climates. According to 
this, it was decided not to install it in Rome, which belongs to a hotter climate zone: it would not be 
economically efficient nor crucial for obtaining low level of Primary Energy for heating. It was therefore 
decided to model the MHVR system in each apartment. 
 
3.2.3. Adjusted construction costs 
The adjusted construction costs for the two reference buildings are shown in Table 2 and 3 .3.  The costs 
have been taken from the bill of quantities of the real building. Cost modifications due to variation in the 
insulation thickness for the two reference buildings have been estimated as unitary variation (€/m3) of the 
original prices.  Cost of the MVHR system used in Turin was not included in the bill of materials of the real 
building, but was provided by a technical company, which was asked to simulate a real offer to supply a 
MHVR system for the reference building [42][41].  For the building located in Rome, overall construction 
cost is € 3’388’584 which corresponds to 1'594 €/m2. Table 2 shows the costs divided by categories and their 
percentage on the overall cost. It can be noticed that the heaviest category is Architectural components which 
accounts for the 46% of the overall construction costs. Overall construction costs of the building located in 
Turin is € 3’511’820 which corresponds to 1'652 €/m2. The incidences of each category on the overall cost 
are similar to ones in Rome.  Differences in costs between the two buildings are mainly due to the 
installation of the MVHR in Turin which causes an increase in the energy systems cost of 40 €/m2. More 
moderate differences (in the order of 5 to 15 €/m2) are observed for the Architectural components and 
Renewable plants. 
The cost optimal analysis of the proposed scenarios will be based only on the reduction of the “energy 
related costs”: those costs have a direct impact on the building energy performance. In both Table 2 and 3 
disaggregated energy related costs for each construction category are highlighted in grey. It can be noted 
thatThree main aspects can be observed: the structural costs are fixed; up to the 38% of both architectural 
and energy systems costs is adjustable; the entire cost of renewable energy systems can be modified. In 
Rome the 24% of the total construction costs can be decreased by implementing more energy efficient 
solutions, which corresponds to 389 €/m2 ; in Turin it is the 27% which corresponds to 447 €/m2. . 
 Table 2. Total and energy related construction costs of reference building in Rome 
 Structure Construction components 
Technica
l Systems 
Renewable sources Total  
Costs [€] 996’62
4 
 1’554’631 782’027 55’302  
3’388’584 
Incidence on overall costs 
[%] 
29 46 23 2 
100 
Unitary costs [€/m2] 469 731 368 26 1594 
Energy related [€] 0  522’783  248’194 55’302 826’279 
Incidence on category cost 0 34 32 100 / 
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[%] 
Unitary energy related costs 
[€/m2] 
0 246 117 26 389 
 
Table 3. Total and energy related construction costs of reference building in Turin 
 Structure Construction components 
Technica
l Systems 
Renewable sources  Total  
Costs [€] 996’62
4 
1’583’195 867’107 64’894 3’511’820 
Incidence on overall costs 
[%] 
28 45 25 2 100 
Unitary costs [€/m2] 469 744 408 31 1652 
Energy related [€] 0  551’358 333’306 64’894  949’558 
Incidence on total category 
cost [%] 
0 35 38 100 / 
Unitary energy related costs 
[€/m2] 
0 259 157 31 447 
 
4. Identification of low-cost solutions 
This section describes the solutions identified to reduce the construction costs of the two reference buildings. 
Each subsection describes the selected technologies and strategy, highlighting their peculiarities with respect 
to common trends. 
4.1. Building envelope 
Two main variations were identified.  The common technique for external wall construction of NZEB in 
Italy consists of brickworks and ETICS; instead of following the usual approach of variation of insulation 
levels to reach the most performing solutions, in this paper the approach was to detect alternative 
construction technologies.  In particular, large autoclaved concrete blocks were selected. They These are 
based on natural elements and reach very high insulation and lightweight properties, thanks toas a result of a 
specific production process which creates micro air bubbling inside the material. These blocks come in 
different size, so that different transmittance values can be obtained within a single construction layer. 
Thanks Due to the ad-hoc designed profiles, the blocks can be easily handled and assembled. Compared to 
the other solutions, this technology reduces complexity, construction time and costs. 
The second proposed solution is the mono-block window. Generally, in Italy residential buildings are 
equipped with traditional windows which are composed as followsby: subframe, placed in the hole of the 
façade, the shutter box mounted above the window and the windows itself. The most time-consuming phase 
for windows is the preparation phase, since masonry workers have to create the hole, provide insulation for 
thermal bridges and wait , wait for wet materials to dry. After that, masonry workers install the subframe and 
specialised workers mount the shutter box and finally the window itself. The mono-block windows are 
directly placed in the façadefacade hole and then fixed, with consequent savings in time, and material and 
labour costs for the subframe works.  
In both cases the performance indicator (thermal transmittance) keeps maintains the value of the base case, 
but its cost change. In some Turin scenarios, the so-called super NZEB envelope was tested, where lower 
transmittances for walls, roof and ground floor were considered. Hence for these super NZEB scenarios the 
U values [W/m
2
K] were adjusted as followsto : 0.105 (roof), 0.15 (wall), 0.12 (ground floor). This 
configuration was tested in combination with alternative energy systems, targeted to an overall cost 
reduction.  
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4.2. Energy systems and renewable energy 
In Italy space heating in NZEB buildings is generally provided by heat pumps coupled with floor heating 
while DHW is normally supplied by condensing boilers supported by solar thermal collectors.  
The implementation of both systems is expeansive, therefore one of the proposed strategies is a thermal 
driven scenario where the condensing boiler is used for both heating and DHW services. The floor heating 
distribution system is then replaced by aluminium radiators. The use of condensing boilers and radiators 
allows to save money and reduce construction and maintenance costs. This is because : the architectural 
works for the construction of the floor heating system, the backbone lines of the floor heating system and the 
storage tank of the heat pump are eliminated. In addition, also maintenance costs of the condensing boilers 
and radiators is lower, allowing to save money in a life cycle cost (LCC) perspective.  On the other sidehand, 
the amount of renewable sources has to be increased to respect the percentage of renewable energy 
production required by the Standard.  
A second strategy is, conversely, an electricity-driven solution which minimize the use of gas: the air water 
heat pump is used both for heating and DHW production. According to this, the condensing boiler is used as 
a backup system for both services. Floor heating is replaced by low temperature aluminium radiators which 
are more expensive than conventional aluminium radiators but lower less expensive than floor heating. In 
this case, the minimum level of energy production from renewable sources are is achieved only by means 
ofthrough the use of the PV panels which feed the heat pump, so the expense forneed for solar thermal 
collectors is avoided.  
The third strategy is at the forefront, but it is forbidden in Italy according to the current Standard. It consists 
in providing space heating with electric radiators in rooms. : Iit allows to eliminate technical system for 
heating production and most of electricity is provided by the PV panels. This approach does not comply with 
Italian regulation, since energy from PV panels cannot be counted for the contribute ofaccounted as 
renewable sources if they directly feed electric systems for heating, DHW or ventilation services. The 
condensing boiler is only used for DHW production. For respectingTo comply with the standard 
requirements, the amount of solar thermal collectors and PV panels has to beis considerably increased: 
theincreased. The highest technical expenses in this scenario are basically due to the installation of 
renewable sources. Nevertheless, investment costs of technical systems for heating supply and distribution 
are avoided.  
Another very simple solution to reduce construction costs was to decrease the number of PV panels to the 
minimum amount needed for self-consumption. This strategy does not comply with national standards, since 
the minimum peak power of photovoltaic is calculated as a function of the surface area of the building at 
ground level.   
Common to all the strategies is to replace the floor heating with a cheaper solution; due to this, the insulation 
provided by the floor heating system was always replaced with an additional layer of thermal insulation of 
EPS (4 cm) on the floors to comply withrespect the transmittance values required by the Standard.  
For the colder climate in Turin, in addition to the others, two proposals were tested. Firstly, the combined use 
of solar thermal collectors for both Heating and DHW in the thermal driven scenarios: solar thermal 
collectors provide pre-heated water for condensing boiler, allowing to reduce the amount of gas needed. 
Secondly, the replacement of the MVHR with a simple mechanical ventilation with only extraction (MEV). 
It is a cheaper solution, but, on the other side, the benefits of the heat recovery on heating consumption are 
no more guaranteed.   
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4.3. Proposed Scenarios 
In Table 4 and 5 the characteristics of the reference buildings and scenarios for the Rome and Turin are 
shown. The energy performance of these scenarios was simulated in steady state regime, as described in 
section 5.2. 
 
Table 4. Description of the building envelope and technical systems for the reference building and proposed low-cost scenarios in Rome 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 
Thermal driven 
solution 
Electricity driven 
solution 
Electricity driven 
solution (outlaw) 
Thermal driven 
solution (outlaw) 
Solar thermal 
collectors 
15 modules; 27 m2 
19 modules; 
34 m2 
Absent 
18 modules; 
33 m2 
19 modules; 
34 m2 
PV  
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
100 modules; 
163 m2 
25 kWp 
6 modules; 
9.6 m2 
1.5 kWp 
External wall 
 
Two brick walls (20 Cm) 
with an EPS thermal coating 
(8 cm) covered by plaster  
U value: 0.28 W/m²K 
autoclaved concrete bricks (30 cm) covered by plaster  
U value: 0.28 W/m²K 
Roof 
Masonry tilted roof with an XPS thermal coating of 9 cm covered by a steel plate mounted on wooden planks. 
U value: 0.26 W/m²K 
Floor above 
apartments 
Masonry floor with an XPS 
thermal coating of 4 cm and 
an EPS layer (4 cm) 
included in the floor heating 
system 
U value: 0.28 W/m²K 
Masonry floor with an XPS thermal coating of 8 cm. 
U value: 0.28 W/m²K 
Windows 
Traditional windows 
U value: 1.46 W/m²K 
Monoblock windows 
U value: 1.46 W/m²K 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Absent Condensing boiler 
Heating 
System 
Floor heating Radiators 
Low-temperature 
radiators 
Electric radiators Radiators 
DHW Unit Condensing boiler Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Condensing boiler Condensing boiler 
 
Table 5. . Description of the building envelope and technical systems for the reference building and proposed low-cost scenarios in Turin 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 Scenario 5 
Thermal driven 
solution 
Thermal driven 
solution 
Electricity 
driven solution  
Electricity 
driven solution  
 Electricity 
driven solution 
(outlaw) 
Solar thermal 
collectors 
22 modules; 40 m2 
44 modules; 
79 m2 
44 modules; 
79 m2 
Absent Absent 
30 modules; 
54 m2 
PV  
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
100 modules; 
163 m2 
25 kWp 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal 
coating (13 cm) covered 
by plaster  
U value: 0.25 W/m²K 
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
U value: 0.25 
W/m²K 
super NZEB 
autoclaved 
concrete bricks 
(45 cm) covered 
by plaster  
U value: 0.15 
W/m²K 
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
U value: 0.25 
W/m²K 
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
U value: 0.15 
W/m²K 
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
U value: 0.15 
W/m²K 
Roof 
Masonry tilted roof with 
an XPS thermal coating 
of 11 cm covered by a 
steel plate mounted on 
wooden planks. 
U value: 0.21 W/m²K 
As reference 
building 
U value: 0.21 
W/m²K 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
U value: 0.11 
W/m²K 
As reference 
building 
U value: 0.21 
W/m²K 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
U value: 0.11 
W/m²K 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
U value: 0.11 
W/m²K 
Floor above 
apartments 
Masonry floor with an 
XPS thermal coating of 7 
cm and an EPS layer (4 
cm) included in the floor 
heating system 
U value: 0.24 W/m²K 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
U value: 0.24 
W/m²K 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
U value: 0.12 
W/m²K 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
U value: 0.24 
W/m²K 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
U value: 0.12 
W/m²K 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
U value: 0.12 
W/m²K 
Windows 
Traditional windows 
U value: 1.4 W/m²K 
Monoblock windows 
U value: 1.4 W/m²K 
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Ventilation MVHR MVHR MEV MVHR MEV MVHR 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Absent 
Heating 
System 
Floor heating Radiators Radiators 
Low-
temperature 
radiators 
Low-
temperature 
radiators 
Electric 
Radiators 
DHW Unit Condensing boiler 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Condensing 
boiler 
 
 
In Rome, transmittances of the external walls and windows are the same as in the base case. The roof and 
floor above the apartments are the same as the reference building apart from the additional insulation layers 
which compensates the absence of floor heating in the four scenarios.  
 
In Turin, two of the five scenarios maintain the same transmittance values of the building envelope as in the 
base case (scenarios 1 and 3), while the other three scenarios have a super NZEB envelope. According to 
this, scenario 2 has the same characteristics as scenario 1 apart from the lower transmittance values of the 
envelope and the Mechanical Extract Ventilation (MEV) instead of the MVHR. Similarly, scenario 4 is 
coupled with scenario 3. In the thermal driven scenarios 1 and 2 solar collectors provide pre-heating of water 
for both heating and DHW services. 
As aforementioned in paragraph 4.2, it must be noticed that scenarios 3 and 4 in Rome and scenario 5 in 
Turin are outlaw either because of the installation of electric radiators as heating system, or because of the 
lower amount of PV panels respect to the Standard requirements.  
4.3.4.4. Passive cooling solutions 
Modern buildings may suffer of overheating respect in comparison to older ones, since well insulated 
envelopes obstacle the thermal discharge of the building at night. ; Iin fact, active cooling systems are often 
installed in NZEB in Italy, as documented in the relevant chapter in [43][42]. This trendIt also depends on 
the calculation method used to assess the energy performance of buildings, based on steady-state method, 
which overestimates the cooling demand and does not allow to assess the potentialities of passive cooling 
techniques to provide thermal comfort conditions. The objective is a to reach a better understanding of the 
thermal response of NZEBs in the cooling and season and to assess whether proper passive solutions might 
avoid the installation of active cooling, thus keeping lower costs for design and installation of such systems. 
The mitigation of the indoor environment is pursued through two main strategies: 
a) Solar protection. The application of external solar shading devices on all the windows with 
orientation from north-east to north-west passing through south to block direct solar radiations. 
b) Night ventilation cooling. The increase of natural ventilation during the night hours, when the 
ambient temperature drops below the internal ones, creates favourable conditions to lower indoor air 
and structure temperatures. This objective can be pursued through windows opening, especially with 
different orientation. 
Solutions other than the selected ones exist, however they have higher economic impacts, e.g. phase change 
materials on envelope elements and installation of heat sinks, thus were not taken into account. On the 
contrary, solar protection and natural ventilation are typical solution in Mediterranean dwellings, that only 
recently are were replaced by mechanical cooling systems. The assessment of the impact of such solutions 
was carried out through a numerical analysis in transient regime, as described in section 5.1. 
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5. Calculation 
5.1. Thermal calculation 
The analysis was carried out according to the relevant standard EN 15251 [43] [44] in which the thermal 
comfort, and consequently the overheating risk, is assessed in buildings without active cooling systems. The 
concept relays on the principle of the adaptive comfort, in which the subject has not fixed comfort 
expectations but adapted himself to different conditions depending on internal microclimatic conditions, 
external weather conditions, clothing and possibility to building features to improve personal comfort. 
The standard identifies two categories, which are relevant in residential buildings:  
I. High level of expectation and iswhich is recommended for spaces occupied by very sensitive and 
fragile persons with special requirements like handicappedpeople with disabilities, sick, very young 
children and elderly persons 
II. Normal level of expectation and shouldwhich should be used for new buildings and renovations 
The focusThis paper is focused is on the second category, which is relevant according to the building 
typology investigated in this paper. ; Tthe analysis is however carried out on the first category for 
completeness, as well. 
The relevant metric is the time evolution of the operative temperature, defined as the arithmetic average of 
air and mean radiant temperatures in a built environment, according to standard. The compliance with the 
standard requires that the number of hours in which the operative temperature exceeds the upper and lower 
limits to beis within 5% of the observation period (here considered in the June-August period). The 
acceptance band for the operative temperature is governed by the following equation for respectively 
category I and II: 
       (1) 
       (2) 
Being: 
top (°C) - hourly operative temperature  
trm (°C) - mean running outdoor air temperature, calculated according to [43] [44]. 
To reduce the calculation time, the operative temperature was calculated only in the apartments in the portion 
of the building delimited by red square in figure 1. This portion includes 8 apartments: A1-A3 on the first 
floor, A4-A6 on the second floor, A7 and A8 on the third floor. 
The numerical analysis was carried out with TRNSYS, a well-known and calibrated software, able to model 
the thermal behaviour of the building in transient state [45][44]. TRSNYS works with assembled calculation 
components, named types, each of them with a specific calculation tasks in the framework of the overall 
thermal and energy performance analysis. The project implemented in this analysis consists of the following 
components:  
• weather data reader, for this project the climatic data of Rome were used, being more severe, and so 
more conservative, than Turin during the summer season;  
• the solar generator which allows to build the solar irradiation dataset;  
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• additional components used for specific calculation tasks (such as the calculation of the effective sky 
temperature and of the heat transfer through the ground);  
• the building block, which is filled in with all the data building inputs;  
• the output results of the calculation, in this case outdoor temperatures in all flats and the outdoor air 
temperature.  
The time resolution for the analysis is one hour, according to the requirements in the relevant standard. The 
building is in free floating conditions, meaning that no active cooling systems are installed. Simulations were 
run first increasing the solar shading (from 0 to 0.8), next increasing the base 0.3 ACH with additional night 
ventilation (from 0 to 1.5ACH). The calculation was carried out for the base case NZEB configuration and 
for the configuration with increased insulation levels for the building envelope (super NZEB). 
5.2. Energy calculation 
Differently from the thermal calculation, the eEnergy calculation simulations were performed using 
EDILCLIMA, version EC700 [46][45], according to the relevant Standard.. The software is, in fact,  based 
on the national technical specification UNI/TS 1300 series [47][46], and on the CEN relevant standards with 
adaptation to the Italian context. A quasi-steady-state method is used for calculation of heating and cooling 
needs, with monthly heat balance and utilization factors in compliance with relevant national and EU 
standards. Input data (i.e. climatic condition, user behaviour) can be adapted to assess energy performance in 
accordance with standard or with real operating conditions. The tool allows to model any type of technical 
system and building components, both in graphical form and in tabular form. Envelope can be modelled 
using materials from the library or using the default building envelopes. The software allows calculating 
thermal transmittance of opaque structures according to the UNI EN ISO 6946 [48][47]. In this analysis the 
annual energy is computed for the following energy services: space heating, ventilation, domestic hot water 
production. 
 In all simulations the internal gains are set to 5 W/m
2
 for sensible heat and 2.5 W/m
2
 for latent heat, 
according to Italian standards [46]. In the building, in line with according the national building code, an air 
change rate of 0.3 h-1 is considered. Artificial lighting in residential buildings is not taken into account in the 
energy performance scheme and certification in Italy. 
In Table 4 and 5 the characteristics of the reference buildings and scenarios for the Rome and Turin are 
shown. 
 
Table 4. Characteristics of the reference buildings and scenarios for Rome 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 
Thermal driven 
solution 
Electricity driven 
solution 
Electricity driven 
solution (outlaw) 
Thermal driven 
solution (outlaw) 
Solar thermal 
collectors 
15 modules; 27 m2 
19 modules; 
34 m2 
Absent 
18 modules; 
33 m2 
19 modules; 
34 m2 
PV  
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
100 modules; 
163 m2 
6 modules; 
9.6 m2 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal coating 
(8 cm) covered by plaster  
autoclaved concrete bricks (30 cm) covered by plaster  
Roof Masonry tilted roof with an XPS thermal coating of 9 cm covered by a steel plate mounted on wooden planks. 
Floor above 
apartments 
Masonry floor with an XPS 
thermal coating of 4 cm and 
an EPS layer (4 cm) 
included in the floor heating 
system 
Masonry floor with an XPS thermal coating of 8 cm. 
Windows Traditional windows Monoblock windows 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Absent Condensing boiler 
Heating 
System 
Floor heating Radiators 
Low-temperature 
radiators 
Electric radiators Radiators 
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DHW Unit Condensing boiler Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Condensing boiler Condensing boiler 
 
Table 5. Characteristics of the reference buildings and scenarios for Turin 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 Scenario 5 
Thermal driven 
solution 
Thermal driven 
solution 
Electricity 
driven solution  
Electricity 
driven solution  
 Electricity 
driven solution 
(outlaw) 
Solar thermal 
collectors 
22 modules; 40 m2 
44 modules; 
79 m2 
44 modules; 
79 m2 
Absent Absent 
30 modules; 
54 m2 
PV  
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
100 modules; 
163 m2 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal 
coating (13 cm) covered 
by plaster  
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
super NZEB 
autoclaved 
concrete bricks 
(45 cm) covered 
by plaster  
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
Roof 
Masonry tilted roof with 
an XPS thermal coating 
of 11 cm covered by a 
steel plate mounted on 
wooden planks. 
As reference 
building 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
As reference 
building 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
Floor above 
apartments 
Masonry floor with an 
XPS thermal coating of 7 
cm and an EPS layer (4 
cm) included in the floor 
heating system 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
Windows Traditional windows Monoblock windows 
Ventilation MVHR MVHR MEV MVHR MEV MVHR 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Absent 
Heating 
System 
Floor heating Radiators Radiators 
Low-
temperature 
radiators 
Low-
temperature 
radiators 
Electric 
Radiators 
DHW Unit Condensing boiler 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Condensing 
boiler 
 
 
In Rome, transmittances of the external walls and windows are the same as in the base case. The roof and 
floor above the apartments are the same as the reference building apart from the additional insulation layers 
which compensates the absence of floor heating in the four scenarios.  
 
In Turin, two of the five scenarios maintain the same transmittance values of the building envelope as in the 
base case (scenarios 1 and 3), while the other three scenarios have a super NZEB envelope. According to 
this, scenario 2 has the same characteristics as scenario 1 apart from the lower transmittance values of the 
envelope and the Mechanical Extract Ventilation (MEV) instead of the MVHR. Similarly, scenario 4 is 
coupled with scenario 3. In the thermal driven scenarios 1 and 2 solar collectors provide pre-heating of water 
for both heating and DHW services. 
As aforementioned in paragraph 4.2, it must be noticed that scenarios 3 and 4 in Rome and scenario 5 in 
Turin are outlaw either because of the installation of electric radiators as heating system, or because of the 
lower amount of PV panels respect to the Standard requirements.  
5.3. Financial calculation  
Prices of proposed low-cost solutions for the envelope (autoclaved blocks, mono-block window) and for the 
energy systems which were not included in the bill of quantities of the real building (Mechanical extract 
ventilation and MVHR) in a first stage were derived from official regional price lists, which provide unitary 
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costs (€/m2) for materials and labour [49][48]. Lately, it was chosen to ask for costs to real construction 
companies since it was noticed that price lists generally overpriced values.  
For the external wall , a company which uses both technologies [50][49] was asked to simulate a real market 
offer for the reference building, giving disaggregated costs in labour and material of both traditional (brick-
wall + thermal coating) and new solution (autoclaved blocks). It was observed that the cost of material of the 
blocks is 15% lower than traditional solution. ; in terms ofConcerning the labour savings results are even 
more relevant since the impact on the construction time is a man-hours reduction of about 48%. It resulted in 
a reduction of 16 €/m2 in all the scenarios where transmittances of the external walls are the same as in the 
base case; a reduction of 5 €/m2 did occur in the super NZEB scenarios in Turin. 
Similarly, disaggregated costs for conventional windows and full mono-block windows were provided by a 
construction company [51][50]. In this case it was observed that windows cost in the new solution is higher 
(about 38% more than conventional windows) but cost of the subframe is substantially null compared to 
standard solution. It leads to the overall observation that the full mono-block is cheaper by nearly 20% with 
about 60% time saving in the installation phase. It resulted in a reduction of 40 €/m2 compared to the 
conventional windows.  
For the Mechanical Extract ventilation system, as for MVHR, a company simulated a real economic offer to 
supply the MEV system for the reference building [42][41]. 
All the other costs of the building envelope and energy systems in the scenarios have been estimated as 
unitary variation (€/m3) of the original prices included in the bill of quantities or as price variation due to the 
different couplings of the installed systems.  
The LCC analysis was developed in terms ofconsidering the incremental and actualized savings compared to 
the base case on 50 years expected lifetime of the building. According to this, only the “Energy related 
costs” of the overall construction costs have been considered in accordance agreement to the standard 
application of the cost-optimal methodology [52][51]. The economic analysis was carried out based on the 
requirements of relative European Standard [53] [52] taking into account: costs and lifetime of technical 
solutions implemented in the building configurations, costs for the used fuels, national economic indicators. 
The net present value (NPV) was selected as key performance indicator.  
The maintenance costs and lifetime of the solutions are shown in Table 6. Most of these values have been 
taken from the Standard [53] [52] apart from the values related to electric radiators which have been 
extrapolated from German guidelines VDI 2067 which deals with the calculation of the economic efficiency 
of building installations. 
Table 6. Mmaintenance costs and lifetime of the proposed solutionssolution sets  
 
Technology 
Life Time  
 [years] 
Maintenance 
Costs [%] 
Solar thermal collectors 20 0.5 
PV  50 0.5 
Building envelope 50 0.5 
Windows 30 0.5 
MVHR 
Unit 15 4 
Pipes 30 1 
MEV 
Unit 20 4 
Pipes 30 1 
Heat pump 
Unit 20 3 
Pipes 30 1 
Condensing boiler 
Unit 20 1.5 
Pipes 30 1 
Floor heating 50 2 
Radiators 35 1.5 
Electric Radiators 22 1 
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Table 7. National economic indicators for the LCC analysis 
 
 Discount rate  4 % 
 Tax of interest income  26% 
 Inflation of energy 
electricity  
3.4% 
 Inflation of energy gas  2.3% 
 Inflation of maintenance  2 % 
 Evolution Price Product  2 % 
 
Table 7 shows the national economic indicators used for the LCC analysis [54][53].These data wereThe data 
was extrapolated derived from a preliminary study for the new cost optimal analysis in Italy. Costs for the 
used fuels are the following: Gas 0.72 €/Sm3smc; Electricity (bought from the grid) 0.20 €/kWh; Electricity 
(sold to the grid) 0.06 €/kWh. Estimation of incomes for selling the surplus of renewable electricity to the 
grid is based on the Italian procedure of the net metering as prescribed in [54] [55]. The GSE company 
[56][55] provides on annual basis the economic contribution (CS) for electricity sold to the grid according to 
this formula: 
                                                                                                                              (3) 
Where: 
● OE is the product between the amount of energy taken from the grid and the national power 
exchange price  
● CEi is the product between the amount of energy sold to the grid and the price zone available on the 
Electricity Day-Ahead Market 
●      is the annual lump-sum contribution for energy exchange 
●    is minimum, on an annual basis, between the amount of electricity put into and taken from the 
grid  
It was chosen to calculate only the second term of the formula for two main reasons.: Ffirst it was observed 
that is the heaviest part of the contribute contribution. Then, and secondly the prices for estimating OE and 
CEi are daily variable so it would have been difficult to assess the precise values.  Value of      for the 
year 2017 were taken from the Arera web site, the Regulatory Authority for Energy, Networks and 
Environment in Italy [57] [56] and it corresponds to the price for electricity sold to the grid.  
6. Results 
6.1. Passive cooling 
The first set of simulations carried out  with TRNSYS runs showed that solar shading alone does not provide 
adequate thermal comfort with standard 0.3 ACH, with discomfort hours always above 20%.  The second set 
showed the improvement of comfort conditions upon the simultaneous application of shading devices and 
night ventilation cooling strategies. For brevity, Rresults are presented for the best performing configuration, 
consisting of external solar protection devices with shading factor 0.8 and 1.5 ACH of night ventilation rate.  
Figure 3 presents the hourly plot of the operative temperature in three reference apartments, located 
respectively at first, second and third (upper) floors for a week in July. It can be observed the small 
amplitude of the operative temperature in the apartments, 3 °C maximum in the 24 hours, versus variations 
up 14 °C of the external air temperature. The figure also shows the higher thermal stress in the attic flats, 
where the operative temperature raises up to 1 °C respect to the lower floors. 
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Under these conditions and taking into account the comfort category 2 of the relevant standard [43], the 
number of hours in which the operative temperature exceeds the comfort band is in the 0-1.3% range for the 
NZEB configuration in the observation period, while it raises to 0-1.9% range for the super NZEB 
configuration. In all cases the discomfort hours are by far below than 5%, limit indicated by the relevant 
standard. T boe noted, finally, that  Finally, the number of hours in the two digits range are calculated for the 
two flats located in the upper floor, just below the roofs, being negligible in all the other apartments. 
An additional test was carried out to check the compliance with category 1 of the relevant standard, to assess 
if the thermal indoor environment might be significantly deteriorated respect to the requirements for weaker 
classes of residents. The results are presented in figure 4 and show a significant increase of discomfort hours. 
The discomfort hours are in the 0-4% range of the observation period for all the analysed flat but A8, where 
they reach 10%, for the NZEB configuration, thus above the standard limits. The super NZEB configuration 
causes an increase of discomfort hours; in three cases (A1, A4, A7) the operative temperatures hours are 
above the limit in the 5-8% of the all observation period, while for apartment A8 they reach 14%.  
 
 
Figure 3. Time evolution of operative temperature in selected flats and of ambient air temperature in selected flats in during a week in July 
 
Figure 4. Relative discomfort hours in the investigated portion of the building for NZEB and super NZEB configurations in the June-August period. 
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The main outcomes of the analysis are: 
● Requirements set for solar protection devices can be achieved with conventional textile and 
technical shading systems. Air exchange rates can also be easily fulfilled with multiple opening of 
windows [58], adequate planning of lay-outlayout and facades façades of the building can ensure 
even higher rates [59][60][57][58][59]. This implies that passive solutions can be adequately 
planned and installed at no extra costs. 
● The passive cooling solutions generally provides acceptable thermal comfort conditions at tested 
latitudes, according to the category II requirements of the relevant standard; in factfact, the 
discomfort hours are always at very low level for category II. 
● Higher deviations are calculated for category I, however very low-cost solutions can be 
implemented. Higher night ventilation rates and improved indoor conditions can be easily achieved 
by ceiling fans or simple ventilation systems, thus lowering the discomfort hours to acceptable 
levels. These punctual systems should be installed and switched on only where and when needed. 
Moreover, they might be fed by the renewable electricity produced at building level, which exceeds 
the energy needs in many hours during summer, thus having a close to negligible impact on the use 
of fossil fuels. 
6.2. Energy performance  
In all the scenarios simulatedIn all the energy simulations carried out with Edilclima, the building obtained 
the grade A4 which is the highest level of energy performance. ; infact, Aalthough the indicator of primary 
energy (EP) is different for each scenario, it is always much lower than the EP of the reference building to 
whom the case study is compared. According to the Italian Standard, in each simulation a reference building 
is defined, which is the same as the case study building in terms ofconcerning the geometry, orientation, 
geographic location, energy systems, but it has predetermined thermal and energy characteristics. It This 
allows to calculate theo primary energy limit that must be respected by the case study building.  
The final energy and primary non-renewable energy  (EPnonren)for heating (EPH,nren), DHW (EPW,nren)and 
Ventilation (EPV,nren) of Rome and Turin are shown in Figure 5 and 6; Table 8 shows the global primary 
non-renewable energy (EPglnrenonrengl) . 
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Figure 5. Results of tThe final energy and primary non-renewable energy (EPnonren) for heating and DHW of the base case and alternative scenarios in 
Rome. 
 
Figure 6. Results of tThe final energy and primary non-renewable energy  (EPnonren)for heating, DHW and Ventilation of the base case and the 
alternative scenarios in Turin. 
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Table 8. The totalglobal primary non-renewable energy ( EPglnonren ) of the base cases and the alternative scenarios in of Rome and Turin 
 
EPglnonre
ngl 
[kWh/m2
] 
Rome Turin 
Base 
case 
Scen. 1 Scen. 2 Scen. 3 Scen.4 Base 
case 
Scen. 1 Scen. 2 Scen. 3 Scen.4 Scen.5 
11.0 12.3 5.9 14.7 12.4 21.2 17.7 17.4 19.1 17.9 21.0 
 
In Rome, the EPglnrennonrengl of all the scenarios (sum of Heating and DWH) is higher than base case, except 
for scenario 2. With a EPglnren EPnonrengl of 5.91 kWh/m
2
 it is turns out to be the most energy efficient 
scenario: the use of the heat pump for both heating and DHW allows to exploit as much as possible the 
potentiality of both the heat pump and the PV panels.  
In the base case scenario, there is a high difference between EPWnonren of DHW and EPHnrenHeating, being 
the first high (9.6 kWh/m
2
) and the second very low (1.42 kWh/m
2
): two separate systems are used (heat 
pump and condensing boiler) and a lower amount of solar thermal collectors is installed. On the contrary, in 
the other scenarios, the EPHnrenEPnonren for heating is always higher compared to the base case thanks to the 
use of the condensing boiler instead of the heat pump, while a decrease in the EPWnrenEPnonren for DHW is 
always obtained due to increase of solar thermal collectors and/or the optimization of the heat pump.  
The worst scenario is number 3. It has the highest EPHnren EPnonren for heating (6.7 kWh/m
2
) , since, when not 
provided by the PV panels, energy is directly taken from the grid.:  Ttherefore, firstly much more electricity 
is absorbed for heating supply compared to amount of electricity needed for the heat pump compressor and 
secondly the share of non-renewable energy in the electric grid is much higher compared to the renewable 
part.   
Conversely, in Turin all the scenarios present a better energy performance compared to the base case, with 
globally lower EPglnrenEPnonren. ranging between 17.38 and 21.05 kWh/m
2
. 
The best scenario is number 2, where the EPHnrenEPnonren. for heating is slightly higher than base case (10.4 vs 
9.1 kWh/m
2
 .) due to the use of condensing boiler, but the EPWnren EPnonren for DHW is much lower (7.0 vs 
11.1 kWh/m
2
) thanks to the installation of twice as many solar thermal collectors. The EPVnren EPnonren for 
ventilation is null: the installed MEV requires a lower amount of electricity compared to the MVHR and so, 
being scenario 2 a thermal driven solution, the highest part of electricity from PV panels can be used for the 
mechanical ventilation system.  
Results of scenario 1 are coupled with the ones of scenario 2.; similarlySimilarly, also scenarios 3 and 4 
couple between themselves. The EPnonren in these two couples are aligned: differences among the values 
range between 1% for heating and 5% for DHW. These differences are due to the fact that scenarios 1 and 3 
have a standard NZEB envelope and a MVHR, while scenarios 2 and 4 have a super NZEB envelope and a 
MEV. As a matter of fact, the super NZEB envelope almost does not affect the EPHnren EPnonren for heating 
but it has a little influence on the EPWnrenEPnonren for DHW. In fact, in the couple 1-2, solar thermal collectors 
provide pre-heats water for both heating and DHW: the lower transmittance values of the envelope in 
scenario 2 allow to employ the solar collectors more for DHW than for heating, reducing the EPnonren up to 
4% compared to scenario 1. In cases 3 and 4, DHW and heating are supplied by the heat pump; being 
scenario 4 a super NZEB, lower energy needs are required so a higher amount of electricity from PV panels 
can be provided to the heat pump for DHW, reducing the EPnonren up to 5% compared to scenario 3. 
In scenario 3 and 5, the EPVnren EPnonren for ventilation is higher than base case, since more electricity from 
PV panels is absorbed for heating supply compared to the other scenarios.  
Table 9. Results of  eEnergy consumption and energy production in Rome and Turin for the base cases and the alternative scenarios 
 
 Scenarios 
Electricity 
consumption 
[kWh] 
 Electricity 
production 
[kWh] 
 Gas 
consumption 
[Sm3c]   Formatted: Superscript
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Rome  
 Base case 1601 20618 2324 
Scenario 1 0 23060 2913 
Scenario 2 7149 10513 98 
Scenario 3 8604 22934 1890 
Scenario 4 304 363 2913 
Turin  
 Base case 8490 13277 3481 
Scenario 1 78 13676 4171 
Scenario 2 0 16666 4110 
Scenario 3 18004 4086 1212 
Scenario 4 16340 5428 1234 
Scenario 5 16864 14068 1876 
 
In table 9 the energy consumption of electricity and gas and the renewable energy production are shown. 
Both in Rome and Turin, the thermal driven scenarios (1 and 4 in Rome and 1 and 2 in Turin) have almost 
zero electricity consumption and consume only a slightly higher amount of gas compared to the base case 
(up to 26% more in Rome) thanks due to the greater number of solar thermal collectors installed. 
Additionally, in the base case in Turin the back-up condensing boiler does often intervene instead of the heat 
pump for heating supply due to the lower outdoor temperature. It contributes to align the data of gas 
consumption between the base case and the thermal driven scenarios which only use condensing boiler for 
space heating.   
Conversely, in electricity driven scenario 2 in Rome the use of the heat pump for both heating and DHW 
make the electricity consumption arise up to 346% and the gas consumption decreases up to zero; in Turin 
electricity and gas consumption in electricity-driven scenarios are both high. 
6.3. Economic analysis and LCC results 
Two additional scenarios, called S3b and S5b, have been introduced in the financial analysis for respectively 
Rome and Turin, as variations of scenarios 3 and 5. In these variants variations of the scenarios 3 and 5, a 
lower investment cost for the electric radiators has been proposed. Due to the variability in the market price 
of these systems, it was chosen to show two representative costs in these range of prices.  
In Table 10 the Net Present Values (NPV) and the energy related construction costs are shown for each 
scenario; these unitary NPVs (€/m2) are expressed in terms of actualized savings compared to the base case 
on 50 years expected lifetime of the building.  
Table 10. Results of the Net Present Values (NPV) and the energy related construction costs in Rome and Turin for the base cases and the 
alternative scenarios 
 
 Scenarios 
Energy related 
construction costs 
[€/m2] 
 NPV  
[€/m2] 
Rome  
 Base case 389 - 
Scenario 1 310 133 
Scenario 2 321 111 
Scenario 3 296 143 
Scenario 4 295 150 
 Scenario 3b 287 163 
Turin  
 Base case  447 - 
Scenario 1  384  121 
Scenario 2  385 158 
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Scenario 3  382  77 
Scenario 4  383 122 
Scenario 5  391 105 
 Scenario 5b  383 121 
 
In graphs 7 and 8 the cash flows of the scenarios over the 50-year life time of the building for the two 
climate zones are shown. The occurring positive and negative variations in the trends, which make the slope 
of the line vary and the savings increase or decrease rapidly, are due to the one-off replacement of the 
technical systems. The replacements are also expressed as costs difference between the scenarios and the 
base cases. On this note, : when the scenario has lower costs, there are savings and the slope of the line 
increases, when the scenario has higher replacement costs compared to the base case there are expenses and 
the slope of the line decreases. This can be observed, for example, in figure 7 for scenarios S3b and S3 in 
which high savings compared to the base case do occur around year 20 since replacement of the technical 
systems are avoided, but similar or higher expenses, compared to the base case, are registered around year 
22, which compensate for the previous savings.  Similarly, in figure 8 for scenarios S2 and S4 an accentuated 
cash flow saving do occur for the same reasons.  
 
Figure 7. Results of the Life Cycle Cost (LCC)CC analysis in Rome for the alternative scenarios. Results are expressed in terms of actualized savings 
compared to the base case on 50 years expected lifetime of the building. 
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Figure 8. Results of the Life Cycle Cost (LCC)C analysis in Turin for the alternative scenarios. Results are expressed in terms of actualized savings 
compared to the base case on 50 years expected lifetime of the building. 
 LCC analysis in Turin 
It can be noted that all scenarios in the two climate zones allow both reductions in the construction costs and 
savings in a long-term perspective. In the life cycle cost analysis three types of costs have been considered: 
maintenance costs of the technical systems and envelope, energy costs, and replacements costs based on the 
lifetime of each technology.  
In Rome, the development of low-cost technical solutions in the construction phase guarantees up to 26% 
reduction of investment costs. All scenarios have lower annual maintenance costs for the envelope compared 
to the base case. The ; differences among scenarios are mainly registered in terms ofas variations of 
maintenance costs for the technical systems and energy costs.  The best scenario is 3b, which shows the 
lowest initial construction costs (287 €/m2) and the highest NPV (163 €/m2). The absence of technical system 
for heating supply allows to considerably reduce maintenance and replacement costs: at the end of the 50 
years up to € 329’000 are saved for maintenance costs of technical system compared to the base case. It 
compensates for the annual energy expense, which is much higher than the base case, achieving a total 
actualized expense of about € 93’000 more than the base case. High profits can be also achieved with 
scenarios 4 and 3; the main variation between scenario 3b and 4 is due to the difference in savings for 
systems replacement, which are much higher in scenario 3b.  It has to be observed that these three scenarios 
are outlaw. Considering only the scenarios compliant with legal standard, the most efficient is number 1. 
In Turin, up to 15% of savings in investment costs were obtained with scenario 3. Construction costs of the 
five scenarios are very similar to each other reaching a maximum percentage difference of about 2% between 
3 and scenario 5-: Iin fact,  when the expense for the envelope are higher (super NZEB) it is balanced by 
cheaper technical systems (MEV instead of MVHR, absence of solar thermal collectors, elimination of heat 
supply system).; Aalso in this case differences among scenarios are mainly registered in termsas of variations 
of maintenance costs for the technical systems and energy costs.  
Scenario 2 is the most efficient from a long-term perspective showing a NPV of 158 €/m2: after 50 years 
maintenance costs for renewable system and envelope are higher than the base case (actualized expense of 
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respectively € 12’000 more than the base case)., but Nevertheless, operational energy costs and maintenance 
costs for technical systems are much lower (actualized savings of about € 398’000 for maintenance costs and 
€ 106’000 for energy costs). The replacement of technical system is also less expensive than base case, since 
the condensing boiler is used instead of the heat pump and the MEV instead of the MVHR.  
Scenarios 1, 4 and 5b, despite the differences in trends, show aligned NPV at the end of the 50 years. A great 
impact on the trend variations among these scenarios is given by the different costs for systems replacement.  
The outlaw scenario 5b allows the highest savings for maintenance costs of the technical systems but on the 
other side it entails an increase of costs for PV panels, envelope and energy due to the high amount of 
electricity taken from the grid as it happens in scenarios 3 and 4. As shown in Table 9, despite the high 
electricity consumption, the amount of energy sold to the grid is also very high, contrary to cases 3 and 4 
where the energy sold to the grid is considerably lower than the bought one. Based on the procedure of net 
metering, the energy payed to the building owner corresponds to the minimum between the amount of 
electricity sold and bought from the grid: in this case, being these two values quite aligned and very high, the 
annual incomes are much more than the other scenarios.   
7. Conclusion 
In this paper solution sets for reducing construction costs of new nearly zero energy multi-family houses 
were explored in a life cycle perspective. Conversely to the typical methodology of cost-optimal analysis, in 
this study alternative constructive strategies and unconventional combinations of technical solutions have 
been proposed;, analysing also the efficacy of forefront proposals,  currently forbidden in Italy according to 
the relevant Standard, were also analysed. The real case study building, located in the centre of Italy, was 
standardized and adapted to the minimum Nearly Zero Energy Building ZEB requirements of the two 
reference climatic zones chosen for the analysis (Rome and Turin). The choice of an existing building 
allowed to carry out a more very realistic evaluation of the cost effectiveness of the proposed variants, 
duethanks to the availability of technical and economic data based on real market instead of on average 
values. The LCC analysis also allowed to compare all the scenarios in a life cycle perspective, including the 
annual operational, maintenance and replacements costs based on the lifetime of each technology.  
In a first stage of analysis, since the real building was not provided with a cooling system, a thermal 
calculation was performed. This analysis was aimed to to assess whether the use of passive solutions (solar 
protection and night ventilation cooling) might avoid the installation of active cooling to prevent summer 
overheating, thus keeping lower costs for design and installation of such systems. Results demonstrated that 
low-cost passive strategies can be adequately planned and installed at no extra costs, providing acceptable 
thermal comfort conditions at tested latitudes.: Iin the three reference apartments, located respectively at 
first, second and third (upper) floors, results show that the discomfort hours in summer period are by far 
below than 5%, limit indicated by the relevant standard.   
Lately, results of the energy calculation performed on the low-costs scenarios in Rome and Turin 
demonstrated that all the variants reached the highest grade of energy performance (level A4). Although, it 
was observed that in all the scenarios in Rome, except for number 2, the global primary non-renewable 
energy indicators (EPglnrenonrengl) is higher than base case, with a maximum percentage difference of 34%. 
The most energy efficient is the electricity driven scenario number 2. In this scenario , where the use of the 
heat pump for both heating and Domestic Hot WaterDHW allows to exploit as much as possible the 
potentiality of both the heat pump and the Photovoltaic panelsV panels. The EPglnrenEPnonrengl is 46% lower 
than the base case.  
Conversely in Turin, all the scenarios show a lower EPglnrenEPnonrengl compared to the base case, with a 
reduction up to 18% between base case and the thermal driven scenario 2. It is also the most efficient: 
electricity consumption for heating is reduced;, the high number of solar collectors allows to minimize 
thermal consumption for Domestic Hot Water DHW;  and the installed Mechanical Extract VentilationEV 
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requires a lower amount of electricity compared to the MVHR Mechanical Ventilation with Heat Recovery 
of the base case, maximizing the contribute of Photovoltaic panelsPV panels.  
From the financial perspective, it was demonstrated that, compared to the base case, all the scenarios in the 
two climate zones allow both reductions in the construction costs, up to 26% in Rome, and savings over the 
50-year life time of the building, up to 163 €/m2 in Rome. Results also show the importance of an accurate 
evaluation of the maintenance and replacement costs of each technology. In fact,, since it was observed that 
these expenses have a key role in the assessment of the most profitable scenario, making the differences 
among the proposed solution sets.  
In Rome, the most economically efficient is scenario 3b, having both the lowest investment costs (287 €/m2) 
and the highest Net Present ValuePV (163 €/m2). It This is a variant of the electricity driven scenario 3 but is, 
not compliant with Standard requirements. , where In this scenario the investment costs of the electric 
radiators are lower than scenario 3 and the absence of technical system for heating supply allows to 
considerably reduce maintenance and replacement costs.  
IIn Turin, differently from Rome, the most energy efficient scenario, is number 2, is which is also the most 
profitable.: Iit shows the highest Net Present ValueNPV (158 €/m2) although it doesn’t have also the lowest 
construction costs. Nevertheless, it can be observed that investment costs of the five scenarios in Turin are 
very similar, reaching a maximum percentage difference of about 2% between 3 and scenario 5. These 
results confirm that differences among the scenarios can be only assessed in a long-term perspective, 
highlighting the importance of developing Life Cycle CostCC analysis on buildings.  
Limitations of the present study included: boundary conditions, characteristic of the reference building and 
the technological solution; fFuture developments of this researchwill take them into account, as well as a 
more holistic approach to costs (as those related to design and preliminaries) and to would consider the 
inclusion of more detailed costs occurring in the building construction process, such as design and planning 
costs and preliminaries factors affecting the energy performances across time (as the impact of aging of 
building and systems elements and the impact of climate change).. Preliminaries costs, also called indirect, 
include expenses not related to the building site, as commercial and administrative costs, which cannot be 
directly imputed to the construction process itself, but may have a high impact on the entire process. The 
inclusion of these variables and the evaluation of alternative and unconventional technologies, would 
improve the cost-optimal analysis of the building, reaching the best compromise between energy and 
economic efficiency from a global perspective.   
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Nomenclature and abbreviations 
EPBD:     Energy Performance of Buildings Directive 
NZEB:     Nearly Zero Energy Building 
EEM:       Energy Efficiency Measures 
MFH:       Multi-Family Houses 
ETICS:     External Thermal Insulation Composite Systems 
XPS:         Extruded polystyrene 
EPS:         Expanded polystyrene 
DHW:      Domestic How Water 
COP:       Coefficient of Performance (Wth/Wel) 
PV:          Photovoltaic 
MVHR:   Mechanical Ventilation with Heat Recovery 
MEV:      Mechanical Extract Ventilation 
ACH:      Air change per hour (h
-1
) 
NPV:       Net Present Value (€/m
2
) 
EP:          Primary Energy consumption Indicator (kWh/m
2
 year) 
EPHnren Primary non-renewable Energy for Heating Indicator (kWh/m
2
 year) 
EPWnren;   Primary non-renewable Energy for DHW Indicator (kWh/m
2
 year) 
EPVnren;   Primary non-renewable Energy for Ventilation Indicator (kWh/m
2
 year) 
EPglnren Indicator of Global Primary non-renewable Energy (kWh/m
2
 year) 
 
Abstract 
Concerning Nearly Zero Energy Buildings, it is important to guarantee energy efficiency, thermal comfort 
and indoor environmental quality, while keeping construction and operational costs low. In this framework, 
this paper explores the efficacy of applying different scenarios, for reducing construction costs of new nearly 
zero energy multi-family houses in a life cycle perspective. Conversely to the standard cost-optimal 
approach, a real Italian case study building was chosen. Alternative and unconventional combinations of 
solutions for envelope and technical systems were adopted. Calculations were performed in two Italian cities 
(Rome and Turin). Three types of analysis were developed thermal comfort, energy performance and 
financial calculation. Results of the thermal analysis show that the installation of active cooling to prevent 
summer overheating can be avoided by applying low-cost passive strategies. All the proposed low-cost 
scenarios (4 alternative scenarios in Rome and 5 in Turin) reached the highest grade of energy performance, 
with a reduction of the non-renewable primary energy consumption up to 46% compared to the base case in 
Rome and 18% in Turin. From the economic perspective, all the scenarios in the two climate zones allow 
both reductions in the construction costs, up to 26% in Rome and 15% in Turin, and a Net Present Value 
after 50 years up to 163 €/m2 in Rome and 158 €/m2 in Turin. 
                                                          
1
 The short version of the paper was presented at ICAE2018, Aug 22-25, Honk Kong, China. This paper is a substantial 
extension of the short version of the conference paper. 
*Revised Manuscript with No Changes Marked
Click here to download Revised Manuscript with No Changes Marked: manuscript_rev untracked.docx
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1. Introduction 
 The target reduction of primary energy and emissions by buildings and consequent increase of renewable 
energy production set in the Horizon 2020 Program [1], was updated in the new 2030 Climate & Energy 
framework. [2]. According to this package, the aims are to reduce the greenhouse gas emissions by 40% 
from 1990 levels, to increase the production from renewable energy up to 27% and to improve energy 
efficiency of buildings up to 27%. In a long-term perspective, in 2050 gas emissions are expected to be 
reduced by at least 80% compared to 1990 levels [3]. In this framework, building sector plays a relevant role, 
accounting for the largest part of energy consumption and gas emissions at local and global level and 
representing, on the other side, a huge potential for energy savings[1][4].  
European Standard defined the requirements for achieving high savings in buildings:  the Energy 
performance of Buildings Directive (EPBD), requires that new public buildings from 01/01/2019 and new 
private constructions from 01/01/2021, have to comply with Nearly zero energy buildings (NZEB) targets[5].  
The definition on NZEBs provided in the Directive is quite general and is not technical. This responsibility  
is delegated to each European Member State that has to define what an NZEB represents at national level 
and to set the specific targets for buildings to be in compliance with European description. What is common 
to all the Member states is that NZEBs do have to certify a “very high energy performance”, covering “a 
very significant extent” of building energy needs with renewable energy sources, partially produced on site 
or nearby the building [5]. Being the common guidelines provided by the European Standards so general, 
there are still ambiguities in the implementation phase of NZEBs in European member states due to the 
different interpretations of the definition. Furthermore, misalignments among countries are emphasized due 
to the climatic, social, technological and economic differences [6]. According to this, it is difficult to propose 
a minimum common threshold for energy efficiency for all the Member States. Different climatic conditions 
between Southern and Northern European countries lead to the highest differences in the definition of NZEB 
parameters. The former can easily meet low energy needs thresholds for heating compared to the latter [7] 
but, on the other side, they cannot comply with the same limits for cooling demand due to high outdoor 
ambient temperature, high solar radiation and heat island effect in cities. Several studies have been 
developed in literature about potential overheating in southern and north-western countries due to the 
increase of thermal insulation, which can lead to an increase in consumption for air-conditioning [8], but it 
was also stated that passive strategies for reducing cooling needs can be successfully applied to overcome 
this problem [9], like solar shading and ventilation Error! Reference source not found..  As an example, in 
[11] an analysis on three different NZEB building types (single-family house, apartment block and office 
building) in two different Italian climatic locations (Milan and Palermo) was developed to assess the 
imbalance of energy needs for heating and cooling when U-values of the building envelope are gradually 
reduced. It was found that, by reducing transmittance values, cooling need increases up to 5-6% in all the 
analysed cases but it can be effectively reduced by using high performing shading devices.  
Basing on these assumptions, NZEB should provide specific heating-cooling balance for each climatic 
condition [12], taking also into account thermal comfort [13], indoor environmental quality and building 
sustainability [14] during the entire building life-time. Concerning the analysis of the building in a life cycle 
perspective, high relevance was also attributed in [15] and [17] to the effect of degradation on NZEBs 
performance in terms of thermal comfort, energy balance and grid independence. 
Another important issue concerning NZEB development is related to construction costs. In [17] an extensive 
investigation on the construction cost differences between Zero Energy Buildings, Conventional Buildings 
and Green Buildings in United States was carried out. In this analysis, results show that the statistical 
difference between actual ZEB cost and modelled Conventional Buildings cost is not significant. 
Nevertheless, the authors highlight the limitations of the study and the need to further investigate the 
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relations between investment costs and energy performance of buildings. In fact, ensuring the fulfilment of 
NZEBs requirements, guaranteeing users comfort, but also covering the involved investments and enhancing 
the reduction in costs are particularly relevant  [18][19]. Although many studies and demonstration actions 
have demonstrated that it is possible to achieve NZEB targets, the design choices are not always proven to be 
cost effective both from an environmental and economic perspective [18].  
This economic issue was raised up in the EPBD [5]: in the Delegated Regulation No 244/2012 [20], which 
supplemented the EPBD regulation, a methodology scheme to calculate cost-optimal levels for buildings is 
provided. The cost optimality is defined as “the energy performance level which leads to the lowest cost 
during the estimated economic lifecycle”. In the methodology, energy efficiency measures are applied to 
reference buildings to contemporary reduce primary energy consumption and identify the most economically 
advantageous solutions [21]. Many studies in literature applied the cost-optimal methodology proposed in 
the EPBD standard to derive cost-optimal energy efficiency measures for NZEB buildings [22][23]and 
clusters of NZEB buildings[24][25], highlighting the need of taking into consideration the whole building 
life cycle.  In [26], the comparative methodology presented in the EPBD is applied to assess the cost-
optimality level of several office buildings located in a warm climate, while in  [27] the procedure is applied 
to multi-residential buildings in the Mediterranean Area. Results of both papers show high decrease of 
primary energy consumption and CO
2
 emissions, keeping the operational and construction costs on the safe 
side. In [18] a simulation-based framework was applied to a residential building prototype in 14 locations 
across Europe in order to assess the optimal NZEB configuration at the lowest cost. Results demonstrated 
that optimal solutions do strongly depend on climate condition, but a common aspect to all locations is the 
need to integrate renewables and energy efficiency measures to reach cost-effective NZEBs. Authors in [28] 
applied a model for supporting designers in the design phase of a residential building, developing a cost 
optimal analysis of different scenarios to evaluate the best solution in the balance between life cycle costs 
and energy performance.  In [29] the cost-optimality and replicability on building market of different HVAC 
system configurations were evaluated for a residential building, taking into account the costs incurred during 
the whole building life-cycle. In [30], an economic analysis for developing four types of new existing 
residential NZEB buildings across different locations in UK was assessed. Different combinations of 
renewable energy technologies were evaluated. Results show that most of the analysed cases are profitable, 
achieving a benefit-cost ratio (ratio between the costs and benefits) that ranges between -12% and 53% 
across different regions.  
What emerges from literature studies is that cost-optimal levels and packages of energy efficient measures 
strongly depend on national conditions [31][32]. These differences are due to many variables such as: 
climatic conditions, energy, material and labour prices, available technologies and building types [33]. 
Among the different building types, high importance is given to the development of residential NZEB 
buildings, which account for about the 75% of the total European Building stock [34]. In fact, in the 
residential sector the issue of cost reduction of new NZEBs is crucial, in particular for social housing multi-
family houses, where the economic aspect is quite relevant, due to limited financial resources. An extensive 
review was developed by the authors in [35], focused on the application of cost-optimal analysis in European 
literature studies, pointing out the differences among them based on several categories:  methods and tools 
for optimization, energy efficiency measures, building type. It was found that with regard to the building 
typology, 68% of the reviewed reference buildings in the studies were residential and multi-family buildings 
represented the 34% of this share. It shows the importance of identifying the right balance between costs and 
energy performance in the residential sector. In [35] it was also found that the most common energy 
efficiency measure for the envelope is to increase/decrease the thickness of insulation but this solution is not 
a driver for cost-optimal building design: efficiency measures on the building envelope have much lower 
impact on cost optimality compared to measures related to the energy systems. This aspect makes an issue 
arise: the solutions proposed as energy efficiency measures (EEM) in the cost-optimal framework are 
common and standard and the investigation of constructive alternative solutions is rarely pursued. The cost 
trade-off could be reached by simplifying the envelope design and the construction technologies [36], taking 
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advantage of issues like modularity, prefabrication and on-site assembly [32] but application of these 
strategies in the cost-optimality studies has not been yet explored. Regarding the national application of 
NZEBs in Italy, the law ascertains several requirements for new buildings, that can be reached through 
different strategies, technologies and operational means [37] . Starting from 01/01/2019, in accordance to 
[38], energy performance of minimum requirements buildings and NZEB buildings will vary only in terms 
of small differences in transmittance values. This implies that, from this date, very small cost differences can 
be expected to arise between a conventional and a nearly zero-energy building; also, reducing the costs of 
new nearly zero-energy multi-family houses means reducing the costs for such houses in general. Currently, 
according to the national document developed in 2016 [39], the extra cost in Italy for the construction of 
multifamily residential buildings compared to the conventional building strongly depends on the climatic 
region and was assessed to be about 60 €/m2 on average. There is therefore room for improvement, reducing 
this extra-cost gap. Starting from these assumptions, the target of this paper is to explore the possibility of 
reducing construction and life cycle costs keeping high energy target in new Italian multifamily houses,  as 
investigated in [40].  
2. Objective and method 
This study aims at identifying solution sets for the specific sector of new nearly zero energy multi-family 
houses at reduced costs respect to mainstream options and assessed in a life cycle cost perspective. The cost 
issue in single family houses is less relevant, due to higher economic availability of potential clients for this 
building segment. The situation is different for multi-family houses, which is the most recurrent typology in 
social housing, and other public and private housing sectors, to whom this economic issue is more relevant. 
In this framework, the objective of the study is relevant for the construction sector in Italy and the 
implemented methodology could be usefully applied in other countries, with the duly boundary conditions. 
The literature presented in the introduction proves that most of the studies are aligned to the approach 
implemented in EU member states for the cost optimal energy performance of buildings [5]: first standard 
and recurrent building technologies are identified, then the cost effectiveness is tested for improved 
efficiency levels of the selected technologies [41]. The approach has some limitations, since it does not take 
into account several aspects that might be critical for cost reduction, e.g.: technical and economic trade-off 
between building envelope versus technical and renewable energy performances, identification of alternative 
technology bundles instead of simple efficiency scaling, the role of the design in optimising the different 
energy uses in the buildings. The innovative contribution of the present work is to expand the technical and 
economic analyses of NZEB including the above cited issues, with a broader approach respect to existing 
studies. 
Due to very different definitions and approaches of nearly zero energy buildings, the methodology is applied 
to the Italian context, defined in [37][38]. The NZEB requirements, are not based on energy performances 
but on the compliance of several prescriptions, including: 
● Maximum values for defined building envelope indicators; 
● Minimum efficiency of the energy systems (space heating and cooling, ventilation, domestic hot water); 
● 50% of energy uses provided by renewable sources. 
The method allows searching different solutions sets complying with NZEB requirements without being 
forced to respect mandatory energy performances, opening the ground for different cost-effective solutions. 
According to the above, the methodology here developed consists of the following steps: 
I. Identification of a real building, whose typology can be considered sufficiently representative of 
current multifamily houses in Italy. The choice of real buildings is necessary to have all the technical 
and economic data, needed for next analyses; as well as to have economic costs based on real market 
instead of on average values. This choice is also important because of the calculation and simulation 
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analyses are framed in a real application, so that a building constructed according the given technical 
and economical specifications avoid the limitations of a purely theoretical study. 
II. Adjustments of the real building to selected climatic conditions and to specific NZEB requirements, 
for construction elements and fossil and renewable energy systems. This step allows to have 
standardised typical buildings, upon which it is possible to develop cost effective variants.  
III. Identification of low costs solution sets for the different building envelope and energy system 
technologies. The solutions are developed taking into account all the energy services covered by 
NZEB requirements for residential buildings, fixed by national regulation. 
IV. Energy and economic assessment of the building variants, in terms of construction and life cycle 
costs. Comparison of final and primary energy performances starting from field applications, as well 
as initial construction investment and Net present value at the end of the building life service are 
carried out. 
The limit of the research relays on: the boundary conditions set in the analysis, the reference building and the 
identified low-cost solutions. Although the described methodology is tailored to the Italian reality, it can be 
applied to other countries once the energy, construction and economic boundary conditions are accounted 
for. This is an important value for designers, planners, contractors and construction companies, able to 
optimise costs for any construction project. Moreover, working at the intersection of construction 
technologies, energy systems and economic assessment in real applications, the study is well aligned with the 
journal objective and scopes. 
3. The case study building 
The San Giusto building, located in the outskirts of Prato, Tuscany, was selected after a nearly zero energy 
multi-family houses screening carried out in Italy in the framework of the EU CoNZEBs project [40]. The 
building can be considered representative of a consistent portion of the building stock. The building was 
commissioned by Edilizia Pubblica Pratese, a local social housing company. It is a L-shaped four-storey 
building with 29 apartments served by four staircases. Private cellars, a public civic centre and the utility 
rooms are located at the ground floor. The building is also equipped with public parking and green areas 
which show the multifunctional character of this project. The design plan and a picture of the building are 
shown in Figures 1 and 2. 
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Fig. 1. Design plan of the case study building; the red square delimits the portion of building where the analysis of the thermal comfort was 
performed. 
  
 
Fig. 2. Case study building  
 
The total area of the apartments is 2207 m
2 
and the volume is 5960 m
3
, the apartments range from 45 and 95 
m
2
, with an average net area of 76 m
2
. The existence of apartments with different sizes shows the purpose of 
meeting the needs of the different low-income users, from couples to large families.  
 The main target of the project was to create a new high-performance building with low environmental 
impacts, and cost effective in the construction, operation and maintenance phases. The design kept this 
approach with the adoption of simple and low environment impact solutions. An example of this is the use of 
recycled insulation materials from local textile companies. Bioclimatic approaches were adopted to 
maximise solar protection and natural ventilation in summer. 
Concerning the building structure, the external walls consist of ETICS (External Thermal Insulation 
Composite Systems), with 8 cm EPS (Expanded polystyrene) thermal insulation, a double brick layer with 
insulation in between (8 cm of recycled insulation in textile fibre), and internal finishing.  The base floor is a 
masonry slab with an XPS (Extruded polystyrene) insulation layer of 8 cm, a thermal coating in EPS of 4 cm 
and an additional insulating layer of EPS (4 cm) included in the floor heating system and the covering is of 
ceramic tiles The rooftop is a masonry tilted roof with an XPS thermal coating of 12 cm covered by steel 
plate mounted on wooden planks. Transmittances of the envelope are 0.20 W/m
2
K for roof and 0.17 W/m
2
K 
for walls and base floor. The continuous external insulation eliminates thermal bridge. Argon-filled double-
glazed windows with aluminium frame are in place with thermal transmittance of 1.4 W/m
2
K and solar 
transmittance of 0.67.  
The Domestic Hot Water (DHW) system is fed by 43 m
2
 of vacuum solar thermal collectors mounted on the 
south-east and south-west oriented pitches and coupled with two tanks of 2000 litres. A 94 kW condensing 
boiler is used as back of solar collectors. The heating supply is centralized, and the main heat generator is the 
171 kW air water heat pump. When outdoor temperatures decrease below the working conditions of the heat 
pump, the condensing boiler and the solar thermal collectors work as back-up system, supporting the heat 
pump with keeping the seasonal coefficient of performance high.. The Coefficient of Performance (COP) in 
standard conditions is 3.28. The outlet temperature of the heat pump, which supplies a room-controlled floor 
heating system, is 40-45 °C and its cut-off temperatures are 3-45 °C. The system is equipped with an inertial 
tank of 2000 litres to cope with thermal demand peaks. Here  the heated water is sent from the heat pump 
and, if necessary, from the condensing boiler. Within the tank, when demand of domestic hot water is lower 
than production, high temperature fluid from solar collectors flows in a coil to additionally support heating 
 1 
 2 
 3 
 4 
 5 
 6 
 7 
 8 
 9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
25 
26 
27 
28 
29 
30 
31 
32 
33 
34 
35 
36 
37 
38 
39 
40 
41 
42 
43 
44 
45 
46 
47 
48 
49 
50 
51 
52 
53 
54 
55 
56 
57 
58 
59 
60 
61 
62 
63 
64 
65 
supply. Part of the electricity needed by the heat pump is produced by a 22 kWp PV system (163 m
2
). Both 
the solar thermal collectors and photovoltaic system are mounted on the tilted roof, on the south-east and 
south-west oriented pitches.  
According to the most common construction rules in Italian buildings, especially for social housing, active 
cooling and mechanical ventilation systems are not installed in the case study building.  
3.1.  Climatic condition 
Italy has a wide variety of climatic conditions. The national building energy codes identify six classes, based 
on the heating degree days, calculated in base 20 °C. The classes range from A (below 600 degree days) to F 
(above 3000 degree days). No zoning exists for the cooling season. In order to simplify the analysis, two 
macro-classes were identified and represented by two large cities in this study: 
● Turin, 2617 degree days, representative of climatic zone E (northern and mountain zones) and F 
(alpine zone) 
● Rome, 1440 degree days, representative of zones from A to D, with milder climatic conditions, 
typical of central and southern zones. 
 
These are large cities, whose degree days are very close to average degree days of the climatic zones they 
belong to.  
3.2. Building’s adjustments to reference climate conditions 
The characteristics of the real building are adjusted to the minimum NZEB requirements in the reference 
climatic zones in this section. Changes in the building envelope, energy systems and renewable sources are 
described below. No changes were made on windows, since different requirements have close to negligible 
impact on costs. 
3.2.1. Rome climatic zone 
Envelope components insulation was brought to the standard requirements, as indicated in table 1, hence the 
structures were modified as follows:  the external wall is covered with an 8 cm EPS thermal coating; the first 
floor between apartments and ground floor has an XPS thermal coating of 4 cm and an additional insulating 
layer of EPS (4 cm) included in the floor heating system; the rooftop has an XPS thermal coating of 9 cm.  
Table 1. Transmittance values of the building envelope of the reference buildings in Rome and Turin 
City U-roof  [W/m2K] U-wall  [W/m2K] U-first floor  [W/m2K] 
Rome 0.26 0.28 0.28 
Turin 0.21 0.25 0.24 
 
The number of solar thermal collectors and PV panels was reduced to meet the requirements of the Standard 
[37] precisely. This was done to guarantee the 50% of DHW production from renewable sources and 
contemporarily to cover the 50% of total energy demand (heating, cooling and DHW) with renewable 
sources. According to this, solar collectors were reduced from 43 m
2 
to 27 m
2 
and the PV panels from 163 to 
142 m
2
. This number of PV panels is also the minimum amount to meet the standard of Appendix 3 [38] 
which requires an installed peak power of 22 kW for this building. Results of the energy calculation will be 
shown in paragraph 6.2 to be compared with energy results of the low-cost scenarios.  
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3.2.2. Turin climatic zone 
The insulation thickness of the envelope components was brought to the NZEB requirements, as shown in 
Table 1. The structures were modified as follows: the external wall is a double brick walls with an EPS 
thermal coating of 13 cm; the first floor between apartments and ground floor has an XPS thermal coating of 
7 cm and an additional insulating layer of EPS (4 cm) included in the floor heating system. The rooftop is 
insulated with 11 cm of XPS. As for the previous case, solar thermal collectors were reduced from 43 to 40 
m
2 
and the PV panels from 163 to 142 m
2
. The Mechanical Ventilation with Heat recovery (MVHR) system 
was included in the reference case: one system in each apartment was provided. This is still a cutting-edge 
solution in Italy dwellings but recently often used in very high energy performing buildings in colder 
climates. According to this, it was decided not to install it in Rome, which belongs to a hotter climate zone: it 
would not be economically efficient nor crucial for obtaining low level of Primary Energy for heating.  
3.2.3. Adjusted construction costs 
The adjusted construction costs for the two reference buildings are shown in Table 2 and 3.  The costs have 
been taken from the bill of quantities of the real building. Cost modifications due to variation in the 
insulation thickness for the two reference buildings have been estimated as unitary variation (€/m3) of the 
original prices.  Cost of the MVHR system used in Turin was not included in the bill of materials of the real 
building, but was provided by a technical company, which was asked to simulate a real offer to supply a 
MHVR system for the reference building [42].  For the building located in Rome, overall construction cost is 
€ 3’388’584 which corresponds to 1'594 €/m2. Table 2 shows the costs divided by categories and their 
percentage on the overall cost. It can be noticed that the heaviest category is Architectural components which 
accounts for the 46% of the overall construction costs. Overall construction costs of the building located in 
Turin is € 3’511’820 which corresponds to 1'652 €/m2. The incidences of each category on the overall cost 
are similar to ones in Rome.  Differences in costs between the two buildings are mainly due to the 
installation of the MVHR in Turin which causes an increase in the energy systems cost of 40 €/m2. More 
moderate differences (in the order of 5 to 15 €/m2) are observed for the Architectural components and 
Renewable plants. 
The cost optimal analysis of the proposed scenarios will be based only on the reduction of the “energy 
related costs”: those costs have a direct impact on the building energy performance. In both Table 2 and 3 
disaggregated energy related costs for each construction category are highlighted in grey. Three main aspects 
can be observed: the structural costs are fixed; up to the 38% of both architectural and energy systems costs 
is adjustable; the entire cost of renewable energy systems can be modified. In Rome the 24% of the total 
construction costs can be decreased by implementing more energy efficient solutions, which corresponds to 
389 €/m2; in Turin it is the 27% which corresponds to 447 €/m2. 
 Table 2. Total and energy related construction costs of reference building in Rome 
 Structure Construction components 
Technica
l Systems 
Renewable sources Total  
Costs [€] 996’62
4 
 1’554’631 782’027 55’302  
3’388’584 
Incidence on overall costs 
[%] 
29 46 23 2 
100 
Unitary costs [€/m2] 469 731 368 26 1594 
Energy related [€] 0  522’783  248’194 55’302 826’279 
Incidence on category cost 
[%] 
0 34 32 100 / 
Unitary energy related costs 
[€/m2] 
0 246 117 26 389 
 
Table 3. Total and energy related construction costs of reference building in Turin 
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 Structure Construction components 
Technica
l Systems 
Renewable sources  Total  
Costs [€] 996’62
4 
1’583’195 867’107 64’894 3’511’820 
Incidence on overall costs 
[%] 
28 45 25 2 100 
Unitary costs [€/m2] 469 744 408 31 1652 
Energy related [€] 0  551’358 333’306 64’894  949’558 
Incidence on total category 
cost [%] 
0 35 38 100 / 
Unitary energy related costs 
[€/m2] 
0 259 157 31 447 
 
4. Identification of low-cost solutions 
This section describes the solutions identified to reduce the construction costs of the two reference buildings. 
Each subsection describes the selected technologies and strategy, highlighting their peculiarities with respect 
to common trends. 
4.1. Building envelope 
Two main variations were identified.  The common technique for external wall construction of NZEB in 
Italy consists of brickworks and ETICS; instead of following the usual approach of variation of insulation 
levels to reach the most performing solutions, in this paper the approach was to detect alternative 
construction technologies.  In particular, large autoclaved concrete blocks were selected. These are based on 
natural elements and reach very high insulation and lightweight properties, as a result of a specific 
production process which creates micro air bubbling inside the material. These blocks come in different size, 
so that different transmittance values can be obtained within a single construction layer. Due to the ad-hoc 
designed profiles, the blocks can be easily handled and assembled. Compared to the other solutions, this 
technology reduces complexity, construction time and costs. 
The second proposed solution is the mono-block window. Generally, in Italy residential buildings are 
equipped with traditional windows which are composed by: subframe, placed in the hole of the façade, the 
shutter box mounted above the window and the windows itself. The most time-consuming phase for 
windows is the preparation phase, since masonry workers have to create the hole, provide insulation for 
thermal bridges and wait for wet materials to dry. After that, masonry workers install the subframe and 
specialised workers mount the shutter box and finally the window itself. The mono-block windows are 
directly placed in the façade hole and then fixed, with consequent savings in time, and material and labour 
costs for the subframe works.  
In both cases the performance indicator (thermal transmittance) maintains the value of the base case, but its 
cost change. In some Turin scenarios, the so-called super NZEB envelope was tested, where lower 
transmittances for walls, roof and ground floor were considered. Hence for these super NZEB scenarios the 
U values [W/m
2
K] were adjusted to : 0.105 (roof), 0.15 (wall), 0.12 (ground floor). This configuration was 
tested in combination with alternative energy systems, targeted to an overall cost reduction.  
4.2. Energy systems and renewable energy 
In Italy space heating in NZEB buildings is generally provided by heat pumps coupled with floor heating 
while DHW is normally supplied by condensing boilers supported by solar thermal collectors.  
The implementation of both systems is expensive, therefore one of the proposed strategies is a thermal driven 
scenario where the condensing boiler is used for both heating and DHW services. The floor heating 
 1 
 2 
 3 
 4 
 5 
 6 
 7 
 8 
 9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
25 
26 
27 
28 
29 
30 
31 
32 
33 
34 
35 
36 
37 
38 
39 
40 
41 
42 
43 
44 
45 
46 
47 
48 
49 
50 
51 
52 
53 
54 
55 
56 
57 
58 
59 
60 
61 
62 
63 
64 
65 
distribution system is then replaced by aluminium radiators. The use of condensing boilers and radiators 
allows to save money and reduce construction and maintenance costs. This is because the architectural works 
for the construction of the floor heating system, the backbone lines of the floor heating system and the 
storage tank of the heat pump are eliminated. In addition, maintenance costs of the condensing boilers and 
radiators is lower, allowing to save money in a life cycle cost (LCC) perspective.  On the other hand, the 
amount of renewable sources has to be increased to respect the percentage of renewable energy production 
required by the Standard.  
A second strategy is, conversely, an electricity-driven solution which minimize the use of gas: the air water 
heat pump is used both for heating and DHW production. According to this, the condensing boiler is used as 
a backup system for both services. Floor heating is replaced by low temperature aluminium radiators which 
are more expensive than conventional aluminium radiators but less expensive than floor heating. In this case, 
the minimum level of energy production from renewable sources is achieved only through the use of  PV 
panels which feed the heat pump, so the need for solar thermal collectors is avoided.  
The third strategy is at the forefront, but it is forbidden in Italy according to the current Standard. It consists 
in providing space heating with electric radiators in rooms. It allows to eliminate technical system for heating 
production and most of electricity is provided by the PV panels. This approach does not comply with Italian 
regulation, since energy from PV panels cannot accounted as renewable sources if they directly feed electric 
systems for heating, DHW or ventilation services. The condensing boiler is only used for DHW production. 
To comply with the standard requirements, the amount of solar thermal collectors and PV panels has to be 
considerably increased. The highest technical expenses in this scenario are due to the installation of 
renewable sources. Nevertheless, investment costs of technical systems for heating supply and distribution 
are avoided.  
Another very simple solution to reduce construction costs was to decrease the number of PV panels to the 
minimum amount needed for self-consumption. This strategy does not comply with national standards, since 
the minimum peak power of photovoltaic is calculated as a function of the surface area of the building at 
ground level.   
Common to all the strategies is to replace the floor heating with a cheaper solution; due to this, the insulation 
provided by the floor heating system was always replaced with an additional layer of thermal insulation of 
EPS (4 cm) on the floors to comply with the transmittance values required by the Standard.  
For the colder climate in Turin, in addition to the others, two proposals were tested. Firstly, the combined use 
of solar thermal collectors for both Heating and DHW in the thermal driven scenarios: solar thermal 
collectors provide pre-heated water for condensing boiler, allowing to reduce the amount of gas needed. 
Secondly, the replacement of the MVHR with a simple mechanical ventilation with only extraction (MEV). 
It is a cheaper solution, but, on the other side, the benefits of the heat recovery on heating consumption are 
no more guaranteed.   
4.3. Proposed Scenarios 
In Table 4 and 5 the characteristics of the reference buildings and scenarios for the Rome and Turin are 
shown. The energy performance of these scenarios was simulated in steady state regime, as described in 
section 5.2. 
 
Table 4. Description of the building envelope and technical systems for the reference building and proposed low-cost scenarios in Rome 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 
Thermal driven 
solution 
Electricity driven 
solution 
Electricity driven 
solution (outlaw) 
Thermal driven 
solution (outlaw) 
Solar thermal 
collectors 
15 modules; 27 m2 
19 modules; 
34 m2 
Absent 
18 modules; 
33 m2 
19 modules; 
34 m2 
PV  
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
100 modules; 
163 m2 
6 modules; 
9.6 m2 
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22 kWp 22 kWp 22 kWp 25 kWp 1.5 kWp 
External wall 
 
Two brick walls (20 Cm) 
with an EPS thermal coating 
(8 cm) covered by plaster  
U value: 0.28 W/m²K 
autoclaved concrete bricks (30 cm) covered by plaster  
U value: 0.28 W/m²K 
Roof 
Masonry tilted roof with an XPS thermal coating of 9 cm covered by a steel plate mounted on wooden planks. 
U value: 0.26 W/m²K 
Floor above 
apartments 
Masonry floor with an XPS 
thermal coating of 4 cm and 
an EPS layer (4 cm) 
included in the floor heating 
system 
U value: 0.28 W/m²K 
Masonry floor with an XPS thermal coating of 8 cm. 
U value: 0.28 W/m²K 
Windows 
Traditional windows 
U value: 1.46 W/m²K 
Monoblock windows 
U value: 1.46 W/m²K 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Absent Condensing boiler 
Heating 
System 
Floor heating Radiators 
Low-temperature 
radiators 
Electric radiators Radiators 
DHW Unit Condensing boiler Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Condensing boiler Condensing boiler 
 
Table 5. . Description of the building envelope and technical systems for the reference building and proposed low-cost scenarios in Turin 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 Scenario 5 
Thermal driven 
solution 
Thermal driven 
solution 
Electricity 
driven solution  
Electricity 
driven solution  
 Electricity 
driven solution 
(outlaw) 
Solar thermal 
collectors 
22 modules; 40 m2 
44 modules; 
79 m2 
44 modules; 
79 m2 
Absent Absent 
30 modules; 
54 m2 
PV  
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
89 modules; 
142 m2 
22 kWp 
100 modules; 
163 m2 
25 kWp 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal 
coating (13 cm) covered 
by plaster  
U value: 0.25 W/m²K 
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
U value: 0.25 
W/m²K 
super NZEB 
autoclaved 
concrete bricks 
(45 cm) covered 
by plaster  
U value: 0.15 
W/m²K 
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
U value: 0.25 
W/m²K 
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
U value: 0.15 
W/m²K 
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
U value: 0.15 
W/m²K 
Roof 
Masonry tilted roof with 
an XPS thermal coating 
of 11 cm covered by a 
steel plate mounted on 
wooden planks. 
U value: 0.21 W/m²K 
As reference 
building 
U value: 0.21 
W/m²K 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
U value: 0.11 
W/m²K 
As reference 
building 
U value: 0.21 
W/m²K 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
U value: 0.11 
W/m²K 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
U value: 0.11 
W/m²K 
Floor above 
apartments 
Masonry floor with an 
XPS thermal coating of 7 
cm and an EPS layer (4 
cm) included in the floor 
heating system 
U value: 0.24 W/m²K 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
U value: 0.24 
W/m²K 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
U value: 0.12 
W/m²K 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
U value: 0.24 
W/m²K 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
U value: 0.12 
W/m²K 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
U value: 0.12 
W/m²K 
Windows 
Traditional windows 
U value: 1.4 W/m²K 
Monoblock windows 
U value: 1.4 W/m²K 
Ventilation MVHR MVHR MEV MVHR MEV MVHR 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Absent 
Heating 
System 
Floor heating Radiators Radiators 
Low-
temperature 
radiators 
Low-
temperature 
radiators 
Electric 
Radiators 
DHW Unit Condensing boiler 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Condensing 
boiler 
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In Rome, transmittances of the external walls and windows are the same as in the base case. The roof and 
floor above the apartments are the same as the reference building apart from the additional insulation layers 
which compensates the absence of floor heating in the four scenarios.  
 
In Turin, two of the five scenarios maintain the same transmittance values of the building envelope as in the 
base case (scenarios 1 and 3), while the other three scenarios have a super NZEB envelope. According to 
this, scenario 2 has the same characteristics as scenario 1 apart from the lower transmittance values of the 
envelope and the Mechanical Extract Ventilation (MEV) instead of the MVHR. Similarly, scenario 4 is 
coupled with scenario 3. In the thermal driven scenarios 1 and 2 solar collectors provide pre-heating of water 
for both heating and DHW services. 
As aforementioned in paragraph 4.2, it must be noticed that scenarios 3 and 4 in Rome and scenario 5 in 
Turin are outlaw either because of the installation of electric radiators as heating system, or because of the 
lower amount of PV panels respect to the Standard requirements.  
4.4. Passive cooling solutions 
Modern buildings may suffer of overheating in comparison to older ones, since well insulated envelopes 
obstacle the thermal discharge of the building at night. In fact, active cooling systems are often installed in 
NZEB in Italy, as documented in the relevant chapter in [43]. It also depends on the calculation method used 
to assess the energy performance of buildings, based on steady-state method, which overestimates the 
cooling demand and does not allow to assess the potentialities of passive cooling techniques to provide 
thermal comfort conditions. The objective is to reach a better understanding of the thermal response of 
NZEBs in the cooling and season and to assess whether proper passive solutions might avoid the installation 
of active cooling, thus keeping lower costs for design and installation of such systems. 
The mitigation of the indoor environment is pursued through two main strategies: 
a) Solar protection. The application of external solar shading devices on all the windows with 
orientation from north-east to north-west passing through south to block direct solar radiations 
b) Night ventilation cooling. The increase of natural ventilation during the night hours, when the 
ambient temperature drops below the internal ones, creates favourable conditions to lower indoor air 
and structure temperatures. This objective can be pursued through windows opening, especially with 
different orientation. 
Solutions other than the selected ones exist, however they have higher economic impacts, e.g. phase change 
materials on envelope elements and installation of heat sinks, thus were not taken into account. On the 
contrary, solar protection and natural ventilation are typical solution in Mediterranean dwellings, that only 
recently were replaced by mechanical cooling systems. The assessment of the impact of such solutions was 
carried out through a numerical analysis in transient regime, as described in section 5.1. 
5. Calculation 
5.1. Thermal calculation 
The analysis was carried out according to the relevant standard EN 15251 [44] in which the thermal comfort, 
and consequently the overheating risk, is assessed in buildings without active cooling systems. The concept 
relays on the principle of the adaptive comfort, in which the subject has not fixed comfort expectations but 
adapted himself to different conditions depending on internal microclimatic conditions, external weather 
conditions, clothing and possibility to building features to improve personal comfort. 
The standard identifies two categories, which are relevant in residential buildings:  
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I. High level of expectation which is recommended for spaces occupied by very sensitive and fragile 
persons with special requirements like people with disabilities, sick, very young children and elderly 
persons 
II. Normal level of expectation which should be used for new buildings and renovations 
This paper is focused  on the second category, which is relevant according to the building typology 
investigated in this paper. The analysis is however carried out on the first category for completeness, as well. 
The relevant metric is the time evolution of the operative temperature, defined as the arithmetic average of 
air and mean radiant temperatures in a built environment, according to standard. The compliance with the 
standard requires that the number of hours in which the operative temperature exceeds the upper and lower 
limits to be within 5% of the observation period (here considered in the June-August period). The acceptance 
band for the operative temperature is governed by the following equation for respectively category I and II: 
       (1) 
       (2) 
Being: 
top (°C) - hourly operative temperature  
trm (°C) - mean running outdoor air temperature, calculated according to [44]. 
To reduce the calculation time, the operative temperature was calculated only in the apartments in the portion 
of the building delimited by red square in figure 1. This portion includes 8 apartments: A1-A3 on the first 
floor, A4-A6 on the second floor, A7 and A8 on the third floor. 
The numerical analysis was carried out with TRNSYS, a well-known and calibrated software, able to model 
the thermal behaviour of the building in transient state [45]. TRSNYS works with assembled calculation 
components, named types, each of them with a specific calculation tasks in the framework of the overall 
thermal and energy performance analysis. The project implemented in this analysis consists of the following 
components:  
• weather data reader, for this project the climatic data of Rome were used, being more severe, and so 
more conservative, than Turin during the summer season;  
• the solar generator which allows to build the solar irradiation dataset;  
• additional components used for specific calculation tasks (such as the calculation of the effective sky 
temperature and of the heat transfer through the ground);  
• the building block, which is filled in with all the data building inputs;  
• the output results of the calculation, in this case outdoor temperatures in all flats and the outdoor air 
temperature.  
The time resolution for the analysis is one hour, according to the requirements in the relevant standard. The 
building is in free floating conditions, meaning that no active cooling systems are installed. Simulations were 
run first increasing the solar shading (from 0 to 0.8), next increasing the base 0.3 ACH with additional night 
ventilation (from 0 to 1.5ACH). The calculation was carried out for the base case NZEB configuration and 
for the configuration with increased insulation levels for the building envelope (super NZEB). 
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5.2. Energy calculation 
Differently from the thermal calculation, the energy simulations were performed using EDILCLIMA, 
version EC700 [46], according to the relevant Standard. The software is, in fact, based on the national 
technical specification UNI/TS 1300 series [47], and on the CEN relevant standards with adaptation to the 
Italian context. A quasi-steady-state method is used for calculation of heating and cooling needs, with 
monthly heat balance and utilization factors in compliance with relevant national and EU standards. Input 
data (i.e. climatic condition, user behaviour) can be adapted to assess energy performance in accordance with 
standard or with real operating conditions. The tool allows to model any type of technical system and 
building components, both in graphical form and in tabular form. Envelope can be modelled using materials 
from the library or using the default building envelopes. The software allows calculating thermal 
transmittance of opaque structures according to the UNI EN ISO 6946 [48]. In this analysis the annual 
energy is computed for the following energy services: space heating, ventilation, domestic hot water 
production. 
 In all simulations the internal gains are set to 5 W/m
2
 for sensible heat and 2.5 W/m
2
 for latent heat, 
according to Italian standards [46]. In the building, in line with the national building code, an air change rate 
of 0.3 h-1 is considered. Artificial lighting in residential buildings is not taken into account in the energy 
performance scheme and certification in Italy. 
 
 
5.3. Financial calculation  
Prices of proposed low-cost solutions for the envelope (autoclaved blocks, mono-block window) and for the 
energy systems which were not included in the bill of quantities of the real building (Mechanical extract 
ventilation and MVHR) in a first stage were derived from official regional price lists, which provide unitary 
costs (€/m2) for materials and labour [49]. Lately, it was chosen to ask for costs to real construction 
companies since it was noticed that price lists generally overpriced values.  
For the external wall, a company which uses both technologies [50] was asked to simulate a real market offer 
for the reference building, giving disaggregated costs in labour and material of both traditional (brick-wall + 
thermal coating) and new solution (autoclaved blocks). It was observed that the cost of material of the blocks 
is 15% lower than traditional solution. Concerning the labour savings results are even more relevant since the 
impact on the construction time is a man-hours reduction of about 48%. It resulted in a reduction of 16 €/m2 
in all the scenarios where transmittances of the external walls are the same as in the base case; a reduction of 
5 €/m2 did occur in the super NZEB scenarios in Turin. 
Similarly, disaggregated costs for conventional windows and full mono-block windows were provided by a 
construction company [51]. In this case it was observed that windows cost in the new solution is higher 
(about 38% more than conventional windows) but cost of the subframe is substantially null compared to 
standard solution. It leads to the overall observation that the full mono-block is cheaper by nearly 20% with 
about 60% time saving in the installation phase. It resulted in a reduction of 40 €/m2 compared to the 
conventional windows.  
For the Mechanical Extract ventilation system, as for MVHR, a company simulated a real economic offer to 
supply the MEV system for the reference building [42]. 
All the other costs of the building envelope and energy systems in the scenarios have been estimated as 
unitary variation (€/m3) of the original prices included in the bill of quantities or as price variation due to the 
different couplings of the installed systems.  
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The LCC analysis was developed considering the incremental and actualized savings compared to the base 
case on 50 years expected lifetime of the building. According to this, only the “Energy related costs” of the 
overall construction costs have been considered in agreement to the standard application of the cost-optimal 
methodology [52]. The economic analysis was carried out based on the requirements of relative European 
Standard [53] taking into account: costs and lifetime of technical solutions implemented in the building 
configurations, costs for the used fuels, national economic indicators. The net present value (NPV) was 
selected as key performance indicator.  
The maintenance costs and lifetime of the solutions are shown in Table 6. Most of these values have been 
taken from the Standard [53] apart from the values related to electric radiators which have been extrapolated 
from German guidelines VDI 2067 which deals with the calculation of the economic efficiency of building 
installations. 
Table 6. Maintenance costs and lifetime of the solution sets  
 
Technology 
Life Time  
 [years] 
Maintenance 
Costs [%] 
Solar thermal collectors 20 0.5 
PV  50 0.5 
Building envelope 50 0.5 
Windows 30 0.5 
MVHR 
Unit 15 4 
Pipes 30 1 
MEV 
Unit 20 4 
Pipes 30 1 
Heat pump 
Unit 20 3 
Pipes 30 1 
Condensing boiler 
Unit 20 1.5 
Pipes 30 1 
Floor heating 50 2 
Radiators 35 1.5 
Electric Radiators 22 1 
 
Table 7. National economic indicators for the LCC analysis 
 
 Discount rate  4 % 
 Tax of interest income  26% 
 Inflation of energy 
electricity  
3.4% 
 Inflation of energy gas  2.3% 
 Inflation of maintenance  2 % 
 Evolution Price Product  2 % 
 
Table 7 shows the national economic indicators used for the LCC analysis [54].The data was derived from a 
preliminary study for the new cost optimal analysis in Italy. Costs for the used fuels are the following: Gas 
0.72 €/Sm3; Electricity (bought from the grid) 0.20 €/kWh; Electricity (sold to the grid) 0.06 €/kWh. 
Estimation of incomes for selling the surplus of renewable electricity to the grid is based on the Italian 
procedure of the net metering as prescribed in [55]. The GSE company [56] provides on annual basis the 
economic contribution (CS) for electricity sold to the grid according to this formula: 
                                                                                                                              (3) 
Where: 
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● OE is the product between the amount of energy taken from the grid and the national power 
exchange price  
● CEi is the product between the amount of energy sold to the grid and the price zone available on the 
Electricity Day-Ahead Market 
●      is the annual lump-sum contribution for energy exchange 
●    is minimum, on an annual basis, between the amount of electricity put into and taken from the 
grid  
It was chosen to calculate only the second term of the formula for two main reasons. First it was observed 
that is the heaviest part of the contribution. Then, the prices for estimating OE and CEi are daily variable so 
it would have been difficult to assess the precise values.  Value of      for the year 2017 were taken from 
the Arera web site, the Regulatory Authority for Energy, Networks and Environment in Italy [57] and it 
corresponds to the price for electricity sold to the grid.  
6. Results 
6.1. Passive cooling 
The first set of simulations carried out with TRNSYS showed that solar shading alone does not provide 
adequate thermal comfort with standard 0.3 ACH, with discomfort hours always above 20%.  The second set 
showed improvement of comfort conditions upon the simultaneous application of shading devices and night 
ventilation cooling strategies. Results are presented for the best performing configuration, consisting of 
external solar protection devices with shading factor 0.8 and 1.5 ACH of night ventilation rate.  
Figure 3 presents the hourly plot of the operative temperature in three reference apartments, located 
respectively at first, second and third (upper) floors for a week in July. It can be observed the small 
amplitude of the operative temperature in the apartments, 3 °C maximum in the 24 hours, versus variations 
up 14 °C of the external air temperature. The figure also shows the higher thermal stress in the attic flats, 
where the operative temperature raises up to 1 °C respect to the lower floors. 
Under these conditions and taking into account the comfort category 2 of the relevant standard [43], the 
number of hours in which the operative temperature exceeds the comfort band is in the 0-1.3% range for the 
NZEB configuration in the observation period, while it raises to 0-1.9% range for the super NZEB 
configuration. In all cases the discomfort hours are by far below than 5%, limit indicated by the relevant 
standard. Finally, the number of hours in the two digits range are calculated for the two flats located in the 
upper floor, just below the roofs, being negligible in all the other apartments. 
An additional test was carried out to check the compliance with category 1 of the relevant standard, to assess 
if the thermal indoor environment might be significantly deteriorated respect to the requirements for weaker 
classes of residents. The results are presented in figure 4 and show a significant increase of discomfort hours. 
The discomfort hours are in the 0-4% range of the observation period for all the analysed flat but A8, where 
they reach 10%, for the NZEB configuration, thus above the standard limits. The super NZEB configuration 
causes an increase of discomfort hours; in three cases (A1, A4, A7) the operative temperatures hours are 
above the limit in the 5-8% of the all observation period, while for apartment A8 they reach 14%.  
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Figure 3. Time evolution of operative temperature and ambient air temperature in selected flats during a week in July 
 
Figure 4. Relative discomfort hours in the investigated portion of the building for NZEB and super NZEB configurations in the June-August period. 
The main outcomes of the analysis are: 
● Requirements set for solar protection devices can be achieved with conventional textile and 
technical shading systems. Air exchange rates can also be easily fulfilled with multiple opening of 
windows [58], adequate planning of layout and façades of the building can ensure even higher rates 
[59][60]. This implies that passive solutions can be adequately planned and installed at no extra 
costs. 
● The passive cooling solutions generally provides acceptable thermal comfort conditions at tested 
latitudes, according to the category II requirements of the relevant standard; in fact, the discomfort 
hours are always at very low level for category II. 
● Higher deviations are calculated for category I, however very low-cost solutions can be 
implemented. Higher night ventilation rates and improved indoor conditions can be easily achieved 
by ceiling fans or simple ventilation systems, thus lowering the discomfort hours to acceptable 
levels. These punctual systems should be installed and switched on only where and when needed. 
Moreover, they might be fed by the renewable electricity produced at building level, which exceeds 
 1 
 2 
 3 
 4 
 5 
 6 
 7 
 8 
 9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
25 
26 
27 
28 
29 
30 
31 
32 
33 
34 
35 
36 
37 
38 
39 
40 
41 
42 
43 
44 
45 
46 
47 
48 
49 
50 
51 
52 
53 
54 
55 
56 
57 
58 
59 
60 
61 
62 
63 
64 
65 
the energy needs in many hours during summer, thus having a close to negligible impact on the use 
of fossil fuels. 
6.2. Energy performance  
In all the energy simulations carried out with Edilclima, the building obtained the grade A4 which is the 
highest level of energy performance. Although the indicator of primary energy (EP) is different for each 
scenario, it is always much lower than the EP of the reference building to whom the case study is compared. 
According to the Italian Standard, in each simulation a reference building is defined, which is the same as the 
case study building concerning the geometry, orientation, geographic location, energy systems, but it has 
predetermined thermal and energy characteristics. This allows to calculate the primary energy limit that must 
be respected by the case study building.  
The final energy and primary non-renewable energy for heating (EPH,nren), DHW (EPW,nren)and Ventilation 
(EPV,nren) of Rome and Turin are shown in Figure 5 and 6; Table 8 shows the global primary non-renewable 
energy (EPglnren) . 
 
 
Figure 5. Results of the final energy and primary non-renewable energy for heating and DHW of the base case and alternative scenarios in Rome. 
 1 
 2 
 3 
 4 
 5 
 6 
 7 
 8 
 9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
25 
26 
27 
28 
29 
30 
31 
32 
33 
34 
35 
36 
37 
38 
39 
40 
41 
42 
43 
44 
45 
46 
47 
48 
49 
50 
51 
52 
53 
54 
55 
56 
57 
58 
59 
60 
61 
62 
63 
64 
65 
 
Figure 6. Results of the final energy and primary non-renewable energy for heating, DHW and Ventilation of the base case and the alternative 
scenarios in Turin. 
 
 
Table 8. The global primary non-renewable energy ( EPglnren ) of the base cases and the alternative scenarios in Rome and Turin 
 
EPglnrengl 
[kWh/m2
] 
Rome Turin 
Base 
case 
Scen. 1 Scen. 2 Scen. 3 Scen.4 Base 
case 
Scen. 1 Scen. 2 Scen. 3 Scen.4 Scen.5 
11.0 12.3 5.9 14.7 12.4 21.2 17.7 17.4 19.1 17.9 21.0 
 
In Rome, the EPglnren of all the scenarios (sum of Heating and DWH) is higher than base case, except for 
scenario 2. With a EPglnren of 5.91 kWh/m
2
 it turns out to be the most energy efficient scenario: the use of the 
heat pump for both heating and DHW allows to exploit as much as possible the potentiality of both the heat 
pump and the PV panels.  
In the base case scenario, there is a high difference between EPWnren and EPHnren, being the first high (9.6 
kWh/m
2
) and the second very low (1.42 kWh/m
2
): two separate systems are used (heat pump and condensing 
boiler) and a lower amount of solar thermal collectors is installed. On the contrary, in the other scenarios, the 
EPHnrenis always higher compared to the base case thanks to the use of the condensing boiler instead of the 
heat pump, while a decrease in the EPWnrenis always obtained due to increase of solar thermal collectors 
and/or the optimization of the heat pump.  
The worst scenario is number 3. It has the highest EPHnren (6.7 kWh/m
2
) , since, when not provided by the 
PV panels, energy is directly taken from the grid. Therefore, much more electricity is absorbed for heating 
supply compared to amount of electricity needed for the heat pump compressor and secondly the share of 
non-renewable energy in the electric grid is much higher compared to the renewable part.   
Conversely, in Turin all the scenarios present a better energy performance compared to the base case, with 
globally lower EPglnren. ranging between 17.38 and 21.05 kWh/m
2
. 
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The best scenario is number 2, where the EPHnren is slightly higher than base case (10.4 vs 9.1 kWh/m
2
 .) due 
to the use of condensing boiler, but the EPWnren is much lower (7.0 vs 11.1 kWh/m
2
) thanks to the 
installation of twice as many solar thermal collectors. The EPVnren is null: the installed MEV requires a lower 
amount of electricity compared to the MVHR and so, being scenario 2 a thermal driven solution, the highest 
part of electricity from PV panels can be used for the mechanical ventilation system.  
Results of scenario 1 are coupled with the ones of scenario 2.Similarly, also scenarios 3 and 4 couple 
between themselves. The EPnren in these two couples are aligned: differences among the values range 
between 1% for heating and 5% for DHW. These differences are due to the fact that scenarios 1 and 3 have a 
standard NZEB envelope and a MVHR, while scenarios 2 and 4 have a super NZEB envelope and a MEV. 
As a matter of fact, the super NZEB envelope almost does not affect the EPHnren but it has a little influence 
on the EPWnren. In fact, in the couple 1-2, solar thermal collectors provide pre-heats water for both heating 
and DHW: the lower transmittance values of the envelope in scenario 2 allow to employ the solar collectors 
more for DHW than for heating, reducing the EPnren up to 4% compared to scenario 1. In cases 3 and 4, 
DHW and heating are supplied by the heat pump; being scenario 4 a super NZEB, lower energy needs are 
required so a higher amount of electricity from PV panels can be provided to the heat pump for DHW, 
reducing the EPnren up to 5% compared to scenario 3. 
In scenario 3 and 5, the EPVnren is higher than base case, since more electricity from PV panels is absorbed 
for heating supply compared to the other scenarios.  
Table 9. Results of  energy consumption and energy production in Rome and Turin for the base cases and the alternative scenarios 
 
 Scenarios 
Electricity 
consumption 
[kWh] 
 Electricity 
production 
[kWh] 
 Gas 
consumption 
[Sm3]   
Rome  
 Base case 1601 20618 2324 
Scenario 1 0 23060 2913 
Scenario 2 7149 10513 98 
Scenario 3 8604 22934 1890 
Scenario 4 304 363 2913 
Turin  
 Base case 8490 13277 3481 
Scenario 1 78 13676 4171 
Scenario 2 0 16666 4110 
Scenario 3 18004 4086 1212 
Scenario 4 16340 5428 1234 
Scenario 5 16864 14068 1876 
 
In table 9 the energy consumption of electricity and gas and the renewable energy production are shown. 
Both in Rome and Turin, the thermal driven scenarios (1 and 4 in Rome and 1 and 2 in Turin) have almost 
zero electricity consumption and consume only a slightly higher amount of gas compared to the base case 
(up to 26% more in Rome) due to the greater number of solar thermal collectors installed. Additionally, in 
the base case in Turin the back-up condensing boiler does often intervene instead of the heat pump for 
heating supply due to the lower outdoor temperature. It contributes to align the data of gas consumption 
between the base case and the thermal driven scenarios which only use condensing boiler for space heating.   
Conversely, in electricity driven scenario 2 in Rome the use of the heat pump for both heating and DHW 
make the electricity consumption arise up to 346% and the gas consumption decreases up to zero; in Turin 
electricity and gas consumption in electricity-driven scenarios are both high. 
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6.3. Economic analysis and LCC results 
Two additional scenarios, called S3b and S5b, have been introduced in the financial analysis for respectively 
Rome and Turin, as variations of scenarios 3 and 5. In these variations of the scenarios 3 and 5, a lower 
investment cost for the electric radiators has been proposed. Due to the variability in the market price of 
these systems, it was chosen to show two representative costs in these range of prices.  
In Table 10 the Net Present Values (NPV) and the energy related construction costs are shown for each 
scenario; these unitary NPVs (€/m2) are expressed in terms of actualized savings compared to the base case 
on 50 years expected lifetime of the building.  
Table 10. Results of the Net Present Values (NPV) and energy related construction costs in Rome and Turin for the base cases and the alternative 
scenarios 
 
 Scenarios 
Energy related 
construction costs 
[€/m2] 
 NPV  
[€/m2] 
Rome  
 Base case 389 - 
Scenario 1 310 133 
Scenario 2 321 111 
Scenario 3 296 143 
Scenario 4 295 150 
 Scenario 3b 287 163 
Turin  
 Base case  447 - 
Scenario 1  384  121 
Scenario 2  385 158 
Scenario 3  382  77 
Scenario 4  383 122 
Scenario 5  391 105 
 Scenario 5b  383 121 
 
In graphs 7 and 8 the cash flows of the scenarios over the 50-year life time of the building for the two 
climate zones are shown. The occurring positive and negative variations in the trends, which make the slope 
of the line vary and the savings increase or decrease rapidly, are due to the one-off replacement of the 
technical systems. The replacements are also expressed as costs difference between the scenarios and the 
base cases. On this note, when the scenario has lower costs, there are savings and the slope of the line 
increases, when the scenario has higher replacement costs compared to the base case there are expenses and 
the slope of the line decreases. This can be observed, for example, in figure 7 for scenarios S3b and S3 in 
which high savings compared to the base case do occur around year 20 since replacement of the technical 
systems are avoided, but similar or higher expenses, compared to the base case, are registered around year 
22, which compensate for the previous savings.  Similarly, in figure 8 for scenarios S2 and S4 an accentuated 
cash flow saving do occur for the same reasons.  
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Figure 7. Results of the Life Cycle Cost (LCC)C analysis in Rome for the alternative scenarios. Results are expressed in terms of actualized savings 
compared to the base case on 50 years expected lifetime of the building. 
 
Figure 8. Results of the Life Cycle Cost (LCC)C analysis in Turin for the alternative scenarios. Results are expressed in terms of actualized savings 
compared to the base case on 50 years expected lifetime of the building. 
 
It can be noted that all scenarios in the two climate zones allow both reductions in the construction costs and 
savings in a long-term perspective. In the life cycle cost analysis three types of costs have been considered: 
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maintenance costs of the technical systems and envelope, energy costs, and replacements costs based on the 
lifetime of each technology.  
In Rome, the development of low-cost technical solutions in the construction phase guarantees up to 26% 
reduction of investment costs. All scenarios have lower annual maintenance costs for the envelope compared 
to the base case. The differences among scenarios are mainly registered as variations of maintenance costs 
for the technical systems and energy costs.  The best scenario is 3b, which shows the lowest initial 
construction costs (287 €/m2) and the highest NPV (163 €/m2). The absence of technical system for heating 
supply allows to considerably reduce maintenance and replacement costs: at the end of the 50 years up to € 
329’000 are saved for maintenance costs of technical system compared to the base case. It compensates for 
the annual energy expense, which is much higher than the base case, achieving a total actualized expense of 
about € 93’000 more than the base case. High profits can be also achieved with scenarios 4 and 3; the main 
variation between scenario 3b and 4 is due to the difference in savings for systems replacement, which are 
much higher in scenario 3b.  It has to be observed that these three scenarios are outlaw. Considering only the 
scenarios compliant with legal standard, the most efficient is number 1. 
In Turin, up to 15% of savings in investment costs were obtained with scenario 3. Construction costs of the 
five scenarios are very similar to each other reaching a maximum percentage difference of about 2% between 
3 and scenario 5-In fact,  when the expense for the envelope are higher (super NZEB) it is balanced by 
cheaper technical systems (MEV instead of MVHR, absence of solar thermal collectors, elimination of heat 
supply system). Also in this case differences among scenarios are mainly registered as variations of 
maintenance costs for the technical systems and energy costs.  
Scenario 2 is the most efficient from a long-term perspective showing a NPV of 158 €/m2: after 50 years 
maintenance costs for renewable system and envelope are higher than the base case (actualized expense of 
respectively € 12’000 more than the base case).Nevertheless, operational energy costs and maintenance costs 
for technical systems are much lower (actualized savings of about € 398’000 for maintenance costs and € 
106’000 for energy costs). The replacement of technical system is also less expensive than base case, since 
the condensing boiler is used instead of the heat pump and the MEV instead of the MVHR.  
Scenarios 1, 4 and 5b, despite the differences in trends, show aligned NPV at the end of the 50 years. A great 
impact on the trend variations among these scenarios is given by the different costs for systems replacement.  
The outlaw scenario 5b allows the highest savings for maintenance costs of the technical systems but on the 
other side it entails an increase of costs for PV panels, envelope and energy due to the high amount of 
electricity taken from the grid as it happens in scenarios 3 and 4. As shown in Table 9, despite the high 
electricity consumption, the amount of energy sold to the grid is also very high, contrary to cases 3 and 4 
where the energy sold to the grid is considerably lower than the bought one. Based on the procedure of net 
metering, the energy payed to the building owner corresponds to the minimum between the amount of 
electricity sold and bought from the grid: in this case, being these two values quite aligned and very high, the 
annual incomes are much more than the other scenarios.   
7. Conclusion 
In this paper solution sets for reducing construction costs of new nearly zero energy multi-family houses 
were explored in a life cycle perspective. Conversely to the typical methodology of cost-optimal analysis, in 
this study alternative constructive strategies and unconventional combinations of technical solutions have 
been proposed; the efficacy of forefront proposals, currently forbidden in Italy according to the relevant 
Standard, were also analysed. The real case study building, located in the centre of Italy, was standardized 
and adapted to the minimum Nearly Zero Energy Building  requirements of the two climatic zones chosen 
for the analysis (Rome and Turin). The choice of an existing building allowed to carry out a very realistic 
evaluation of the cost effectiveness of the proposed variants, dueto the availability of technical and economic 
data based on real market instead of on average values. The LCC analysis also allowed to compare all the 
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scenarios in a life cycle perspective, including the annual operational, maintenance and replacements costs 
based on the lifetime of each technology.  
In a first stage of analysis, since the real building was not provided with a cooling system, a thermal 
calculation was performed. This analysis was aimed to assess whether the use of passive solutions (solar 
protection and night ventilation cooling) might avoid the installation of active cooling to prevent summer 
overheating, thus keeping lower costs for design and installation of such systems. Results demonstrated that 
low-cost passive strategies can be adequately planned and installed at no extra costs, providing acceptable 
thermal comfort conditions at tested latitudes. In the three reference apartments, located respectively at first, 
second and third (upper) floors, results show that the discomfort hours in summer period are by far below 
than 5%, limit indicated by the relevant standard.   
Lately, results of the energy calculation performed on the low-costs scenarios in Rome and Turin 
demonstrated that all the variants reached the highest grade of energy performance (level A4). Although, it 
was observed that in all the scenarios in Rome, except for number 2, the global primary non-renewable 
energy indicators EPglnren is higher than base case, with a maximum percentage difference of 34%. The most 
energy efficient is the electricity driven scenario number 2. In this scenario the use of the heat pump for both 
heating and Domestic Hot Water allows to exploit as much as possible the potentiality of both the heat pump 
and the Photovoltaic panels. The EPglnren is 46% lower than the base case. Conversely in Turin, all the 
scenarios show a lower EPglnren compared to the base case, with a reduction up to 18% between base case 
and the thermal driven scenario 2. It is also the most efficient: electricity consumption for heating is reduced; 
the high number of solar collectors allows to minimize thermal consumption for Domestic Hot Water ; the 
installed Mechanical Extract Ventilation requires a lower amount of electricity compared to the Mechanical 
Ventilation with Heat Recovery of the base case, maximizing the contribute of Photovoltaic panels.  
From the financial perspective, it was demonstrated that, compared to the base case, all the scenarios in the 
two climate zones allow both reductions in the construction costs, up to 26% in Rome, and savings over the 
50-year life time of the building, up to 163 €/m2 in Rome. Results also show the importance of an accurate 
evaluation of the maintenance and replacement costs of each technology. In fact, it was observed that these 
expenses have a key role in the assessment of the most profitable scenario, making the differences among the 
proposed solution sets.  
In Rome, the most economically efficient is scenario 3b, having both the lowest investment costs (287 €/m2) 
and the highest Net Present Value (163 €/m2). This is a variant of the electricity driven scenario 3 but is not 
compliant with Standard requirements. In this scenario the investment costs of the electric radiators are lower 
than scenario 3 and the absence of technical system for heating supply allows to considerably reduce 
maintenance and replacement costs. In Turin, differently from Rome, the most energy efficient scenario, is 
number 2, which is also the most profitable. It shows the highest Net Present Value (158 €/m2) although it 
doesn’t have also the lowest construction costs. Nevertheless, it can be observed that investment costs of the 
five scenarios in Turin are very similar, reaching a maximum percentage difference of about 2% between 3 
and scenario 5. These results confirm that differences among the scenarios can be only assessed in a long-
term perspective, highlighting the importance of developing Life Cycle Cost analysis on buildings.  
Limitations of the present study included: boundary conditions, characteristic of the reference building and 
the technological solution; future developments will take them into account, as well as more holistic 
approach to costs (as those related to design and preliminaries) and to  factors affecting the energy 
performances across time (as the impact of aging of building and systems elements and the impact of climate 
change).  
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Table 1. Transmittance values of the building envelope of the reference buildings in Rome and Turin 
City U-roof  [W/m2K] U-wall  [W/m2K] U-first floor  [W/m2K] 
Rome 0.26 0.28 0.28 
Turin 0.21 0.25 0.24 
 
Table 2. Total and energy related construction costs of reference building in Rome 
 Structure Construction components 
Technical 
Systems 
Renewable sources Total  
Costs [€] 996’624  1’554’631 782’027 55’302  3’388’584 
Incidence on overall costs [%] 29 46 23 2 100 
Unitary costs [€/m2] 469 731 368 26 1594 
Energy related [€] 0  522’783  248’194 55’302 826’279 
Incidence on category cost 
[%] 
0 34 32 100 / 
Unitary energy related costs 
[€/m2] 
0 246 117 26 389 
 
Table 3. Total and energy related construction costs of reference building in Turin 
 Structure Construction components 
Technical 
Systems 
Renewable sources  Total  
Costs [€] 996’624 1’583’195 867’107 64’894 3’511’820 
Incidence on overall costs [%] 28 45 25 2 100 
Unitary costs [€/m2] 469 744 408 31 1652 
Energy related [€] 0  551’358 333’306 64’894  949’558 
Incidence on total category 
cost [%] 
0 35 38 100 / 
Unitary energy related costs 
[€/m2] 
0 259 157 31 447 
 
Table 4. . Description of the building envelope and technical systems for the reference building and proposed low-cost scenarios in Rome 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 
Thermal driven 
solution 
Electricity driven 
solution 
Electricity driven 
solution (outlaw) 
Thermal driven 
solution (outlaw) 
Solar thermal 
collectors 
15 modules; 27 m2 
19 modules; 
34 m2 
Absent 
18 modules; 
33 m2 
19 modules; 
34 m2 
PV  
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
100 modules; 
163 m2 
6 modules; 
9.6 m2 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal coating 
(8 cm) covered by plaster  
autoclaved concrete bricks (30 cm) covered by plaster  
Roof Masonry tilted roof with an XPS thermal coating of 9 cm covered by a steel plate mounted on wooden planks. 
Floor above 
apartments 
Masonry floor with an XPS 
thermal coating of 4 cm and 
an EPS layer (4 cm) 
included in the floor heating 
system 
Masonry floor with an XPS thermal coating of 8 cm. 
Windows Traditional windows Monoblock windows 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Absent Condensing boiler 
Heating 
System 
Floor heating Radiators 
Low-temperature 
radiators 
Electric radiators Radiators 
DHW Unit Condensing boiler Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Condensing boiler Condensing boiler 
 
Table 5. Description of the building envelope and technical systems for the reference building and proposed low-cost scenarios in Turin 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 Scenario 5 
Thermal driven Thermal driven Electricity Electricity  Electricity 
Table
solution solution driven solution  driven solution  driven solution 
(outlaw) 
Solar thermal 
collectors 
22 modules; 40 m2 
44 modules; 
79 m2 
44 modules; 
79 m2 
Absent Absent 
30 modules; 
54 m2 
PV  
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
100 modules; 
163 m2 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal 
coating (13 cm) covered 
by plaster  
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
super NZEB 
autoclaved 
concrete bricks 
(45 cm) covered 
by plaster  
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
Roof 
Masonry tilted roof with 
an XPS thermal coating 
of 11 cm covered by a 
steel plate mounted on 
wooden planks. 
As reference 
building 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
As reference 
building 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
Floor above 
apartments 
Masonry floor with an 
XPS thermal coating of 7 
cm and an EPS layer (4 
cm) included in the floor 
heating system 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
Windows Traditional windows Monoblock windows 
Ventilation MVHR MVHR MEV MVHR MEV MVHR 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Absent 
Heating 
System 
Floor heating Radiators Radiators 
Low-
temperature 
radiators 
Low-
temperature 
radiators 
Electric 
Radiators 
DHW Unit Condensing boiler 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Condensing 
boiler 
Table 6.  Maintenance costs and lifetime of the solution sets 
 
Technology 
Life Time  
 [years] 
Maintenance 
Costs [%] 
Solar thermal collectors 20 0.5 
PV  50 0.5 
Building envelope 50 0.5 
Windows 30 0.5 
MVHR 
Unit 15 4 
Pipes 30 1 
MEV 
Unit 20 4 
Pipes 30 1 
Heat pump 
Unit 20 3 
Pipes 30 1 
Condensing boiler 
Unit 20 1.5 
Pipes 30 1 
Floor heating 50 2 
Radiators 35 1.5 
Electric Radiators 22 1 
 
Table 7. National economic indicators for the LCC analysis 
 Discount rate  4 % 
 Tax of interest income  26% 
 Inflation of energy 
electricity  
3.4% 
 Inflation of energy gas  2.3% 
 Inflation of maintenance  2 % 
 Evolution Price Product  2 % 
 
Table 8. The global primary non-renewable energy ( EPglnren ) of the base cases and the alternative scenarios in Rome and Turin 
 
EPnonrengl 
[kWh/m2] 
Rome Turin 
Base case Scen. 1 Scen. 2 Scen. 3 Scen.4 Base case Scen. 1 Scen. 2 Scen. 3 Scen.4 Scen.5 
11.0 12.3 5.9 14.7 12.4 21.2 17.7 17.4 19.1 17.9 21.0 
 
Table 9. Results of  energy consumption and energy production in Rome and Turin for the base cases and the alternative scenarios 
 
 
Scenarios 
Electricity 
consumption 
[kWh] 
 Electricity 
production 
[kWh] 
 Gas 
consumption 
[Smc]   
Rome  
 Base case 1601 20618 2324 
Scenario 1 0 23060 2913 
Scenario 2 7149 10513 98 
Scenario 3 8604 22934 1890 
Scenario 4 304 363 2913 
Turin  
 Base case 8490 13277 3481 
Scenario 1 78 13676 4171 
Scenario 2 0 16666 4110 
Scenario 3 18004 4086 1212 
Scenario 4 16340 5428 1234 
Scenario 5 16864 14068 1876 
 
Table 10. Results of the Net Present Values (NPV) and energy related construction costs in Rome and Turin for the base cases and the alternative 
scenarios 
 
 
Scenarios 
Energy related 
construction costs 
[€/m2] 
 NPV  
[€/m2] 
Rome  
 Base case 389 - 
Scenario 1 310 133 
Scenario 2 321 111 
Scenario 3 296 143 
Scenario 4 295 150 
 Scenario 3b 287 163 
Turin  
 Base case  447 - 
Scenario 1  384  121 
Scenario 2  385 158 
Scenario 3  382  77 
Scenario 4  383 122 
Scenario 5  391 105 
 Scenario 5b  383 121 
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Nomenclature 
EPBD:     Energy Performance of Buildings Directive 
NZEB:     Nearly Zero Energy Building 
EEM:       Energy Efficiency Measures 
MFH:       Multi-Family Houses 
ETICS:     External Thermal Insulation Composite Systems 
XPS:         Extruded polystyrene 
EPS:         Expanded polystyrene 
DHW:      Domestic How Water 
COP:       Coefficient of Performance 
PV:          Photovoltaic 
MVHR:   Mechanical Ventilation with Heat Recovery 
MEV:      Mechanical Extract Ventilation 
ACH:      Air change per hour 
NPV:       Net Present Value 
EP:          Indicator of Primary Energy consumption  
EPnonren;   Indicator of Primary non-renewable Energy  
EPnonrengl Indicator of Global Primary non-renewable Energy  
 
Abstract 
Concerning Nearly Zero Energy Buildings, the most important issue is to guarantee energy efficiency, 
thermal comfort for users and indoor environmental quality, keeping low construction and operational costs. 
The cost-optimality target, defined in the EPBD as “the energy performance level which leads to the lowest 
cost during the estimated economic lifecycle”, is a key issue for public and private housing sectors, which 
the economic aspect is quite relevant for. In this framework, this paper explores the efficacy of combining 
alternative and unconventional solution sets for reducing construction costs of new nearly zero energy multi-
family houses in a life cycle perspective.  The real case study building, located in the centre of Italy, was 
standardized and adapted to the minimum NZEB requirements of the two reference climatic zones chosen for 
the analysis (Rome and Turin). Three type of analysis were developed: thermal comfort, energy performance 
and financial calculation. Results of the thermal analysis show that the installation of active cooling to 
prevent summer overheating can be avoided by applying low-cost passive strategies. All the proposed low-
cost scenarios (4 alternative scenarios in Rome and 5 in Turin) reached the highest grade of energy 
performance, with a reduction of the non-renewable primary energy consumption up to 46% compared to the 
base case in Rome and 18% in Turin. From the economic perspective, all the scenarios in the two climate 
zones allow both reductions in the construction costs, up to 26% in Rome and 15% in Turin, and savings 
over the 50-year life time of the building, up to 163 €/m2 in Rome and 158 €/m2 in Turin. 
                                                          
1
 The short version of the paper was presented at ICAE2018, Aug 22-25, Honk Kong, China. This paper is a substantial 
extension of the short version of the conference paper. 
*Manuscript
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1. Introduction 
After the target of Horizon 2020 set in 2007 [1], regarding the reduction of buildings primary energy and 
emissions and the increase of renewable energy production, in the 2030 Climate & Energy framework new 
goals have been introduced [2]. According to this package, the aims are to reduce the greenhouse gas 
emissions by 40% from 1990 levels, to increase the production from renewable energy up to 27% and 
improve energy efficiency of buildings up to 27%. In a long-term perspective, in 2050 gas emissions are 
expected to be reduced by at least 80% compared to 1990 levels [3]. In this framework, building sector plays 
a relevant role, accounting for the largest part of energy consumption and gas emissions at local and global 
level and representing, on the other side, a huge potential for energy savings [1][4].  
European Standard defined the requirements for achieving high savings in buildings: according to the EPBD 
Directive, new public buildings from 01/01/2019 and new private constructions from 01/01/2021, have to 
comply with Nearly zero energy buildings (NZEB) targets [5].  The definition on NZEBs provided in the 
Directive is quite general and is not technical: the characterization of NZEBs is delegated to each European 
Member State which has to define what an NZEB represents at national level and to set the specific targets 
for buildings to be in compliance with European description. What is common to all the Member states is 
that NZEBs do have to certify a “very high energy performance”, covering “a very significant extent” of 
building energy needs with renewable energy sources, partially produced on site or nearby the building [5]. 
Being the common guidelines provided by the European Standards so general, there are still ambiguities in 
the implementation phase of NZEBs in European member states due to the different interpretations of the 
definition. Furthermore, misalignments among countries are emphasized due to the climatic, social, 
technological and economic differences [6]. According to this, it is difficult to propose a minimum common 
threshold for energy efficiency for all the Member States. Different climatic conditions between Southern 
and Northern European countries lead to the highest differences in the definition of NZEB parameters: the 
former can easily meet low energy needs thresholds for heating compared to the latter [7]; but on the other 
side, they cannot comply with the same limits for cooling demand due to high outdoor ambient temperature, 
high solar radiation and heat island effect in cities. Several studies have been developed in literature about 
potential overheating in southern and north-western countries due to the increase of thermal insulation, 
which can lead to an increase in consumption for air-conditioning [8] [9] [10] but it was also stated that 
passive strategies for reducing cooling needs can be successfully applied to overcome this problem. As an 
example, in [11] an analysis on three different NZEB building types (single-family house, apartment block 
and office building) in two different Italian climatic locations (Milan and Palermo) was developed to assess 
the imbalance of energy needs for heating and cooling when U-values of the building envelope are gradually 
reduced. It was found that, by reducing transmittance values, cooling need increases up to 5-6% in all the 
analysed cases but it can be effectively reduced by using high performing shading devices.  
Basing on these assumptions, NZEB should provide specific heating-cooling balance for each climatic 
condition, taking also into account the thermal comfort and the indoor environmental quality [12][13][14]. 
Another important issue concerning NZEB development is related to construction costs: in particular how to 
ensure the fulfilment of NZEBs requirements and contemporary guaranteeing comfort, covering the involved 
investments and enhancing the reduction in costs [15][16]. Although many studies and demonstration actions 
have demonstrated that it is possible to achieve NZEB targets, the design choices are not always proven to be 
cost effective both from an environmental and economic perspective [15]. 
This economic issue was raised up in the EPBD [5]: in the Delegated Regulation No 244/2012 [17], which 
supplemented the EPBD regulation, a methodology framework to calculate cost-optimal levels for buildings 
is provided. The cost optimality is defined as “the energy performance level which leads to the lowest cost 
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during the estimated economic lifecycle”. In the methodology energy efficiency measures are applied to 
reference buildings to contemporary reduce primary energy consumption and identify the most economically 
advantageous solutions [18][19][20]. 
Many studies in literature applied the cost-optimal methodology proposed in the EPBD standard to derive 
cost-optimal energy efficiency measures for NZEB buildings [21][22] and clusters of NZEB buildings 
[23][24], highlighting the need of taking into consideration the whole building life cycle.  In [15] a 
simulation-based framework was applied to a residential building prototype in order to assess how to best 
achieve the NZEB design at the lowest cost in 14 locations across Europe. Results demonstrated that optimal 
solutions do strongly depend on climate condition, but a common aspect to all locations is the need of 
integrating renewables and energy efficiency measures to reach cost-effective NZEBs. Authors in [25] 
applied a model for supporting designers in the design phase of a residential building, developing a cost 
optimal analysis of different scenarios to evaluate the best solution in terms of balance between life cycle 
costs and energy performance.  In [26] the cost-optimality and replicability on building market of different 
HVAC system configurations were evaluated for a residential building, taking into account the costs incurred 
during the whole building life-cycle.  
What emerges from literature studies is that cost-optimal levels and packages of energy efficient measures 
strongly depend on national conditions. These differences are due to many variables such as: climatic 
conditions, energy, material and labour prices, available technologies and building types 
[27][28][29][30][31]. Among the different building types, high importance is given to the development of 
residential NZEB buildings, which account for about the 75% of the total European Building stock [32]. In 
fact, in the residential sector the issue of cost reduction of new NZEBs is crucial, in particular for social 
housing multi-family houses, where the economic aspect is quite relevant, due to limited financial resources.  
An extensive review was developed by the authors in [33], focused on the application of cost-optimal 
analysis in European literature studies, pointing out the differences among them based on several categories:  
methods and tools for optimization, energy efficiency measures, building type. It was found that with regard 
to the building typology, 68% of the reviewed reference buildings in the studies were residential and multi-
family buildings represented the 34% of this share. It shows the importance of identifying the right balance 
between costs and energy performance in the residential sector. In [33] it was also found that the most 
common energy efficiency measure for the envelope is to increase/decrease the thickness of insulation but 
this solution is not a driver for cost-optimal building design: efficiency measures on the building envelope 
have much lower impact on cost optimality compared to measures related to the energy systems.  
This aspect makes an issue arise: the solutions proposed as energy efficiency measures (EEM) in the cost-
optimal framework are common and standard and the investigation of constructive alternative solutions is 
rarely pursued. The cost trade-off could be reached by simplifying the envelope design and the construction 
technologies [34], taking advantage of issues like modularity, prefabrication and on-site assembly [30] but 
application of these strategies in the cost-optimality studies has not been yet explored. 
Regarding national application of NZEBs in Italy, law fixes several requirements for new buildings, that can 
be reached through different strategies, technologies and operational means [35]. Starting from 01/01/2018, 
in accordance to [36], energy performance of minimum requirements buildings and NZEB buildings will 
vary only in terms of small differences in transmittance values. This implies that, from this date, very small 
cost differences can be expected to arise between a conventional and a nearly zero-energy building; also, 
reducing the costs of new nearly zero-energy multi-family houses means reducing the costs for such houses 
in general. Currently, according to the national document developed in 2016, [37] the extra cost in Italy for 
the construction of multifamily residential buildings compared to the conventional building strongly depends 
on the climatic region and was assessed to be about 60 €/m2 on average. There is therefore ample room for 
improvement, reducing this extra-cost gap. Starting from these assumptions, the target of this paper is to 
preliminary explores the possibility of reducing construction and life cycle costs keeping high energy target 
in new Italian multifamily buildings, within the activities of the CoNZEBs (Solution sets for the cost 
 1 
 2 
 3 
 4 
 5 
 6 
 7 
 8 
 9 
10 
11 
12 
13 
14 
15 
16 
17 
18 
19 
20 
21 
22 
23 
24 
25 
26 
27 
28 
29 
30 
31 
32 
33 
34 
35 
36 
37 
38 
39 
40 
41 
42 
43 
44 
45 
46 
47 
48 
49 
50 
51 
52 
53 
54 
55 
56 
57 
58 
59 
60 
61 
62 
63 
64 
65 
reduction of new Nearly Zero-Energy Buildings) Project [38]. The Project is funded by the European Union 
in the framework of the Horizon 2020 Program and aims at identifying and evaluating technology solution 
sets, leading to significant cost reductions of new Nearly Zero-Energy Multi-Family Houses (MFH).  
2. Objective and method 
This study aims at identifying solution sets for new nearly zero energy multi-family houses at reduced costs 
respect to mainstream options and assessed in a life cycle cost perspective. The cost issue in single family 
houses is less relevant, due to higher economic availability of potential clients for this building segment. The 
situation is different for multi-family houses, which is the most recurrent typology in social housing, and 
other public and private housing sectors, which the economic issue is more relevant for. In this framework, 
the objective of the study is relevant for the construction sector in Italy and the implemented methodology 
could be usefully applied in other countries, with the duly boundary conditions. 
This work also introduces an innovative approach. The typical methodology in these studies is that 
implemented in EU member states for the cost optimal energy performance of buildings, as required by [5]: 
first typical and recurrent building technologies are defined, then the cost effectiveness is tested for improved 
efficiency levels of the selected technologies [39]. This method, however, does not allow to include 
alternative and unconventional solutions, and their combination, in the assessment. 
To overcome these limits, the methodology here developed consists of the following steps: 
I. Identification of a real building, whose typology can be considered sufficiently representative of 
current multifamily houses in Italy. The choice of real buildings is necessary to have all the technical 
and economic data, needed for next analyses; as well as to have economic costs based on real market 
instead of on average values. 
II. Adjustments of the real building to selected climatic conditions and to specific NZEB requirements. 
This step allows to have standardised typical buildings, upon which it is possible to develop cost 
effective variants.  
III. Identification of low costs solution sets for the different building envelope and energy system 
technologies. The solutions are developed taking into account all the energy services covered by 
NZEB requirements for residential buildings, fixed by national regulation. 
IV. Energy and economic assessment of the building variants, in terms of construction and life cycle 
costs. Comparison of final and primary energy performances, as well as initial construction investment 
and Net present value at the end of the building life service are carried out. 
The limit of the research relays on: the boundary conditions set in the analysis, the reference buildings and 
the identified low-cost solutions; on the other side, the relevance of the approach relays on the general 
validity of the methodology, which can be applied according to different boundary conditions, in Italy and 
elsewhere. This is an important value for designers, planners, contractors and construction companies, able 
to optimise costs for any construction project. 
3. The case study building 
NZEB requirements, defined in the relevant Italian standard [35][36], are not based on energy performances 
but on the compliance of the following prescriptions: 
 Maximum thermal transmittance, including thermal bridges, of the envelope components; 
 Minimum efficiency of the energy systems (space heating and cooling, ventilation, domestic hot water); 
 50% of energy uses provided by renewable sources. 
The San Giusto building, located in the outskirts of Prato, Tuscany, was selected after a nearly zero energy 
multi-family houses screening carried out in Italy in the framework of the EU CoNZEBs project [38]. The 
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building can be considered representative of a consistent portion of the building stock. The building was 
commissioned by Edilizia Pubblica Pratese, a local social housing company. It is a L-shaped four-storey 
building with 29 apartments served by four staircases. Private cellars, a public civic centre and the utility 
rooms are located at the ground floor. The building is also equipped with public parking and green areas 
which show the multifunctional character of this project. The design plan and a picture of the building are 
shown in Figures 1 and 2. 
 
 
Fig. 1. Design plan of the building  
  
 
Fig. 2. Case study building  
 
The total area of the apartments is 2207 m
2 
and the volume is 5960 m
3
, the apartments ranges between 45 and 
95 m
2
, with an average net area of 76 m
2
. The presence of apartments with different sizes shows the purpose 
of meeting needs of different low-income users, from couples to large families.  
 The main target of the project was to realize a new high-performance building with low environmental 
impacts, and cost effective in the construction, operation and maintenance phases. The design kept this 
approach with the adoption of simple and low environment impact solutions, as the use of recycled insulation 
materials from local textile companies. Bioclimatic approaches were adopted to maximise solar protection 
and natural ventilation in summer. 
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Concerning the building structure, external walls consist of ETICS (External Thermal Insulation Composite 
Systems), with 8 cm EPS (Expanded polystyrene) thermal insulation, a double brick layer with insulation in 
between (8 cm of recycled insulation in textile fibre), and internal finishing.  The base floor is a masonry slab 
with an XPS (Extruded polystyrene) insulation layer of 8 cm, a thermal coating in EPS of 4 cm and an 
additional insulating layer of EPS (4 cm) included in the floor heating system; covering is ceramic tiles. The 
rooftop is a masonry tilted roof with an XPS thermal coating of 12 cm covered by steel plate mounted on 
wooden planks. Transmittances of the envelope are 0.20 W/m
2
K for roof and 0.17 W/m
2
K for walls and base 
floor. The continuous external insulation eliminates thermal bridge. Argon-filled double-glazed windows 
with aluminium frame are installed with thermal transmittance of 1.4 W/m
2
K and solar transmittance of 0.67.  
The Domestic Hot Water (DHW) system is fed by 43 m
2
 of vacuum solar thermal collectors mounted on the 
south-east and south-west oriented pitches and coupled with two tanks of 2000 litres. A 94Kw condensing 
boiler is used as back of solar collectors. The heating supply is centralized, and the main heat generator is the 
171 Kw air water heat pump. When outdoor temperatures decrease below the working conditions of the heat 
pump, the condensing boiler and the solar thermal collectors work as back-up system, supporting the heat 
pump for keeping high the seasonal coefficient of performance. The Coefficient of Performance (COP) in 
standard conditions is 3.28. The outlet temperature of the heat pump, which supplies a room-controlled floor 
heating system, is 40-45° and its cut-off temperatures are 3°-45°. The system is equipped with an inertial 
tank of 2000 litres to cope with thermal demand peaks, in which the heated water is sent from the heat pump 
and, if necessary, from the condensing boiler; within the tank, when demand of domestic hot water is lower 
than production, high temperature fluid from solar collectors flows in a coil to additionally support heating 
supply. Part of the electricity needed by the heat pump is produced by a 22 kWp PV system (163 m
2
). Both 
the solar thermal collectors and photovoltaic system are mounted on the tilted roof, on the south-east and 
south-west oriented pitches.  
According to the most common construction rules in Italian buildings, especially for social housing, active 
cooling and mechanical ventilation systems are not installed in the case study building.  
3.1.  Climatic condition 
Italy has a wide variety of climatic conditions; the national building energy codes identifies six classes, based 
on the heating degree days, calculated in base 20°C. The classes range from A (below 600 degree days) to F 
(above 3000 degree days). No zoning exists for the cooling season. In order to simplify the analysis, two 
macro-classes were identified and represented by two large cities in this study: 
 Turin, 2617 degree days, representative of climatic zone E (northern and mountain zones) and F 
(alpine zone) 
 Rome, 1440 degree days, representative of zones from A to D, with milder climatic conditions, 
typical of central and southern zones. 
 
They were selected being large cities, whose degree days are very close to average degree days of the related 
climatic zones weighted with the population.  
3.2. Building’s adjustments to reference climate conditions 
The characteristics of the real building are adjusted to the minimum NZEB requirements in the reference 
climatic zones in this section. Changes in building envelope, energy systems and renewable sources are 
following described. To be noted no changes were made on windows, since different requirements have 
close to negligible impact on costs. 
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3.2.1. Rome climatic zone 
Envelope components insulation was brought to the standard requirements, as indicated in table 1, hence the 
structures were modified as follows:  the external wall is covered with an 8 cm EPS thermal coating; the first 
floor between apartments and ground floor has an XPS thermal coating of 4 cm and an additional insulating 
layer of EPS (4 cm) included in the floor heating system; the rooftop has an XPS thermal coating of 9 cm.  
Table 1. Transmittance values of the building envelope of the reference buildings  
City U-roof  [W/m2K] U-wall  [W/m2K] U-first floor  [W/m2K] 
Rome 0.26 0.28 0.28 
Turin 0.21 0.25 0.24 
 
The number of solar thermal collectors and PV panels was reduced up to exactly meet the requirements of 
the Standard [35]: to guarantee the 50% of DHW production from renewable sources and contemporarily to 
cover the 50% of total energy demand (heating, cooling and DHW) with renewable sources. According to 
this, solar collectors were reduced from 43 m
2 
to 27 m
2 
and the PV panels from 163 to 142 m
2
. This number 
of PV panels is also the minimum amount to meet the standard of Appendix 3 [36] which requires an 
installed peak power of 22Kw for this building. Results of the energy calculation will be shown in paragraph 
6.2 to be compared with energy results of the low-cost scenarios.  
3.2.2. Turin climatic zone 
The insulation thickness of the envelope components was brought to the NZEB requirements, as shown in 
Table 1. The structures were modified as follows: the external wall is a double brick walls with an EPS 
thermal coating of 13 cm; the first floor between apartments and ground floor has an XPS thermal coating of 
7 cm and an additional insulating layer of EPS (4 cm) included in the floor heating system; the roof top is 
insulated with 11 cm of XPS.  
As for the previous case, solar thermal collectors were reduced from 43 to 40 m
2 
and the PV panels from 163 
to 142 m
2
. The Mechanical Ventilation with Heat recovery (MVHR) system was here included in the 
reference case, this is still a cutting-edge solution in Italy dwellings but recently often used in very high 
energy performing buildings in colder climates. It was therefore decided to model the MHVR system in each 
apartment. 
3.2.3. Adjusted construction costs 
The adjusted construction costs for the two reference buildings are shown in Table 2 and 3 .  The costs have 
been taken from the bill of quantities of the real building. Cost modifications due to variation in the 
insulation thickness for the two reference buildings have been estimated as unitary variation (€/m3) of the 
original prices.  Cost of the MVHR system used in Turin was not included in the bill of materials of the real 
building, but was provided by a technical company, which was asked to simulate a real offer to supply a 
MHVR system for the reference building [40].  For the building located in Rome, overall construction cost is 
€ 3’388’584 which corresponds to 1'594 €/m2. Table 2 shows the costs divided by categories and their 
percentage on the overall cost. It can be noticed that the heaviest category is Architectural components which 
accounts for the 46% of the overall construction costs. Overall construction costs of the building located in 
Turin is € 3’511’820 which corresponds to 1'652 €/m2. The incidences of each category on the overall cost 
are similar to ones in Rome.  Differences in costs between the two buildings are mainly due to the 
installation of the MVHR in Turin which causes an increase in the energy systems cost of 40 €/m2. More 
moderate differences (in the order of 5 to 15 €/m2) are observed for the Architectural components and 
Renewable plants. 
The cost optimal analysis of the proposed scenarios will be based only on the reduction of the “energy 
related costs”: those costs have a direct impact on the building energy performance. In both Table 2 and 3 
disaggregated energy related costs for each construction category are highlighted in grey. It can be noted 
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that: the structural costs are fixed; up to the 38% of both architectural and energy systems costs is adjustable; 
the entire cost of renewable energy systems can be modified. In Rome the 24% of the total construction costs 
can be decreased by implementing more energy efficient solutions, which corresponds to 389 €/m2 ; in Turin 
it is the 27% which corresponds to 447 €/m2 . 
 Table 2. Total and energy related construction costs of reference building in Rome 
 Structure Construction components 
Technical 
Systems 
Renewable sources Total  
Costs [€] 996’624  1’554’631 782’027 55’302  3’388’584 
Incidence on overall costs [%] 29 46 23 2 100 
Unitary costs [€/m2] 469 731 368 26 1594 
Energy related [€] 0  522’783  248’194 55’302 826’279 
Incidence on category cost 
[%] 
0 34 32 100 / 
Unitary energy related costs 
[€/m2] 
0 246 117 26 389 
 
Table 3. Total and energy related construction costs of reference building in Turin 
 Structure Construction components 
Technical 
Systems 
Renewable sources  Total  
Costs [€] 996’624 1’583’195 867’107 64’894 3’511’820 
Incidence on overall costs [%] 28 45 25 2 100 
Unitary costs [€/m2] 469 744 408 31 1652 
Energy related [€] 0  551’358 333’306 64’894  949’558 
Incidence on total category 
cost [%] 
0 35 38 100 / 
Unitary energy related costs 
[€/m2] 
0 259 157 31 447 
 
4. Identification of low-cost solutions 
This section describes the solutions identified to reduce the construction costs of the two reference buildings. 
Each subsection describes the selected technologies and strategy, highlighting their peculiarities respect to 
common trends. 
4.1. Building envelope 
Two main variations were identified.  The common technique for external wall construction of NZEB in 
Italy consists of brickworks and ETICS; instead of following the usual approach of variation of insulation 
levels to reach the most performing solutions, in this paper the approach was to detect alternative 
construction technologies.  In particular, large autoclaved concrete blocks were selected. They are based on 
natural elements and reach very high insulation and lightweight properties, thanks to a specific production 
process which creates micro air bubbling inside the material. These blocks come in different size, so that 
different transmittance values can be obtained within a single construction layer. Thanks to the ad-hoc 
designed profiles, the blocks can be easily handled and assembled. Compared to the other solutions, this 
technology reduces complexity, construction time and costs. 
The second proposed solution is the mono-block window. Generally, in Italy residential building are 
equipped with traditional windows which are composed as follows: subframe, placed in the hole of the 
façade, the shutter box mounted above the window and the windows itself. The most time-consuming phase 
for windows is the preparation phase, since masonry workers have to create the hole, provide insulation for 
thermal bridges, wait for wet materials to dry. After that, masonry workers install the subframe and 
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specialised workers mount the shutter box and finally the window itself. The mono-block windows are 
directly placed in the facade hole and then fixed, with consequent savings in time, and material and labour 
costs for the subframe works.  
In both cases the performance indicator (thermal transmittance) keeps the value of the base case, but its cost 
change. In some Turin scenarios, the so-called super NZEB envelope was tested, where lower transmittances 
for walls, roof and ground floor were considered. Hence for these super NZEB scenarios the U values 
[W/m
2
K] were adjusted as follows: 0.105 (roof), 0.15 (wall), 0.12 (ground floor). This configuration was 
tested in combination with alternative energy systems, targeted to an overall cost reduction.  
4.2. Energy systems and renewable energy 
In Italy space heating in NZEB buildings is generally provided by heat pumps coupled with floor heating 
while DHW is normally supplied by condensing boilers supported by solar thermal collectors.  
The implementation of both systems is expansive, therefore one of the proposed strategies is a thermal driven 
scenario where the condensing boiler is used for both heating and DHW services. The floor heating 
distribution system is then replaced by aluminium radiators. The use of condensing boilers and radiators 
allows to save money and reduce construction and maintenance costs: the architectural works for the 
construction of the floor heating system, the backbone lines of the floor heating system and the storage tank 
of the heat pump are eliminated. In addition, also maintenance costs of the condensing boilers and radiators 
is lower, allowing to save money in a life cycle cost (LCC) perspective.  On the other side, the amount of 
renewable sources has to be increased to respect the percentage of renewable energy production required by 
the Standard.  
A second strategy is, conversely, an electricity-driven solution which minimize the use of gas: the air water 
heat pump is used both for heating and DHW production. According to this, the condensing boiler is used as 
a backup system for both services. Floor heating is replaced by low temperature aluminium radiators which 
are more expensive than conventional aluminium radiators but lower expensive than floor heating. In this 
case the minimum level of energy production from renewable sources are achieved only by means of the PV 
panels which feed the heat pump, so the expense for solar thermal collectors is avoided.  
The third strategy is at the forefront, but it is forbidden in Italy according to the current Standard. It consists 
in providing space heating with electric radiators in rooms: it allows to eliminate technical system for heating 
production and most of electricity is provided by the PV panels. This approach does not comply with Italian 
regulation, since energy from PV panels cannot be counted for the contribute of renewable sources if they 
directly feed electric systems for heating, DHW or ventilation services. The condensing boiler is only used 
for DHW production. For respecting the standard requirements, the amount of solar thermal collectors and 
PV panels is considerably increased: the highest technical expenses in this scenario are basically due the 
installation of renewable sources. Nevertheless, investment costs of technical systems for heating supply and 
distribution are avoided.  
Another very simple solution to reduce construction costs was to decrease the number of PV panels to the 
minimum amount needed for self-consumption. This strategy does not comply with national standards, since 
the minimum peak power of photovoltaic is calculated as a function of the surface area of the building at 
ground level.   
Common to all the strategies is to replace the floor heating with a cheaper solution; due to this, the insulation 
provided by the floor heating system was always replaced with an additional layer of thermal insulation of 
EPS (4 cm) on the floors to respect the transmittance values required by the Standard.  
For the colder climate in Turin, in addition to the others, two proposals were tested. Firstly, the combined use 
of solar thermal collectors for both Heating and DHW in the thermal driven scenarios: solar thermal 
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collectors provide pre-heated water for condensing boiler, allowing to reduce the amount of gas needed. 
Secondly, the replacement of the MVHR with a simple mechanical ventilation with only extraction (MEV). 
It is a cheaper solution, but, on the other side, the benefits of the heat recovery on heating consumption are 
no more guaranteed.   
4.3. Passive cooling solutions 
Modern buildings may suffer of overheating respect to older ones, since well insulated envelopes obstacle 
the thermal discharge of the building at night; in fact, active cooling systems are often installed in NZEB in 
Italy, as documented in the relevant chapter in [41]. This trend also depends on the calculation method used 
to assess the energy performance of buildings, based on steady-state method, which overestimates the 
cooling demand and does not allow to assess the potentialities of passive cooling techniques to provide 
thermal comfort conditions. The objective is a better understanding of the thermal response of NZEBs in the 
cooling and season and to assess whether proper passive solutions might avoid the installation of active 
cooling, thus keeping lower costs for design and installation of such systems. 
The mitigation of the indoor environment is pursued through two main strategies: 
a) Solar protection. The application of external solar shading devices on all the windows with 
orientation from north-east to north-west passing through south. 
b) Night ventilation cooling. The increase of natural ventilation during the night hours, when the 
ambient temperature drops below the internal ones, creates favourable conditions to lower indoor air 
and structure temperatures. This objective can be pursued through windows opening, especially with 
different orientation. 
Solutions other than the selected ones exist, however they have higher economic impacts, e.g. phase change 
materials on envelope elements and installation of heat sinks, thus were not taken into account. On the 
contrary, solar protection and natural ventilation are typical solution in Mediterranean dwellings, that only 
recently are replaced by mechanical cooling systems. The assessment of the impact of such solutions was 
carried out through a numerical analysis, described in section 5. 
5. Calculation 
5.1. Thermal calculation 
The analysis was carried out according the relevant standard [42] in which the thermal comfort, and 
consequently the overheating risk, is assessed in buildings without active cooling systems. The concept 
relays on the principle of the adaptive comfort, in which the subject has not fixed comfort expectations but 
adapt himself to different conditions depending on internal microclimatic conditions, external weather 
conditions, clothing and possibility to building features to improve personal comfort. 
The standard identifies two categories, which are relevant in residential buildings:  
I. High level of expectation and is recommended for spaces occupied by very sensitive and fragile 
persons with special requirements like handicapped, sick, very young children and elderly persons 
II. Normal level of expectation and should be used for new buildings and renovations 
The focus is on the second category, which is relevant according to the building typology investigated in this 
paper; the analysis is however carried out on the first category for completeness, as well. 
The relevant metric is the time evolution of the operative temperature, defined as the arithmetic average of 
air and mean radiant temperatures in a built environment, according to standard. The compliance with the 
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standard requires that the number of hours in which the operative temperature exceeds the upper and lower 
limits is within 5% of the observation period (here considered in the June-August period). The acceptance 
band for the operative temperature is governed by the following equation for respectively category I and II: 
 28.1833.028.1833.0  rmoprm ttt       (1) 
 38.1833.038.1833.0  rmoprm ttt       (2) 
Being: 
top (°C) - hourly operative temperature  
trm (°C) - mean running outdoor air temperature, calculated according to [42]. 
To reduce the calculation time, the operative temperature was calculated only in the apartments in the portion 
of the building delimited by red square in figure 1. This portion includes 8 apartments: A1-A3 on the first 
floor, A4-A6 on the second floor, A7 and A8 on the third floor. 
The numerical analysis was carried out with TRNSYS, a well-known and calibrated software, able to model 
the thermal behaviour of the building in transient state [43]. TRSNYS works with assembled calculation 
components, named types, each of them with a specific calculation tasks in the framework of the overall 
thermal and energy performance analysis. The project implemented in this analysis consists of the following 
components:  
• weather data reader, for this project the climatic data of Rome were used, being more severe, and so 
more conservative, than Turin during the summer season;  
• the solar generator which allows to build the solar irradiation dataset;  
• additional components used for specific calculation tasks (such as the calculation of the effective sky 
temperature and of the heat transfer through the ground);  
• the building block, which is filled in with all the data building inputs;  
• the output results of the calculation, in this case outdoor temperatures in all flats and the outdoor air 
temperature.  
The time resolution for the analysis is one hour, according to the requirements in the relevant standard. The 
building is in free floating conditions, meaning that no active cooling systems are installed. Simulations were 
run first increasing the solar shading (from 0 to 0.8), next increasing the base 0.3 ACH with additional night 
ventilation (from 0 to 1.5ACH). The calculation was carried out for the base case NZEB configuration and 
for the configuration with increased insulation levels for the building envelope (super NZEB). 
5.2. Energy calculation 
Energy calculation were performed using EDILCLIMA, version EC700 [44]. The software is based on the 
national technical specification UNI/TS 1300 series [45], and on the CEN relevant standards with adaptation 
to the Italian context. A quasi-steady-state method is used for calculation of heating and cooling needs, with 
monthly heat balance and utilization factors in compliance with relevant national and EU standards. Input 
data (i.e. climatic condition, user behaviour) can be adapted to assess energy performance in accordance with 
standard or with real operating conditions. The tool allows to model any type of technical system and 
building components, both in graphical form and in tabular form. Envelope can be modelled using materials 
from the library or using the default building envelopes. The software allows calculating thermal 
transmittance of opaque structures according to the UNI EN ISO 6946 [46]. In this analysis the annual 
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energy is computed for the following energy services: space heating, ventilation, domestic hot water 
production. 
 In all simulations the internal gains are set to 5 W/m
2
 for sensible heat and 2.5 W/m
2
 for latent heat, 
according to Italian standards [45]. In the building according the national building code, an air change rate of 
0.3 h-1 is considered. Artificial lighting in residential buildings is not taken into account in the energy 
performance scheme and certification in Italy. 
In Table 4 and 5 the characteristics of the reference buildings and scenarios for the Rome and Turin are 
shown. 
 
Table 4. Characteristics of the reference buildings and scenarios for Rome 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 
Thermal driven 
solution 
Electricity driven 
solution 
Electricity driven 
solution (outlaw) 
Thermal driven 
solution (outlaw) 
Solar thermal 
collectors 
15 modules; 27 m2 
19 modules; 
34 m2 
Absent 
18 modules; 
33 m2 
19 modules; 
34 m2 
PV  
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
100 modules; 
163 m2 
6 modules; 
9.6 m2 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal coating 
(8 cm) covered by plaster  
autoclaved concrete bricks (30 cm) covered by plaster  
Roof Masonry tilted roof with an XPS thermal coating of 9 cm covered by a steel plate mounted on wooden planks. 
Floor above 
apartments 
Masonry floor with an XPS 
thermal coating of 4 cm and 
an EPS layer (4 cm) 
included in the floor heating 
system 
Masonry floor with an XPS thermal coating of 8 cm. 
Windows Traditional windows Monoblock windows 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Absent Condensing boiler 
Heating 
System 
Floor heating Radiators 
Low-temperature 
radiators 
Electric radiators Radiators 
DHW Unit Condensing boiler Condensing boiler 
Heat pump + 
Condensing boiler 
(back up) 
Condensing boiler Condensing boiler 
 
Table 5. Characteristics of the reference buildings and scenarios for Turin 
Technology Reference building 
Scenario 1 Scenario 2 Scenario 3 Scenario 4 Scenario 5 
Thermal driven 
solution 
Thermal driven 
solution 
Electricity 
driven solution  
Electricity 
driven solution  
 Electricity 
driven solution 
(outlaw) 
Solar thermal 
collectors 
22 modules; 40 m2 
44 modules; 
79 m2 
44 modules; 
79 m2 
Absent Absent 
30 modules; 
54 m2 
PV  
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
89 modules; 
142 m2 
100 modules; 
163 m2 
External wall 
 
two brick walls (20 Cm) 
with an EPS thermal 
coating (13 cm) covered 
by plaster  
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
super NZEB 
autoclaved 
concrete bricks 
(45 cm) covered 
by plaster  
autoclaved 
concrete bricks 
(36 cm) covered 
by plaster  
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
super NZEB 
autoclaved 
concrete (45 
cm) covered by 
plaster  
Roof 
Masonry tilted roof with 
an XPS thermal coating 
of 11 cm covered by a 
steel plate mounted on 
wooden planks. 
As reference 
building 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
As reference 
building 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
super NZEB 
Masonry tilted 
roof with an 
XPS thermal 
coating of 27 
cm 
Floor above 
apartments 
Masonry floor with an 
XPS thermal coating of 7 
cm and an EPS layer (4 
cm) included in the floor 
heating system 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
Masonry floor 
with an XPS 
thermal coating 
of 11 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
super NZEB 
Masonry floor 
with an XPS 
thermal coating 
of 20 cm. 
Windows Traditional windows Monoblock windows 
Ventilation MVHR MVHR MEV MVHR MEV MVHR 
Heat 
supply 
Unit 
Heat pump + Condensing 
boiler (back up) 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Absent 
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Heating 
System 
Floor heating Radiators Radiators 
Low-
temperature 
radiators 
Low-
temperature 
radiators 
Electric 
Radiators 
DHW Unit Condensing boiler 
Condensing 
boiler 
Condensing 
boiler 
Heat pump + 
Condensing 
boiler (back up) 
Heat pump + 
Condensing 
boiler (back 
up) 
Condensing 
boiler 
 
 
In Rome, transmittances of the external walls and windows are the same as in the base case. The roof and 
floor above the apartments are the same as the reference building apart from the additional insulation layers 
which compensates the absence of floor heating in the four scenarios.  
 
In Turin, two of the five scenarios maintain the same transmittance values of the building envelope as in the 
base case (scenarios 1 and 3), while the other three scenarios have a super NZEB envelope. According to 
this, scenario 2 has the same characteristics as scenario 1 apart from the lower transmittance values of the 
envelope and the Mechanical Extract Ventilation (MEV) instead of the MVHR. Similarly, scenario 4 is 
coupled with scenario 3. In the thermal driven scenarios 1 and 2 solar collectors provide pre-heating of water 
for both heating and DHW services. 
As aforementioned in paragraph 4.2, it must be noticed that scenarios 3 and 4 in Rome and scenario 5 in 
Turin are outlaw either because of the installation of electric radiators as heating system, or because of the 
lower amount of PV panels respect to the Standard requirements.  
5.3. Financial calculation  
Prices of proposed low-cost solutions for the envelope (autoclaved blocks, mono-block window) and for the 
energy systems which were not included in the bill of quantities of the real building (Mechanical extract 
ventilation and MVHR) in a first stage were derived from official regional price lists, which provide unitary 
costs (€/m2) for materials and labour [47]. Lately, it was chosen to ask for costs to real construction 
companies since it was noticed that price lists generally overpriced values.  
For external wall a company which uses both technologies [48] was asked to simulate a real market offer for 
the reference building, giving disaggregated costs in labour and material of both traditional (brick-wall + 
thermal coating) and new solution (autoclaved blocks). It was observed that the cost of material of the blocks 
is 15% lower than traditional solution; in terms of labour savings results are even more relevant since the 
impact on the construction time is a man-hours reduction of about 48%. It resulted in a reduction of 16 €/m2 
in all the scenarios where transmittances of the external walls are the same as in the base case; a reduction of 
5 €/m2 did occur in the super NZEB scenarios in Turin. 
Similarly, disaggregated costs for conventional windows and full mono-block windows were provided by a 
construction company [49]. In this case it was observed that windows cost in the new solution is higher 
(about 38% more than conventional windows) but cost of the subframe is substantially null compared to 
standard solution. It leads to the overall observation that the full mono-block is cheaper by nearly 20% with 
about 60% time saving in the installation phase. It resulted in a reduction of 40 €/m2 compared to the 
conventional windows.  
For the Mechanical Extract ventilation system, as for MVHR, a company simulated a real economic offer to 
supply the MEV system for the reference building [40]. 
All the other costs of the building envelope and energy systems in the scenarios have been estimated as 
unitary variation (€/m3) of the original prices included in the bill of quantities or as price variation due to the 
different couplings of the installed systems.  
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The LCC analysis was developed in terms of incremental and actualized savings compared to the base case 
on 50 years expected lifetime of the building. According to this, only the “Energy related costs” of the 
overall construction costs have been considered in accordance to the standard application of the cost-optimal 
methodology [50]. The economic analysis was carried out based on the requirements of relative European 
Standard [51] taking into account: costs and lifetime of technical solutions implemented in the building 
configurations, costs for the used fuels, national economic indicators. The net present value (NPV) was 
selected as key performance indicator.  
The maintenance costs and lifetime of the solutions are shown in Table 6. Most of these values have been 
taken from the Standard [51] apart from the values related to electric radiators which have been extrapolated 
from German guidelines VDI 2067 which deals with the calculation of the economic efficiency of building 
installations. 
Table 6. maintenance costs and lifetime of the proposed solutions 
 
Technology 
Life Time  
 [years] 
Maintenance 
Costs [%] 
Solar thermal collectors 20 0.5 
PV  50 0.5 
Building envelope 50 0.5 
Windows 30 0.5 
MVHR 
Unit 15 4 
Pipes 30 1 
MEV 
Unit 20 4 
Pipes 30 1 
Heat pump 
Unit 20 3 
Pipes 30 1 
Condensing boiler 
Unit 20 1.5 
Pipes 30 1 
Floor heating 50 2 
Radiators 35 1.5 
Electric Radiators 22 1 
 
Table 7. National economic indicators for LCC analysis 
 
 Discount rate  4 % 
 Tax of interest income  26% 
 Inflation of energy 
electricity  
3.4% 
 Inflation of energy gas  2.3% 
 Inflation of maintenance  2 % 
 Evolution Price Product  2 % 
 
Table 7 shows the national economic indicators used for the LCC analysis [52].These data were extrapolated 
from a preliminary study for the new cost optimal analysis in Italy. Costs for the used fuels are the following: 
Gas 0.72 €/smc; Electricity (bought from the grid) 0.20 €/kWh; Electricity (sold to the grid) 0.06 €/kWh. 
Estimation of incomes for selling the surplus of renewable electricity to the grid is based on the Italian 
procedure of the net metering as prescribed in [53]. The GSE company [54] provides on annual basis the 
economic contribution (CS) for electricity sold to the grid according to this formula: 
                                                                                                                                 (3) 
Where: 
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 OE is the product between the amount of energy taken from the grid and the national power 
exchange price  
 CEi is the product between the amount of energy sold to the grid and the price zone available on the 
Electricity Day-Ahead Market 
      is the annual lump-sum contribution for energy exchange 
    is minimum, on an annual basis, between the amount of electricity put into and taken from the 
grid  
It was chosen to calculate only the second term of the formula for two main reasons: first it was observed 
that is the heaviest part of the contribute and secondly the prices for estimating OE and CEi are daily variable 
so it would have been difficult to assess the precise values.  Value of      for the year 2017 were taken 
from the Arera web site, the Regulatory Authority for Energy, Networks and Environment in Italy [55] and it 
corresponds to the price for electricity sold to the grid.  
6. Results 
6.1. Passive cooling 
The first simulation runs showed that solar shading alone does not provide adequate thermal comfort with 
standard 0.3 ACH, with discomfort hours always above 20%.  The second set showed the improvement of 
comfort conditions upon the simultaneous application of shading devices and night ventilation cooling 
strategies. For brevity, results are presented for the best performing configuration, consisting of external 
solar protection devices with shading factor 0.8 and 1.5 ACH of night ventilation rate.  
Figure 3 presents the hourly plot of the operative temperature in three reference apartments, located 
respectively at first, second and third (upper) floors for a week in July. It can be observed the small 
amplitude of the operative temperature in the apartments, 3°C maximum in the 24 hours, versus variations up 
14°C of the external air temperature. The figure also shows the higher thermal stress in the attic flats, where 
the operative temperature raises up to 1°C respect to the lower floors. 
Under these conditions and taking into account the comfort category 2 of the relevant standard [42], the 
number of hours in which the operative temperature exceeds the comfort band is in the 0-1.3% range for the 
NZEB configuration in the observation period, while it raises to 0-1.9% range for the super NZEB 
configuration. In all cases the discomfort hours are by far below than 5%, limit indicated by the relevant 
standard. To be noted, finally, that the number of hours in the two digits range are calculated for the two flats 
located in the upper floor, just below the roofs, being negligible in all the other apartments. 
An additional test was carried out to check the compliance with category 1 of the relevant standard, to assess 
if the thermal indoor environment might be significantly deteriorated respect to the requirements for weaker 
classes of residents. The results are presented in figure 4 and show a significant increase of discomfort hours. 
The discomfort hours are in the 0-4% range of the observation period for all the analysed flat but A8, where 
they reach 10%, for the NZEB configuration, thus above the standard limits. The super NZEB configuration 
causes an increase of discomfort hours; in three cases (A1, A4, A7) the operative temperatures hours are 
above the limit in the 5-8% of the all observation period, while for apartment A8 they reach 14%.  
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Figure 3. Time evolution of operative temperature in selected flats and of ambient air temperature in a week in July 
 
Figure 4. Relative discomfort hours in the investigated portion of the building for NZEB and super NZEB configurations in the June-August period. 
The main outcomes of the analysis are: 
 Requirements set for solar protection devices can be achieved with conventional textile and 
technical shading systems. Air exchange rates can also be easily fulfilled with multiple opening of 
windows, adequate planning of lay-out and facades of the building can ensure even higher rates 
[56][57][58]. This implies that passive solutions can be adequately planned and installed at no extra 
costs. 
 The passive cooling solutions generally provides acceptable thermal comfort conditions at tested 
latitudes, according to the category II requirements of the relevant standard; in fact the discomfort 
hours are always at very low level for category II. 
 Higher deviations are calculated for category I, however very low-cost solutions can be 
implemented. Higher night ventilation rates and improved indoor conditions can be easily achieved 
by ceiling fans or simple ventilation systems, thus lowering the discomfort hours to acceptable 
levels. These punctual systems should be installed and switched on only where and when needed. 
Moreover, they might be fed by the renewable electricity produced at building level, which exceeds 
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the energy needs in many hours during summer, thus having a close to negligible impact on the use 
of fossil fuels. 
6.2. Energy performance  
In all the scenarios simulated with Edilclima, the building obtained the grade A4 which is the highest level of 
energy performance; infact, although the indicator of primary energy (EP) is different for each scenario, it is 
always much lower than the EP of the reference building to whom the case study is compared. According to 
the Italian Standard, in each simulation a reference building is defined, which is the same as the case study 
building in terms of geometry, orientation, geographic location, energy systems, but it has predetermined 
thermal and energy characteristics. It allows to calculate to primary energy limit that must be respected by 
the case study building.  
The final energy and primary non-renewable energy (EPnonren)for heating, DHW and Ventilation of Rome 
and Turin are shown in Figure 5 and 6; Table 8 shows the global primary non-renewable energy EPnonrengl . 
 
 
Figure 5. The final energy and primary non-renewable energy (EPnonren)for heating and DHW in Rome. 
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Figure 6. The final energy and primary non-renewable energy (EPnonren)for heating, DHW and Ventilation in Turin. 
Table 8. The total EPnonren of Rome and Turin 
 
EPnonrengl 
[kWh/m2] 
Rome Turin 
Base case Scen. 1 Scen. 2 Scen. 3 Scen.4 Base case Scen. 1 Scen. 2 Scen. 3 Scen.4 Scen.5 
11.0 12.3 5.9 14.7 12.4 21.2 17.7 17.4 19.1 17.9 21.0 
 
In Rome, the EPnonrengl of all the scenarios (sum of Heating and DWH) is higher than base case, except for 
scenario 2. With a EPnonrengl of 5.91 kWh/m
2
 it is the most energy efficient scenario: the use of the heat pump 
for both heating and DHW allows to exploit as much as possible the potentiality of both the heat pump and 
the PV panels.  
In the base case scenario, there is a high difference between EPnonren of DHW and Heating, being the first 
high (9.6 kWh/m
2
) and the second very low (1.42 kWh/m
2
): two separate systems are used (heat pump and 
condensing boiler) and a lower amount of solar thermal collectors is installed. On the contrary, in the other 
scenarios, the EPnonren for heating is always higher compared to the base case thanks to the use of the 
condensing boiler instead of the heat pump, while a decrease in the EPnonren for DHW is always obtained due 
to increase of solar thermal collectors and/or the optimization of the heat pump.  
The worst scenario is number 3. It has the highest EPnonren for heating (6.7 kWh/m
2
) , since, when not 
provided by the PV panels, energy is directly taken from the grid:  therefore, firstly much more electricity is 
absorbed for heating supply compared to amount of electricity needed for the heat pump compressor and 
secondly the share of non-renewable energy in the electric grid is much higher compared to the renewable 
part.   
Conversely, in Turin all the scenarios present a better energy performance compared to the base case, with 
globally lower EPnonren. ranging between 17.38 and 21.05 kWh/m
2
. 
The best scenario is number 2, where the EPnonren. for heating is slightly higher than base case (10.4 vs 9.1 
kWh/m
2
 .) due to the use of condensing boiler, but the EPnonren for DHW is much lower (7.0 vs 11.1 kWh/m
2
) 
thanks to the installation of twice as many solar thermal collectors. The EPnonren for ventilation is null: the 
installed MEV requires a lower amount of electricity compared to the MVHR and so, being scenario 2 a 
thermal driven solution, the highest part of electricity from PV panels can be used for the mechanical 
ventilation system.  
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Results of scenario 1 are coupled with the ones of scenario 2; similarly, also scenarios 3 and 4. The EPnonren 
in these two couples are aligned: differences among the values range between 1% for heating and 5% for 
DHW. These differences are due to the fact that scenarios 1 and 3 have a standard NZEB envelope and a 
MVHR, while scenarios 2 and 4 have a super NZEB envelope and a MEV. As a matter of fact, the super 
NZEB envelope almost does not affect the EPnonren for heating but it has a little influence on the EPnonren for 
DHW. In fact, in the couple 1-2, solar thermal collectors provide pre-heats water for both heating and DHW: 
the lower transmittance values of the envelope in scenario 2 allow to employ the solar collectors more for 
DHW than for heating, reducing the EPnonren up to 4% compared to scenario 1. In cases 3 and 4, DHW and 
heating are supplied by the heat pump; being scenario 4 a super NZEB, lower energy needs are required so a 
higher amount of electricity from PV panels can be provided to the heat pump for DHW, reducing the 
EPnonren up to 5% compared to scenario 3. 
In scenario 3 and 5, the EPnonren for ventilation is higher than base case, since more electricity from PV panels 
is absorbed for heating supply compared to the other scenarios.  
Table 9. Energy consumption and production in Rome and Turin 
 
 
Scenarios 
Electricity 
consumption 
[kWh] 
 Electricity 
production 
[kWh] 
 Gas 
consumption 
[Smc]   
Rome  
 Base case 1601 20618 2324 
Scenario 1 0 23060 2913 
Scenario 2 7149 10513 98 
Scenario 3 8604 22934 1890 
Scenario 4 304 363 2913 
Turin  
 Base case 8490 13277 3481 
Scenario 1 78 13676 4171 
Scenario 2 0 16666 4110 
Scenario 3 18004 4086 1212 
Scenario 4 16340 5428 1234 
Scenario 5 16864 14068 1876 
 
In table 9 the energy consumption of electricity and gas and the renewable energy production are shown. 
Both in Rome and Turin, the thermal driven scenarios (1 and 4 in Rome and 1 and 2 in Turin) have almost 
zero electricity consumption and consume only a slightly higher amount of gas compared to the base case 
(up to 26% more in Rome) thanks to the greater number of solar thermal collectors installed. Additionally, in 
the base case in Turin the back-up condensing boiler does often intervene instead of the heat pump for 
heating supply due to the lower outdoor temperature. It contributes to align the data of gas consumption 
between the base case and the thermal driven scenarios which only use condensing boiler for space heating.   
Conversely, in electricity driven scenario 2 in Rome the use of the heat pump for both heating and DHW 
make the electricity consumption arise up to 346% and the gas consumption decreases up to zero; in Turin 
electricity and gas consumption in electricity-driven scenarios are both high. 
6.3. Economic analysis and LCC results 
Two additional scenarios, called S3b and S5b, have been introduced in the financial analysis for respectively 
Rome and Turin, as variations of scenarios 3 and 5. In these variants of the scenarios 3 and 5, a lower 
investment cost for the electric radiators has been proposed. Due to the variability in the market price of 
these systems, it was chosen to show two representative costs in these range of prices.  
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In Table 10 the Net Present Values (NPV) and the energy related construction costs are shown for each 
scenario; these unitary NPVs (€/m2) are expressed in terms of actualized savings compared to the base case 
on 50 years expected lifetime of the building.  
Table 10. Net Present Values (NPV) and the energy related construction costs in Rome and Turin 
 
 
Scenarios 
Energy related 
construction costs 
[€/m2] 
 NPV  
[€/m2] 
Rome  
 Base case 389 - 
Scenario 1 310 133 
Scenario 2 321 111 
Scenario 3 296 143 
Scenario 4 295 150 
 Scenario 3b 287 163 
Turin  
 Base case  447 - 
Scenario 1  384  121 
Scenario 2  385 158 
Scenario 3  382  77 
Scenario 4  383 122 
Scenario 5  391 105 
 Scenario 5b  383 121 
 
In graphs 7 and 8 the cash flows of the scenarios over the 50-year life time of the building for the two 
climate zones are shown. The occurring positive and negative variations in the trends, which make the slope 
of the line vary and savings increase or decrease rapidly, are due to the one-off replacement of the technical 
systems. The replacements are also expressed as costs difference between the scenarios and the base cases: 
when the scenario has lower costs, there are savings and the slope of the line increases, when the scenario 
has higher replacement costs compared to the base case there are expenses and the slope of the line 
decreases. 
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Figure 7. LCC analysis in Rome 
 
 
Figure 8. LCC analysis in Turin 
It can be noted that all scenarios in the two climate zones allow both reductions in the construction costs and 
savings in a long-term perspective. In the life cycle cost analysis three types of costs have been considered: 
maintenance costs of the technical systems and envelope, energy costs, and replacements costs based on the 
lifetime of each technology.  
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In Rome, the development of low-cost technical solutions in the construction phase guarantees up to 26% 
reduction of investment costs. All scenarios have lower annual maintenance costs for the envelope compared 
to the base case; differences among scenarios are mainly registered in terms of variations of maintenance 
costs for the technical systems and energy costs.  The best scenario is 3b, which shows the lowest initial 
construction costs (287 €/m2) and the highest NPV (163 €/m2). The absence of technical system for heating 
supply allows to considerably reduce maintenance and replacement costs: at the end of the 50 years up to € 
329’000 are saved for maintenance costs of technical system compared to the base case. It compensates for 
the annual energy expense which is much higher than the base case, achieving a total actualized expense of 
about € 93’000 more than the base case. High profits can be also achieved with scenarios 4 and 3; the main 
variation between scenario 3b and 4 is due to the difference in savings for systems replacement, which are 
much higher in scenario 3b.  It has to be observed that these three scenarios are outlaw. Considering only the 
scenarios compliant with legal standard, the most efficient is number 1. 
In Turin, up to 15% of savings in investment costs were obtained with scenario 3. Construction costs of the 
five scenarios are very similar to each other reaching a maximum percentage difference of about 2% between 
3 and scenario 5: in fact,  when the expense for the envelope are higher (super NZEB) it is balanced by 
cheaper technical systems (MEV instead of MVHR, absence of solar thermal collectors, elimination of heat 
supply system); also in this case differences among scenarios are mainly registered in terms of variations of 
maintenance costs for the technical systems and energy costs.  
Scenario 2 is the most efficient from a long-term perspective showing a NPV of 158 €/m2: after 50 years 
maintenance costs for renewable system and envelope are higher than the base case (actualized expense of 
respectively € 12’000 more than the base case), but operational energy costs and maintenance costs for 
technical systems are much lower (actualized savings of about € 398’000 for maintenance costs and € 
106’000 for energy costs). The replacement of technical system is also less expensive than base case, since 
the condensing boiler is used instead of the heat pump and the MEV instead of the MVHR.  
Scenarios 1, 4 and 5b, despite the differences in trends, show aligned NPV at the end of the 50 years. A great 
impact on the trend variations among these scenarios is given by the different costs for systems replacement.  
The outlaw scenario 5b allows the highest savings for maintenance costs of the technical systems but on the 
other side it entails an increase of costs for PV panels, envelope and energy due to the high amount of 
electricity taken from the grid as it happens in scenarios 3 and 4. As shown in Table 9, despite the high 
electricity consumption, the amount of energy sold to the grid is also very high, contrary to cases 3 and 4 
where the energy sold to the grid is considerably lower than the bought one. Based on the procedure of net 
metering, the energy payed to the building owner corresponds to the minimum between the amount of 
electricity sold and bought from the grid: in this case, being these two values quite aligned and very high, the 
annual incomes are much more than the other scenarios.   
7. Conclusion 
In this paper solution sets for reducing construction costs of new nearly zero energy multi-family houses 
were explored in a life cycle perspective. Conversely to the typical methodology of cost-optimal analysis, in 
this study alternative constructive strategies and unconventional combinations of technical solutions have 
been proposed, analysing also the efficacy of forefront proposals currently forbidden in Italy according to the 
relevant Standard. The real case study building, located in the centre of Italy, was standardized and adapted 
to the minimum NZEB requirements of the two reference climatic zones chosen for the analysis (Rome and 
Turin). The choice of an existing building allowed to carry out a more realistic evaluation of the cost 
effectiveness of the proposed variants, thanks to the availability of technical and economic data based on real 
market instead of on average values. The LCC analysis also allowed to compare all the scenarios in a life 
cycle perspective, including the annual operational, maintenance and replacements costs based on the 
lifetime of each technology.  
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In a first stage of analysis, since the real building was not provided with a cooling system, a thermal 
calculation was performed to assess whether the use of passive solutions (solar protection and night 
ventilation cooling) might avoid the installation of active cooling to prevent summer overheating, thus 
keeping lower costs for design and installation of such systems. Results demonstrated that low-cost passive 
strategies can be adequately planned and installed at no extra costs, providing acceptable thermal comfort 
conditions at tested latitudes: in the three reference apartments, located respectively at first, second and third 
(upper) floors, results show that the discomfort hours in summer period are by far below than 5%, limit 
indicated by the relevant standard.   
Lately, results of the energy calculation performed on the low-costs scenarios in Rome and Turin 
demonstrated that all the variants reached the highest grade of energy performance (level A4). Although, it 
was observed that in all the scenarios in Rome, except for number 2, the global primary non-renewable 
energy indicators (EPnonrengl) is higher than base case, with a maximum percentage difference of 34%. The 
most energy efficient is the electricity driven scenario number 2, where the use of the heat pump for both 
heating and DHW allows to exploit as much as possible the potentiality of both the heat pump and the PV 
panels. The EPnonrengl is 46% lower than the base case. 
Conversely in Turin, all the scenarios show a lower EPnonrengl compared to the base case, with a reduction up 
to 18% between base case and the thermal driven scenario 2. It is also the most efficient: electricity 
consumption for heating is reduced, the high number of solar collectors allows to minimize thermal 
consumption for DHW and the installed MEV requires a lower amount of electricity compared to the MVHR 
of the base case, maximizing the contribute of PV panels.  
From the financial perspective, it was demonstrated that, compared to the base case, all the scenarios in the 
two climate zones allow both reductions in the construction costs, up to 26% in Rome, and savings over the 
50-year life time of the building, up to 163 €/m2 in Rome. Results also show the importance of an accurate 
evaluation of the maintenance and replacement costs of each technology, since it was observed that these 
expenses have a key role in the assessment of the most profitable scenario, making the differences among the 
proposed solution sets.  
In Rome, the most economically efficient is scenario 3b, having both the lowest investment costs (287 €/m2) 
and the highest NPV (163 €/m2). It is a variant of the electricity driven scenario 3, not compliant with 
Standard requirements, where the investment costs of the electric radiators are lower than scenario 3 and the 
absence of technical system for heating supply allows to considerably reduce maintenance and replacement 
costs.  
In Turin, differently from Rome, the most energy efficient scenario, number 2, is also the most profitable: it 
shows the highest NPV (158 €/m2) although it doesn’t have also the lowest construction costs. Nevertheless, 
it can be observed that investment costs of the five scenarios in Turin are very similar reaching a maximum 
percentage difference of about 2% between 3 and scenario 5. These results confirm that differences among 
the scenarios can be only assessed in a long-term perspective, highlighting the importance of developing 
LCC analysis on buildings.  
Future developments of this research would consider the inclusion of more detailed costs occurring in the 
building construction process, such as design and planning costs and preliminaries. Preliminaries costs, also 
called indirect, include expenses not related to the building site, as commercial and administrative costs, 
which cannot be directly imputed to the construction process itself, but may have a high impact on the entire 
process. The inclusion of these variables and the evaluation of alternative and unconventional technologies, 
would improve the cost-optimal analysis of the building, reaching the best compromise between energy and 
economic efficiency from a global perspective.   
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